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This Lease is made and entered into between
River Ridge Five, LLC

(Lessor), whose principal place of business is 12910 Shelbyville Rd #200, Louisville, KY 40243-1594 and whose interest in the Property described
herein is that of Fee Owner, and

The United States of America

(Government), acting by and through the designated representative of the General Services Administration (GSA), upon the terms and conditions set
forth herein.

Witnesseth: The parties hereto, for the consideration hereinafter mentioned, covenant and agree as follows:
Lessor hereby leases to the Government the Premises described herein, being all or a portion of the Property located at
100 Logistics Avenue, Jeffersonville, IN 47130-4672

and more fully described in Section 1 and Exhibit A, together with rights to the use of parking and other areas as set forth herein, to be used for such
purposes as determined by GSA.

LEASE TERM

To Have and To Hold the said Premises with its appurtenances for the term beginning upon acceptance of the Premises as required by this Lease and
continuing for a period of

4 Years, 3 Years Firm,
subject to termination and renewal rights as may be hereinafter set forth. The commencement date of this Lease, along with any applicable

termination and renewal rights, shall be more specifically set forth in a Lease Amendment upon substantial completion and acceptance of the Space
by the Government.

In Witness Whereof, the parties to this Lease evidence their agreement to all terms and conditions set forth herein by their signatures below, to be
effective as of the date of delivery of the fully executed Lease to the Lessor.

FOR THE : FOR THE GOVERNMENT: ,

Name: /é Aé/a/“ Name: Eileen Khanloo
Title: /%44‘ ¢ & Title: Lease Contracting Officer
Entity Name: River Ridge Five, LLC General Services Admi/u‘lstration/Public Buildings Service

e ¢ Z¢/7 Date: g4 LY/

WITNE &

Signature:

Name: Gaéf‘:d Mo /’lv/
Title: Mem bar
Date: Lf/;z 7/” i )

The information collection requirements contained in this Solicitation/Contract, that are not required by the regulation, have been approved by the
Office of Management and Budget pursuant to the Paperwork Reduction Act and assigned the OMB Control No. 3090-0163.
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SECTION 1 THE PREMISES, RENT, AND OTHER TERMS

1.01 THE PREMISES (SEP 2015)
The Premises are described as follows:

A Wareh ffice and Rel . 300,000 rentable square feet (RSF), yielding 300,000 ANSI/BOMA Office Area (ABOA) square feet
(SF) of contiguous Space comprised of 274.550 warehouse Space, and 25,450 of office and related Space located on the ground floor of the
Building. as depicted on the floor plan(s) attached hereto as Exhibit A.

B. Common Area Factor: The Common Area Factor (CAF) is established as 1 percent. This factor, which represents the conversion from
ABOA to rentable square feet, rounded to the nearest whole percentage, shall be used for purposes of rental adjustments in accordance with the
Payment Clause of the General Clauses.

C. INTENTIONALLY DELETED
1.02 EXPRESS APPURTENANT RIGHTS (WAREHOUSE) (MAY 2014)

The Govermnment shall have exclusive or non-exclusive (as identified) right to the use of Appurtenant Areas, and shall have the right to post Rules and
Regulations Governing Conduct on Federal Property, Title 41, CFR, Part 102-74, Subpart C within such areas. The Government will coordinate with
Lessor to ensure signage is consistent with Lessor’s standards. Appurtenant to the Premises and included in the Lease are rights to use the following:

A. Automobile Parking:

1,000 parking spaces for passenger vehicles as depicted on the plan attached hereto as Exhibit B of which 1,000 spaces shall be marked as
reserved for the exclusive use of the Government. In addition, the Lessor shall provide any additional automobile parking spaces as required by the
applicable code of the local government entity having jurisdiction over the Property. All spaces must be secured and lit in accordance with the Security
Requirements set forth in this Lease. The cost of this parking shall be included as part of the rental consideration.

B. Semi-Trailer Staging Area/Parking:

1 parking space sized for truck and 18 wheeler semi-trailer as depicted on the plan attached hereto as Exhibit B of which 1 shall be reserved for
the exclusive use of the Government as needed for staging area. In addition, the Lessor shall provide such additional truck parking spaces as
required by the applicable code of the local government entity having jurisdiction over the Property.

C. Delivery Route:
(1) At least one unobstructed route having no steps or abrupt changes in level shall connect with all accessible elements, spaces, buildings,
and courses of passage. The minimum clear width of a route shall be 36 inches. If a route is less than 60 inches in width then it shall
have level passing zones, spaced at no more than 200 feet apart, measuring a minimum of 60 inches by 60 inches.

(2) Objects projecting from walls with their leading edges between 27 and 80 inches above the finished floor shall protrude no more than 4
inches into an accessible route. Freestanding objects mounted on posts or pylons may overhang 12 inches maximum from 27 to 80
inches above the ground or the finished floor. Objects mounted with their leading edges at or below 27 inches above the finished floor
may protrude any distance. However, no protruding objects shall reduce the clear width of an accessible route or maneuvering space. |If
vertical clearance of an area adjoining an accessible route is reduced to less than 80 inches, a barrier to warn blind or visually impaired
persons shall be provided,

(3) Mechanical rooms and spaces which are not normally frequented by the public or cccupants and are not part of an accessible or
emergency route are excepted and need not be accessible.

(4)  Gratings in a route surface shall have spaces no wider than % inch in one direction and shall be placed so that the long dimension of
openings is perpendicular to the dominant direction of travel.

D. Delivery Ramps:

(1) Any part of an accessible route with a slope greater than 1 foot rise in 20 feet shall be considered a ramp. VWhere ramps are necessary,
they shall have a non-slip surface with a slope no greater than 1 foot rise in 12 feet. Ramps must have a minimum clear width of 3 feet
with level landings at the top and bottom of each ramp run. Each landing shall be at least 5 feet in length and as wide as any ramp run
leading into it. The maximum rise for any run shall be 30 inches. Intermediate landings for turning ramps shall measure a minimum of 5
feet by 5 feet.

(2) Lessor shall provide handrails complying with "HANDRAILS" (36 CFR 1191) on both sides of all ramps with a veriical rise greater than 6
inches. Ramps with drop-offs shall have curbs (minimum 2 inches high), walls, railings or projecting surfaces. Lessor shall provide curb
ramps wherever an accessible route crosses a curb. Curb ramps shall not interfere with walks or vehicular traffic. The maximum slope
of a curb ramp shall be a 1 inch rise per 12 inch run. The maximum length of a curb ramp shall be 6 feet with a minimum width of 36
inches, exclusive of flared sides. If no other alternative is feasible, accessible platform lifts may be used in lieu of a ramp or elevator.
Lifts shall have accessible controls and clearances, shall comply with applicable safety regulations, and should facilitate unassisted entry
and exil.

E. INTENTIONALLY DELETED
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|7 Loading Docks. See ‘LOADING DOCKS SHELL WAREHOUSE" paragraph in Section 3 of this Lease.
1.03 TRUCK TURNING RADIUS REQUIREMENTS (WAREHOUSE) (MAY 2014)

At a minimum, a truck turning radius of 130 feet sized for 18-wheeler semi-trailer and trucks shall be provided and maintained at all times for all
loading docks designed for such sized trucks. One-way design for service traffic is preferred in order to avoid the need for large turning areas.

1.04 CLEAR CEILING HEIGHT REQUIREMENTS (WAREHOUSE) (MAY 2014)

A minimum of 274,550 ABOA SF must have a clear ceiling height of 30 feet for receiving shipping, and warehousing areas. measured from floor to the
lowest obstruction, with 25,450 ABOA SF of the space maintaining a clear ceiling height of a minimum of 9 feet and 0 inches. Bulkheads and hanging
or surface mounted light fixtures which impede traffic ways shall be avoided.
1.05 BAY WIDTH, BAY DEPTH, AND COLUMN SPACING REQUIREMENTS (WAREHOUSE) (MAY 2014)
The following minimum requirements apply to this Lease:

Bay Width: 50’ 0" (the distance from one side of the bay to the other side of the bay in linear feet and inches)

Bay Depth: 50’ 0" (the distance from the front of the bay to the back of the bay in linear feet and inches)

Column Spacing: Columns shall be 49' 6” linear feet apart from one another

1.06 RENT AND OTHER CONSIDERATION (SEP 2015)

A. The Government shall pay the Lessor annual rent, payable in monthly installments in arrears, at the following rates
FIRM TERM NON FIRM TERM
Year 1 Year 2 Year 3 Year 4
Annual Rent Annual Rent Annual Rent Annual Rent
SHELL RENT'

TENANT IMPROVEMENTS RENT?

OPERATING COSTS’
BUILDING SPECIFIC AMORTIZED CAPITAL
(BSAC)"

PARKING®

REAL ESTATE TAX

TOTAL ANNUAL RENT |  $2,451,011.00 $2,609,514.00 $2,768,018.00

B INTENTIONALLY DELETED

C Rent is subject to adjustment based upon a mutual on-site measurement of the Space upon acceptance, not to exceed 300,000 ABOA SF
based upon the methodology outlined under the “Payment” clause of GSA Form 3517.

D. INTENTIONALLY DELETED
E INTENTIONALLY DELETED
F If the Government occupies the Premises for less than a full calendar month, then rent shall be prorated based on the actual number of days

of occupancy for that month.

G. Rent shall be paid to Lessor by electronic funds transfer in accordance with the provisions of the General Clauses. Rent shall be payable to
the Payee designated by the Lessor in the System for Award Management (SAM). If the payee is different from the Lessor, both payee and Lessor
must be registered and active in SAM.

H. Lessor shall provide to the Government, in exchange for the payment of rental and other specified consideration, the following:

1. The leasehold interest in the Property described in the paragraph entitied “The Premises.”

/
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2. All costs, expenses and fees to perform the work required for acceptance of the Premises in accordance with this Lease, including
all costs for labor, materials, and equipment, professional fees, contractor fees, attorney fees, permit fees, inspection fees, and similar such fees, and
all related expenses.

3. Performance or satisfaction of all other obligations set forth in this Lease; and all services, utilities (with the exclusion of water,
electricity, gas [for heating], and sewage), maintenance required for the proper operation of the Property, the Building, and the Leased Premises, in
accordance with the terms of the Lease, including, but not limited to, all inspections, modifications, repairs, replacements and improvements required
to be made thereto to meet the requirements of this Lease. The Government shall be responsible for paying the cost of water, electricity, gas [for
heating], and sewage directly to the utility provider. The Lessor shall ensure that such utilities are separately metered. The Lessor shall provide and
install as part of shell rent, separate meters for utilities. Sub-meters are not acceptable. The Lessor shall furnish in writing to the LCO, prior to
occupancy by the Government, a record of the meter numbers and verification that the meters measure Government usage only. Proration is not
permissible. In addition, an automatic control system shall be provided to assure compliance with heating, ventilation, and air conditioning
requirements.

I (a) Parking shall be provided at Year 1 a rate of $0.00 per parking space per month (structured/inside), anGF
per month (surface/outside) for a total of 500 parking spaces: (b) Parking shall be provided at Year 2 a rate of $0.00 per parking space per month
(structured/inside), and| tal of 700 parking spaces; (c) Parking shall be provided at
Year 3 a rate of $0.00 er parking space per month (surface/outside) for a total of

1,000 parking spaces; an arking sha provided at Year 4 a rate of $0.00 per parking space per month (structured/inside), and $0.00 per
parking space per month (surface/outside) for a total of 1,000 parking spaces.

J. INTENTIONALLY DELETED

1.07 INTENTIONALLY DELETED

1.08 TERMINATION RIGHTS (AUG 2011)

The Government may terminate this Lease, in whole or in par, at any time effective after the Firm Term of this Lease, by providing not less than 90
days’ prior written notice to the Lessor. The effective date of the termination shall be the day following the expiration of the required notice period or
the termination date set forth in the notice, whichever is later. No rental shall accrue after the effective date of termination.

1.09 INTENTIONALLY DELETED

1.10 DOCUMENTS INCORPORATED IN THE LEASE (SEP 2015)

The following documents are attached to and made part of the Lease:

No. oF
DOCUMENT NAME PAGES EXHIBIT

FLOOR PLAN 1 A

PARKING PLAN 1 B

SITE PLAN 1 C

AGENCY REQUIREMENTS 12 D

GSA FORM 35178 GENERAL CLAUSES 15 E

GSA FORM 3518-SAM, ADDENDUM TO SYSTEM FOR

AWARD MANAGEMENT (SAM) REPRESENTATIONS AND 4 v

CERTIFICATIONS (ACQUISITIONS OF LEASEHOLD INTERESTS

IN REAL PROPERTY)

REVISIONS TO LEASE ISSUED UNDER RLP AMENDMENT 5 G

NUMBERS 1 AND 2

SECURITY REQUIREMENTS 6 H

SECURITY UNIT PRICE LIST 2 |
1.1 TENANT IMPROVEMENT
A. The Tenant Improvement Allowance (TIA) for purposes of this Lease is $9.984833 per ABOA SF. The TIA is the amount that the Lessor shall
make available for the Government to be used for Tls.
B. The Govemment has elected to make lump sum payments for any or all work covered by the TIA, The TIA shall not be amortized in the

rent. At any time after occupancy and during the Firm Term of the Lease, the Government, at its sole discretion, shall pay lump sum for any part or all
of the remaining balance of the TIA.

C. If it is anticipated that the Government will spend more than the allowance identified above, the Government may elect to:
1 Reduce the Tl requirements;
2. Pay lump sum for the overage upon substantial completion in accordance with the “Acceptance of Space and Certificate of

Occupancy” paragraph.

/)
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1.12 TENANT IMPROVEMENT FEE SCHEDULE (JUN 2012)

For pricing Tl costs, the following rates shall apply for the initial build-out of the Space.

INITIAL BUILD-QUT
AND PHASED =
POST- OCCUPANCY
ALTERATION
PROJECTS
5%0F T
CONSTRUCTION
CosTs

LESSOR'S PROJECT MANAGEMENT FEE (% OF TOTAL TI CONSTRUCTION COSTS) 3%

ARCHITECT/ENGINEER FEES ( $ PER ABOA SF OR % OF TOTAL Tl CONSTRUCTION
CosTs)

1.13 BUILDING SPECIFIC AMORTIZED CAPITAL

For purposes of this Lease, the Building Specific Amoriized Capital (BSAC) is $0.00 per ABOA SF. This amount is amortized in the rent over the Firm
Term of this lease at an annual interest rate of 0 percent. The Lessor will pay $8,738.00 in BSAC cost as part of Shell Rent with no adjustment to the
Shell Rent,

1.14 INTENTIONALLY DELETED

1.15 PERCENTAGE OF OCCUPANCY FOR TAX ADJUSTMENT (JUN 2012)

As of the Lease Award Date, the Government's Percentage of Occupancy, as defined in the “Real Estate Tax Adjustment” paragraph of this Lease is
60 percent. The Percentage of Occupancy is derived by dividing the total Government Space of 300,000 RSF by the total Building space of 500,000
RSF.

1.16 REAL ESTATE TAX BASE (SEP 2013)

The Real Estate Tax Base, as defined in the "Real Estate Tax Adjustment” paragraph of the Lease is $144,170 ($2.080877 / RSF) based on
Government's Percentage of Occupancy of 60 percent. The total Building space is 500,000 RSF, and the Government Space is 300,000 RSF.
Tax adjustments shall not occur until the tax year following lease commencement has passed.

1.17 INTENTIONALLY DELETED

1.18 RATE FOR ADJUSTMENT FOR VACANT LEASED PREMISES (SEP 2013)

In accordance with the paragraph entitied “Adjustment for Vacant Premises, "if the Government fails to occupy or vacates the entire or any portion of
the Premises prior to expiration of the term of the Lease, the operating costs paid by the Government as part of the rent shall be reduced by
$.6685 per ABOA SF of Space vacated by the Government.

1.19 INTENTIONALLY DELETED

1.20 INTENTIONALLY DELETED

1.21 INTENTIONALLY DELETED

1.22 INTENTIONALLY DELETED
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SECTION 2 GENERAL TERMS, CONDITIONS, AND STANDARDS

2.01

DEFINITIONS AND GENERAL TERMS (WAREHOUSE) (MAY 2014)

Unless otherwise specifically noted, all terms and conditions set forth in this Lease shall be interpreted by reference to the following definitions,
standards, and formulas:

A.

mn

r o

Appurtenant Areas. Appurtenant Areas are defined as those areas and facilities on the Property that are not located within the Premises, but for

which rights are expressly granted under this Lease, or for which rights to use are reasonably necessary or reasonably anticipated with respect to
the Government's enjoyment of the Premises and express appurtenant rights (such as parking, wareyards, loading docks, aprons, loading ramps
and other areas to which the Government has rights under this Lease).

Broker. If GSA awarded this Lease using a contract real estate broker, Broker shall refer to GSA's broker.
Building. Building(s) situated on the Property in which the Premises are located,

Commission Credit. If GSA awarded this Lease using a Broker, and the Broker agreed to forego a percentage of its commission to which it is
entitled in connection with the award of this Lease, the amount of this credit is referred to as the "Commission Credit."

Common Area Factor. The “Common Area Factor” (CAF) is a conversion factor determined by the Building owner and applied by the owner to
the ABOA SF to determine the RSF for the leased Space. The CAF is expressed as a percentage of the difference between the amount of
rentable SF and ABOA SF, divided by the ABOA SF. For example 11,500 RSF and 10,000 ABOA SF will have a CAF of 15% [(11,500 RSF-
10,000 ABOA SF)/10,000 ABOA SF]. For the purposes of this Lease, the CAF shall be determined in accordance with the applicable ANSI/
BOMA standard for the type of space to which the CAF shall apply.

Contract. “Contract” shall mean this Lease.

Contractor. “Contractor” shall mean Lessor.

Days. All references to "day” or “days” in this Lease shall mean calendar days, unless specified otherwise.

FAR. All references to the FAR shall be understood to mean the Federal Acquisition Regulation, codified at 48 CFR Chapter 1.

-Fi . The Firm Term is that part of the Lease term that is not subject to termination rights. The Non-Firm Term is that part
of the Lease term following the end of the Firm Term.

GSAR. All references to the GSAR shall be understood to mean the GSA supplement to the FAR, codified at 48 CFR Chapter 5.
Lease Term Commencement Date. The date on which the lease term commences.

Lease Award Date.  The date the LCO execules the Lease and mailing or otherwise furnishes written notification of the executed Lease to the
successful Offeror ( date on which the parties' obligations under the Lease begin).

Premises. Defined as the total Warehouse Area, Office Area, and other type of Space, together with all associated common areas, described in
Section 1 of this Lease, and delineated by plan in the attached exhibit. Parking, wareyards, loading docks, aprons, loading ramps and other
areas to which the Government has rights under this Lease are not included in the Premises.

Property. Defined as the land and Buildings in which the Premises are located, including all Appurtenant Areas (e.g., parking areas, wareyards,
loading docks, aprons, loading ramps) to which the Government is granted rights.

Racking System Plan—A plan that at a minimum must include clear ceiling height requirement(s), aisle width(s), shelving depth(s) and type of
material(s) to be stored . In addition such Plan shall identify locations and dimensions of storage of materials in packed piles. on pallets, in racks,
or on shelves.

Rentable Space or Rentable Square Feet (RSF). Rentable Space is the area for which a tenant is charged rent. It is determined by the Building
owner and may vary by city or by building within the same city. The Rentable Space may include a share of Building support/common areas
such as elevator lobbies, Building corridors, and floor service areas. Floor service areas typically include restrooms, janitor rooms, telephone
closets, electrical closets, and mechanical rooms. The Rentable Space does not include vertical building penetrations and their enclosing walls,
such as stairs, elevator shafts, and vertical ducts. Rentable Square Feet is calculated using the following formula for each type of Space (e.g.,
office, warehouse, etc.) included in the Premises: ABOA SF of Space x (1 + CAF) = RSF.

Space. The Space shall refer to that part of the Premises to which the Government has exclusive use, such as Office Area, or other type of
Space. Parking areas, wareyards, loading docks, aprons, loading ramps to which the Government has rights under this Lease are not included
in the Space.

Warehouse and office space. For the purposes of this Lease, Space shall be measured in accordance with the standard (265.1-1996) provided
by American National Standards Institute/Building Owners and Managers Association (ANSI/BOMA) for Office Area, which means ‘the area

/
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where a tenant normally houses personnel and/or furniture, for which a measurement is to be computed.” References to ABOA mean
ANSI/BOMA Office Area,

T. Working Days. Working Days shall mean weekdays. excluding Saturdays and Sundays and Federal holidays.
2.02 AUTHORIZED REPRESENTATIVES (JUN 2012)

The signatories to this Lease shall have full authority to bind their respective principals with regard to all matters relating to this Lease. No other
persons shall be understood to have any authority to bind their respective principals, except to the extent that such authority may be explicitly
delegated by notice to the other party, or to the extent that such authority is transferred by succession of interest. The Government shall have the right
to substitute its Lease Contracting Officer (LCO) by notice, without an express delegation by the prior LCO.

2.03 ALTERATIONS REQUESTED BY THE GOVERNMENT (SEP 2013)

A The Government may request the Lessor to provide alterations during the term of the Lease. Alterations will be ordered by issuance of a
Lease Amendment, GSA Form 300, Order for Supplies or Services, or, when specifically authorized to do so by the LCO, a tenant agency-approved
form. The GSAM clause, 552.270-31, Prompt Payment, including its invoice requirements, shall apply to orders for alterations. All orders are subject
to the terms and conditions of this Lease and may be placed by the LCO or a warranted contracting officer's representative (COR) in GSA or the
tenant agency when specifically authorized to do so by the Lease Contracting Officer, subject to the threshold limitation below.

B. Orders for alterations issued by an authorized COR are limited to no more than $150,000 (LCOs are not subject to this threshold). This
threshold will change according to future adjustments of the simplified acquisition threshold (see FAR 2.101). The LCO will provide the Lessor with a
list of tenant agency officials authorized to place orders and will specify any limitations on the authority delegated to tenant agency officials. The
tenant agency officials are not authorized to deal with the Lessor on any other matters.

C. Payments for alterations ordered by the tenant agency under the authorization described in sub-paragraph B will be made directly by the
tenant agency placing the order.

2.04 WAIVER OF RESTORATION (APR 2011)

The Lessor shall have no right to require the Government to restore the Premises upon termination of the Lease, and waives all claims against the
Government for waste, damages. or restoration arising from or related to (a) the Government's normal and customary use of the Premises during the
term of the Lease (including any extensions thereof), as well as (b) any initial or subsequent alteration to the Premises regardless of whether such
alterations are performed by the Lessor or by the Government. Al its sole option, the Government may abandon property in the Space following
expiration of the Lease, in which case the property will become the property of the Lessor and the Government will be relieved of any liability in
connection therewith.

2.05 INTENTIONALLY DELETED
2.06 CHANGE OF OWNERSHIP (APR 2015)

A. If during the term of the Lease, title to the Property is transferred, the Lease is assigned, or the Lessor changes its legal name, the Lessor
and its successor shall comply with the requirements of FAR Subpart 42.12. [f title is transferred, the Lessor shall notify the Government within five
days of the transfer of title.

B. The Government and the Lessor may execute a Change of Name Agreement if the Lessor is changing only its legal name, and the
Government's and the Lessor's respective rights and obligations remain unaffected. A sample form is found at FAR 42,1205,

C. If title to the Property is transferred, or the Lease is assigned, the Government, the original Lessor (Transferor), and the new owner or
assignee (Transferee) shall execute a Novation Agreement providing for the transfer of Transferor's rights and obligations under the Lease to the
Transferee. When executed on behalf of the Government, a Novation Agreement will be made part of the Lease via Lease Amendment.

D. In addition to all documents required by FAR 42.1204, the LCO may request additional information (e.g., copy of the deed, bill of sale,
certificate of merger, contract, court decree, articles of incorporation, operation agreement, partnership certificate of good standing, etc.) from the
Transferor or Transferee to verify the parties' representations regarding the transfer, and to determine whether the transfer of the Lease is in the
Government's interest.

E. If the LCO determines that recognizing the Transferee as the Lessor will not be in the Government's interest, the Transferor shall remain
fully liable to the Government for the Transferee's performance of obligations under the Lease, notwithstanding the transfer. Under no condition shall
the Government be obligated to release the Transferor of obligations prior to (a) the rent commencement date; and (b) any amounts due and owing to
the Government under the Lease have been paid in full or completely set off against the rental payments due under the Lease.

E As a condition for being recognized as the Lessor and entitlement to receiving rent, the Transferee must register in the System for Award
Management (SAM) (See FAR 52.232-33), and complete and sign GSA Form 3518-SAM, Addendum to System for Award Management (SAM)
Representations and Certifications (Acquisition of Leasehold Interests in Real Property).

G. If title to the Property is transferred, or the Lease is assigned, rent shall continue to accrue, subject to the Government's rights as provided
for in this Lease. However, the Government's obligation to pay rent to the Transferee shall be suspended until the Government has received all
information reasonably required by the LCO under sub-paragraph D, the Government has determined that recognizing the Transferee as the Lessor is
in the Government's interest (which determination will be prompt and not unreasonably withheld), and the Transferee has met all conditions specified
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in sub-paragraph F. So long as any delays in effecting the recognition of Transferee as Lessor are not the responsibility of the Government, no
interest shall accrue on suspended rent.

2.07 REAL ESTATE TAX ADJUSTMENT (JUN 2012)

A Purpose: This paragraph provides for adjustment in the rent (tax adjustment) to account for increases or decreases in Real Estate Taxes for
the Property after the establishment of the Real Estate Tax Base, as those terms are defined herein. Tax adjustments shall be calculated in
accordance with this paragraph.

B. Definitions: The following definitions apply to the use of the terms within this paragraph:

Property is defined as the land and Buildings in which the Premises are located, including all Appurtenant Areas (e.g., parking areas to which the
Government is granted rights).

Real Estate Taxes are those taxes that are levied upon the owners of real property by a Taxing Authority (as hereinafter defined) of a state or local
Government on an ad valorem basis to raise general revenue for funding the provision of government services. The term excludes, without limitation,
special assessments for specific purposes, assessments for business improvement districts, and/or community development assessments.

Taxing Authority is a state, commonwealth, territory, county, city, parish, or political subdivision thereof, authorized by law to levy, assess, and collect
Real Estate Taxes.

Tax Year refers to the 12-month period adopted by a Taxing Authority as its fiscal year for assessing Real Estate Taxes on an annual basis.

Tax Abatement is an authorized reduction in the Lessor’s liability for Real Estate Taxes below that determined by applying the generally applicable real
estate tax rate to the Fully Assessed (as hereinafter defined) valuation of the Property.

Unadjusted Real Estate Taxes are the full amount of Real Estate Taxes that would be assessed for the Property for one full Tax Year without regard to
the Lessor's entitlement to any Tax Abatements (except if such Tax Abatement came into effect after the date of award of the Lease), and not
including any late charges, interest or penalties. If a Tax Abatement comes into effect after the date of award of the Lease, "unadjusted Real Estate
Taxes" are the full amount of Real Estate Taxes assessed for the Property for one full Tax Year, less the amount of such Tax Abatement, and not
including any late charges, interest, or penalties.

Real Estate Tax Base is the unadjusted Real Estate Taxes for the first full Tax Year following the commencement of the Lease term. If the Real
Estate Taxes for that Tax Year are not based upon a Full Assessment of the Property, then the Real Estate Tax Base shall be the Unadjusted Real
Estate Taxes for the Property for the first full Tax Year for which the Real Estate Taxes are based upon a Full Assessment. Such first full Tax Year
may be hereinafter referred to as the Tax Base Year. Alternatively, the Real Estate Tax Base may be an amount negotiated by the parties that reflects
an agreed upon base for a Fully Assessed value of the Property.

The Property is deemed to be Fully Assessed (and Real Estate Taxes are deemed to be based on a Full Assessment) only when a Taxing Authority
has, for the purpose of determining the Lessor's liability for Real Estate Taxes, determined a value for the Property taking into account the value of all
improvements contemplated for the Property pursuant to the Lease, and issued to the Lessor a tax bill or other notice of levy wherein the Real Estate
Taxes for the full Tax Year are based upon such Full Assessment. At no time prior to the issuance of such a bill or notice shall the Property be
deemed Fully Assessed.

Percentage of Occupancy refers to that portion of the Property exclusively occupied or used by the Government pursuant to the Lease. For Buildings,
the Percentage of Occupancy is determined by calculating the ratio of the RSF occupied by the Government pursuant to the Lease to the total RSF in
the Building or Buildings so occupied, and shall not take into account the Government's ancillary rights including, but not limited to, parking or roof
space for antennas (unless facilities for such ancillary rights are separately assessed). This percentage shall be subject to adjustment to take into
account increases or decreases for Space |leased by the Government or for rentable space on the Property.

C. Adjustment for changes in Real Estate Taxes. After the Property is Fully Assessed, the Government shall pay its share of any increases and
shall receive its share of any decreases in the Real Estate Taxes for the Property, such share of increases or decreases to be referred to herein as
“tax adjustment.” The amount of the tax adjustment shall be determined by muitiplying the Government's Percentage of Occupancy by the difference
between the current year Unadjusted Real Estate Taxes and the Real Estate Tax Base, less the portion of such difference not paid due to a Tax
Abatement (except if a Tax Abatement comes into effect after the date of award of the Lease). If a Tax Abatement comes into effect after the date of
award of the Lease, the amount of the tax adjustment shall be determined by multiplying the Government's Percentage of Occupancy by the difference
between the current year Unadjusted Real Estate Taxes and the Real Estate Tax Base. The Government shall pay the tax adjustment in a single
annual lump sum payment to the Lessor, In the event that this tax adjustment resuits in a credit owed to the Government, the Government may elect
to receive payment in the form of a rental credit or lump sum payment.

If the Property contains more than one separately assessed parcel, then more than one tax adjustment shall be determined based upon the
Percentage of Occupancy, Real Estate Tax Base, and Real Estate Taxes for each respective parcel.

After commencement of the Lease term, the Lessor shall provide to the LCO copies of all real estate tax bills for the Property, all documentation of Tax
Abatements, credits, or refunds, if any, and all notices which may affect the assessed valuation of the Property, for the Tax Year prior to the
commencement of the Lease Term, and all such documentation for every year following. Lessor acknowledges that the LCO shall rely on the
completeness and accuracy of these submissions in order to establish the Real Estate Tax Base and to determine tax adjustments. The LCO may
memorialize the establishment of the Real Estate Tax Base by issuing a unilateral administrative lease amendment indicating the base year, the
amount of the Real Estate Tax Base, and the Government's Percentage of Occupancy.
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The Real Estate Tax Base is subject to adjustment when increases or decreases to Real Estate Taxes in any Tax Year are attributable to (a)
improvements or renovations to the Property not required by this Lease, or (b) changes in net operating income for the Property not derived from this
Lease. If either condition results in a change to the Real Estate Taxes, the LCO may re-establish the Real Estate Tax Base as the Unadjusted Real
Estate Taxes for the Tax Year the Property is reassessed under such condition, less the amount by which the Unadjusted Real Estate Taxes for the
Tax Year prior to reassessment exceeds the prior Real Estate Tax Base.

If this Lease includes any options to renew the term of the Lease, or be otherwise extended, the Real Estate Tax Base for determining tax adjustments
during the renewal term or extension shall be the last Real Estate Tax Base established during the base term of the Lease.

If any Real Estate Taxes for the Property are refroactively reduced by a Taxing Authority during the term of the Lease, the Government shall be
entitled to a proportional share of any tax refunds to which the Lessor is entitled, calculated in accordance with this Paragraph. Lessor acknowiedges
that it has an affirmative duty to disclose to the Government any decreases in the Real Estate Taxes paid for the Property during the term of the
Lease. Lessor shall annually provide to the LCO all relevant tax records for determining whether a tax adjustment is due, irrespective of whether it
seeks an adjustment in any Tax Year.

If the Lease terminates before the end of a Tax Year, or if rent has been suspended, payment for the real estate tax increase due because of this
section for the Tax Year will be prorated based on the number of days that the Lease and the rent were in effect. Any credit due the Government after
the expiration or earlier termination of the Lease shall be made by a lump sum payment to the Government or as a rental credit to any succeeding
Lease, as determined in the LCO's sole discretion. Lessor shall remit any lump sum payment to the Government within 15 calendar days of payment
or credit by the Taxing Authority to Lessor or Lessor's designee. If the credit due to the Government is not paid by the due date, interest shall accrue
on the late payment at the rate established by the Secretary of the Treasury under Section 12 of the Contract Disputes Act of 1978, as amended
(41 USC § 611), that is in effect on the day after the due date. The interest penalty shall accrue daily on the amount of the credit and shall be
compounded in 30-day increments inclusive from the first day after the due date through the payment date. The Government shall have the right to
pursue the outstanding balance of any tax credit using all such collection methods as are available to the United States to collect debts. Such
collection rights shall survive the expiration of this Lease.

In order to obtain a tax adjustment, the Lessor shall furnish the LCO with copies of all paid tax receipts, or other similar evidence of payment
acceptable to the LCO, and a proper invoice (as described in GSA Form 3517, General Clauses, 552.270-31, Prompt Payment) for the requested tax
adjustment, including the calculation thereof. All such documents must be received by the LCO within 80 calendar days after the last date the real
estate tax payment is due from the Lessor to the Taxing Authority without payment of penalty or interest. FAILURE TO SUBMIT THE PROPER
INVOICE AND EVIDENCE OF PAYMENT WITHIN SUCH TIME FRAME SHALL CONSTITUTE A WAIVER OF THE LESSOR'S RIGHT TO RECEIVE
A TAX ADJUSTMENT PURSUANT TO THIS PARAGRAPH FOR THE TAX YEAR AFFECTED.

Tax Appeals. If the Government occupies more than 50 percent of the Building by virtue of this and any other Government Lease(s), the Government
may, upon reasonable notice, direct the Lessor to initiate a tax appeal, or the Government may elect to contest the assessed valuation on its own
behalf or jointly on behalf of Government and the Lessor. If the Government elects to contest the assessed valuation on its own behalf or on behalf of
the Government and the Lessor, the Lessor shall cooperate fully with this effort, including, without limitation, furnishing to the Government information
necessary to contest the assessed valuation in accordance with the filing requirements of the Taxing Authority, executing documents, providing
documentary and testimonial evidence, and verifying the accuracy and completeness of records. If the Lessor initiates an appeal at the direction of
the Government. the Government shall have the right to approve the selection of counsel who shall represent the Lessor with regard to such appeal,
which approval shall not be unreasonably withheld, conditioned or delayed, and the Lessor shall be entitled to a credit in the amount of its reasonable
expenses in pursuing the appeal.

2.08 ADJUSTMENT FOR VACANT PREMISES (SEP 2013)

A If the Government fails to occupy any portion of the leased Premises or vacates the Premises in whole or in part prior to expiration of the
term of the Lease, the rental rate and the base for operating cost adjustments will be reduced.

B. If no rate reduction has been established in this Lease, the rate will be reduced by that portion of the costs per ABOA SF of operating
expenses not required to maintain the Space. Said reduction shall occur after the Government gives 30 calendar days' prior notice to the Lessor and
shall continue in effect until the Government occupies the vacan! Premises or the Lease expires or is lerminated.

2.08 OPERATING COSTS ADJUSTMENT (JUN 2012)

A, Beginning with the second year of the Lease and each year thereafter, the Government shall pay annual incremental adjusted rent for
changes in costs for cleaning services, supplies, materials, maintenance, trash removal, landscaping, water, sewer charges, heating, electricity, and
certain administrative expenses attributable to occupancy.

B. The amount of adjustment will be determined by multiplying the base rate by the annual percent of change in the Cost of Living Index. The
percent change will be computed by comparing the index figure published for the month prior to the Lease Term Commencement Date with the index
figure published for the month prior which begins each successive 12-month period. For example, a Lease which commences in June of 2005 would
use the index published for May of 2005, and that figure would be compared with the index published for May of 2006, May of 2007, and so on, to
determine the percent change. The Cost of Living Index will be measured by the Department of Labor revised Consumer Price Index for Urban Wage
Earmners and Clerical Workers (CPI-W), U.S. city average, all items, (1982 to 1984 = 100) published by the Bureau of Labor Statistics. Payment will be
made with the monthly installment of fixed rent. Rental adjustments will be effeclive on the anniversary date of the Lease; however, payment of the
adjusted rental rate will become due on the first workday of the second month following the publication of the Cost of Living Index for the month prior to
the commencement of each 12-month period.

C. In the event of any decreases in the Cost of Living Index occurring during the term of the occupancy under the Lease, the rental amount will
be reduced accordingly. The amount of such reductions will be determined in the same manner as increases in rent provided under this paragraph.
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D. If the Government exercises an option to extend the Lease term at the same rate as that of the original term, the option price will be based
on the adjustment during the original term. Annual adjustments will continue.

210 ADDITIONAL POST-AWARD FINANCIAL AND TECHNICAL DELIVERABLES (JUN 2012)

A. If the Lessor is a HUBZone small business concern (SBC) that did not waive the price evaluation preference, the Lessor shall provide a
certification within 10 days after Lease award to the LCO (or representative designated by the LCO) that the Lessor was an eligible HUBZone SBC on
the date of award. If it is determined within 20 days after award that a HUBZone SBC Offeror that has been awarded the Lease was not an eligible
HUBZone SBC at the time of award, and the HUBZone SBC Lessor failed to provide the LCO with information regarding a change to its HUBZone
eligibility prior to award, then the Lease shall be subject, at the LCO's discretion, to termination, and the Government will be relieved of all obligations
to the Lessor in such an event and not be liable to the Lessor for any costs, claims or damages of any nature whatsoever.

B. Within 10 calendar days after Lease award, the Lessor shall provide to the LCO (or representative designated by the LCO) evidence of:
1. A firm commitment of funds in an amount sufficient to perform the work.

2. The names of at least two proposed construction contractors, as well as evidence of the contractors' experience, competency, and
performance capabilities with construction similar in scope to that which is required herein.

3. The license or certification to practice in the state where the Building is located from the individual(s} and/or firm(s) providing
architectural and engineering design services.
C. The Government shall have the right to withhold approval of design intent drawings (DIDs) until the conditions specified in sub-paragraphs A
and B have been satisfied.
D. Within ten (10) calendar days after the LCO issues the Notice To Proceed (NTP) for Tl construction, the Lessor shall provide to the LCO
evidence of:
1: Award of a construction contract for Tls with a firm completion date. This date must be in accordance with the construction

schedule for Tls as described in the "Schedule for Completion of Space” paragraph of this Lease.
2 Issuance of required permits for construction of the Tls.

21 INTENTIONALLY DELETED
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SECTION 3 CONSTRUCTION STANDARDS AND SHELL COMPONENTS

3.01 INTENTIONALLY DELETED
3.02 WORK PERFORMANCE (JUN 2012)

All work in performance of this Lease shall be done by skilled workers or mechanics and shall be acceptable to the LCO. The LCO may reject the
Lessor's workers 1) if such are unlicensed, unskilled, or otherwise incompetent, or 2) if such have demonstrated a history of either untimely or
otherwise unacceptable performance in connection with work carried out in conjunction with either this contract or other govemment or private
contracts.

3.03 RECYCLED CONTENT PRODUCTS (COMPREHENSIVE PROCUREMENT GUIDELINES) (SEP 2013)

A. The Lessor shall comply to the extent feasible with the Resource Conservation and Recovery Act (RCRA), Section 6002, 1976. The Lessor
shall use recycled content products as indicated in this Lease and as designated by the U.S. Environmental Protection Agency (EPA) in the
Comprehensive Procurement Guidelines (CPG), 40 CFR Part 247, and its accompanying Recovered Materials Advisory Notice (RMAN). The CPG
lists the designated recycled content products. EPA also provides recommended levels of recycled content for these products. The list of designated

products, EPA's recommendations, and lists of manufacturers and suppliers of the products can be found at http://www epa.gov/cpg.
B. The Lessor, if unable to comply with both the CPG and RMAN lists, shall submit a Request for Waiver for each material to the LCO with the TI

pricing submittal. The request for waiver shall be based on the following criteria:

1. The cost of the recommended product is unreasonable.
2. Inadequate competition exists.

3. Items are not available within a reasonable period.

4. Items do not meet Lease performance standards.

3.04 ENVIRONMENTALLY PREFERABLE BUILDING PRODUCTS AND MATERIALS (SEP 2013)

A The Lessor shall use environmentally preferable products and materials. The Lessor is encouraged to consider the lifecycle analysis of the
product in addition to the initial cost.

B. Refer to EPA's environmentally preferable purchasing Web site, www.epa.gov/epp and USDA Bio-Preferred products Web site
www.biopreferred.qov. In general, environmentally preferable products and materials do one or more of the following:

1. Contain recycled material, are bio-based, are rapidly renewable (10-year or shorter growth cycle), or have other positive
environmental attributes.

2. Minimize the consumption of resources, energy, and water.

3. Prevent the creation of solid waste, air pollution, or water pollution.

4. Promote the use of nontoxic substances and avoid toxic materials or processes.

C. The Lessor is encouraged to use products that are extracted and manufactured regionally.
3.05 EXISTING FIT-OUT, SALVAGED, OR REUSED BUILDING MATERIAL (JUN 2012)

A. Items and materials existing in the Premises, or to be removed from the Premises during the demolition phase, are eligible for reuse in the
construction phase of the project. The reuse of items and materials is preferable to recycling them; however, items considered for reuse shall be in re-
furbished condition and shall meet the quality standards set forth by the Government in this Lease. In the absence of definitive quality standards, the
Lessor is responsible to confirm that the quality of the item(s) in question shall meet or exceed accepted industry or trade standards for first quality
commercial grade applications.

B. The Lessor shall submit a reuse plan to the LCO. The Government will not pay for existing fixtures and other Tis accepted in place. However,
the Govemment will reimburse the Lessor, as part of the TIA, the costs to repair or improve such fixtures or improvements identified on the reuse plan
and approved by the LCO.

3.06 CONSTRUCTION WASTE MANAGEMENT (SEP 2015)

A. Recycling construction waste is mandatory for initial space alterations for Tls and subsequent alterations under the Lease.

B. Recycling construction waste means providing all services necessary to furnish construction materials or wastes to organizations which will
employ these materials or wastes in the production of new materials. Recycling includes required labor and equipment necessary to separate
individual materials from the assemblies of which they form a part.

C. SUBMITTAL REQUIREMENT: Prior to construction commencement, a proposed plan following industry standards to recycle construction

waste. The construction waste management plan shall quantify material diversion goals and maximize the materials to be recycled and/or salvaged
(at least 50 percent) from construction, demolition, and packaging debris. Where the small quantity of material, the extraordinarily complex nature of

{;
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the waste disposal method, or prohibitive expense for recycling would represent a genuine hardship, the Government, upon written request of the
Lessor and approval of the LCO, may permit alternative means of disposal.

D. The Lessor shall recycle the following items during both the demolition and construction phases of the project, subject to economic evaluation
and feasibility:

Ceiling grid and tile

Light fixtures, including proper disposal of any transformers, ballasts, and fluorescent light bulbs
Duct work and HVAC equipment

Wiring and electrical equipment

Aluminum and/or steel doors and frames

Hardware

Drywall

Steel studs

Carpet, carpet backing. and carpet padding

10. Wood

11. Insulation

12. Cardboard packaging

13. Pallets

14. Windows and glazing materials

15. All miscellaneous metals (as in steel support frames for filing equipment)
16. All other finish and construction materials.

oENOahGN=

E If any waste materials encountered during the demolition or construction phase are found to contain lead, asbestos, polychlorinated biphenyls
(PCBs) (such as fluorescent lamp ballasts), or other harmful substances, they shall be handled and removed in accordance with Federal and state
laws and requirements concerning hazardous waste.

F. In addition to providing "one time" removal and recycling of large scale demolition items such as carpeting or drywall, the Lessor shall provide
continuous facilities for the recycling of incidental construction waste during the initial construction,

G. Construction materials recycling records shall be maintained by the Lessor and shall be accessible to the LCO. Records shall include
materials recycled or land-filled, quantity, date, and identification of hazardous wastes.

3.07 WOOD PRODUCTS (SEP 2013)

A. For all new installations of wood products, the Lessor is encouraged to use independently certified forest products. For information on
certification and certified wood products, refer to the Forest Certification Resource Center (www.certifiedwood.org), the Forest Stewardship Council
United States (www.fscus org), or the Sustainable Forestry Initiative (www.sfiprograms.org).

B. New installations of wood products used under this contract shall not contain wood from endangered wood species, as listed by the
Convention on International Trade in Endangered Species. The list of species can be found at

WWW.CITES.ORG/ENG/RESOURCES/SPECIES.HTML.

C. Particle board, strawboard, and plywood materials shall comply with Department of Housing and Urban Development (HUD) standards for
formaldehyde emission controls. Plywood materials shall not emit formaldehyde in excess of 0.2 parts per million (ppm), and particleboard materials
shall not emit formaldehyde in excess of 0.3 ppm.

D. All materials comprised of combustible substances, such as wood plywood and wood boards, shall be treated with fire retardant chemicals by
a pressure impregnation process or other methods that treats the materials throughout as opposed to surface treatment.

3.08 ADHESIVES AND SEALANTS (AUG 2008)

All adhesives employed on this project (including, but not limited to, adhesives for carpet, carpet tile, plastic laminate, wall coverings, adhesives for
wood, or sealants) shall be those with the lowest possible volatile organic compounds (VOC) content below 20 grams per liter and which meet the
requirements of the manufacturer of the products adhered or involved. The Lessor shall use adhesives and sealants with no formaldehyde or heavy
metals. Adhesives and other materials used for the installation of carpets shall be limited to those having a flash point of 140 degrees F or higher.

3.09 INTENTIONALLY DELETED
3.10 RESPONSIBILITY OF THE LESSOR AND LESSOR'S ARCHITECT/ENGINEER (JUN 2012)

A The Lessor shall be responsible for the professional quality, technical accuracy, and the coordination of all designs, drawings. specifications,
and other services furnished by the Lessor under this contract. The Lessor shall, without additional compensation, correct or revise any errors or
deficiencies in its designs, drawings, specifications, or other services.

B. THE LESSOR REMAINS SOLELY RESPONSIBLE FOR DESIGNING, CONSTRUCTING, OPERATING, AND MAINTAINING THE LEASED
PREMISES IN FULL ACCORDANCE WITH THE REQUIREMENTS OF THE LEASE. The Government retains the right to review and approve many
aspects of the Lessor's design, including without limitation, review of the Lessor's design and construction drawings, shop drawings, product data,
finish samples, and completed base building and Tl construction. Such review and approval is intended to identify potential design flaws, to minimize
costly misdirection of effort, and to assist the Lessor in its effort to monitor whether such design and construction comply with applicable laws and
salisfy all Lease requirements.
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C. Neither the Government's review, approval or acceptance of, nor payment through rent of the services required under this contract, shall be
construed to operate as a waiver of any rights under this contract or of any cause of action arising out of the performance of this contract, and the
Lessor shall be and remain liable to the Government in accordance with applicable law for all damages to the Government caused by the Lessor's
negligent performance of any of the services required under this Lease.

D. Design and construction and performance information is contained throughout several of the documents which comprise this Lease. The
Lessor shall provide to space planners, architects, engineers, construction contractors, etc., all information required whether it is found in this Lease,
special requirements and attachments, price lists, or design intent drawings. Reliance upon one of these documents to the exclusion of any other may
result in an incomplete understanding of the scope of the work to be performed and/or services to be provided.

N QUALITY AND APPEARANCE OF BUILDING (WAREHOUSE) (MAY 2014)

The Building in which the leased Space is located shall be designed, built, and maintained in good condition, suitable for Lessee’s use at all times, and
in accordance with the requirements of this Lease.

312 VESTIBULES (APR 2011)

A Vestibules shall be provided at public entrances and exits wherever weather conditions and heat loss are important factors for consideration.
In the event of negative air pressure conditions, provisions shall be made for equalizing air pressure.

B. The Lessor shall provide permanent entryway systems (such as grilles or grates) to control dirt and particulates from entering the Building at
all primary exterior entryways.

313  MEANS OF EGRESS (WAREHOUSE) (MAY 2015)

A Prior to occupancy, the Premises and any parking garage areas shall meet or will be upgraded to meel, either the applicable egress
requirements in the National Fire Protection Association, Life Safety Code (NFPA 101), or the International Code Council, International Building Code
(IBC), each current as of the Lease Award Date, or use an alternative approach or method that achieves an equivalent level of safety deemed
acceptable by the Government.

B. The Space shall have unrestricted access to a minimum of two remote exits on each floor of Government occupancy.
C. Doors shall not be locked in the direction of egress unless equipped with special locking hardware in accordance with requirements of NFPA
101 or the IBC.

3.14 AUTOMATIC FIRE SPRINKLER SYSTEM (WAREHOUSE) (MAY 2014)

A, Any portion of the space located below-grade, including parking garage areas, and all areas in a building referred to as "hazardous areas”
(defined in National Fire Protection Association (NFPA) 101) that are located within the entire Building (including non-Government areas) shall be
protected by an automatic fire sprinkler system.

B. The entire warehouse building shall be protected throughout by an automatic fire sprinkler system(s) when the offered space exceeds 10,000
rentable square feet in area.

C. Automatic fire sprinkler system(s) shall be installed in accordance with the requirements of NFPA 13, Standard for the Installation of Sprinkler
Systems that was in effect on the actual date of installation.

D. Automatic fire sprinkler system(s) shall be maintained in accordance with the requirements of NFPA 25, Standard for the Inspection, Testing,
and Maintenance of Water-based Fire Protection Systems (current as of the Lease Award Date).

3.15 FIRE ALARM SYSTEM (WAREHOUSE) (MAY 2014)
A A Building-wide fire alarm system shall be installed when the offered Space exceeds 40,000 square feet of RSF.

B. The fire alarm system shall be installed in accordance with the requirements of NFPA 72, National Fire Alarm and Signaling Code that was in
effect on the actual date of installation.

C. Fire alarm systems shall be maintained in accordance with the requirements of NFPA 72, National Fire Alarm and Signaling Code (current as of
the Lease Award Date),

D. The fire alarm system shall transmit all fire alarm signals to the local fire department via any of the following means: directly to the local fire
department, to the (911) public communications center, to a central station, to a remote supervising station, or to a proprietary supervising station.

E. If the Building's fire alarm control unit is over 25 years old as of the date of award of this Lease, Lessor shall install a new fire alarm system in
accordance with the requirements of NFPA 72, National Fire Alarm and Signaling Code (current as of the Lease Award Date), prior to Government
acceptance and occupancy of the Space.
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3.16 ENERGY INDEPENDENCE AND SECURITY ACT (MAR 2016)
A. Energy-related Requirements:

1. The Energy Independence and Security Act (EISA) establishes the following requirements for Government Leases in Buildings that have
not earned the ENERGY STAR® Label conferred by the Environmental Protection Agency (EPA) within one year prior to the due date for final
proposal revisions (“most recent year").

2. Ifthis Lease was awarded under any of EISA's Section 435 statutory exceptions, the Lessor shall either:

a.  Earn the ENERGY STAR® Label prior to acceptance of the Space (or not later than one year after the Lease Award Date of a
succeeding or superseding Lease); or

b. () Complete energy efficiency and conservation improvements if any, agreed to by Lessor in lieu of eamning the ENERGY
STAR® Label prior to acceptance of the Space (or not later than one year after the Lease Award Date of a succeeding or superseding Lease); and
(i)  Obtain and publicly disclose the Building's current ENERGY STAR® score (using EPA's Portfolio Manager tool), unless the
Lessor cannot access whole building utility consumption data, or there is no building category within Portfolio Manager to benchmark against, including
spaces—
. That are located in States with privacy laws that provide that utilities shall not provide such aggregated
information to multitenant building owners; and
1. For which tenants do not provide energy consumption information to the commercial building owner in
response o a request from the building owner. (A Federal agency that is a tenant of the space shall provide
to the building owner, or authorize the owner to obtain from the utility, the energy consumption information of
the space for the benchmarking and disclosure required by this subparagraph D).
1. That cannot be benchmarked (scored) using EPA’s Portfolio Manager tool because of excessive vacancy; in
which case Lessor agrees to obtain the score and publicly disclose it within 120 days of the eligibility to obtain
a score using the EPA Portfolio Manager tool.

Note: “public disclosure” means posting the Energy Star® score on state or local websites in those areas that have applicable
disclosure mandates, and reporting the score to the Government via Portfolio Manager. In the absence of an applicable state or local
disclosure mandate, Lessor shall either generate and display the Energy Star® score in a public space at the building location or post
the score on Lessor’'s or Lessor's Parent/Affiliate website.

3. |If this Lease was awarded to a Building to be built or to a Building predominantly vacant as of the due date for final proposal revisions and
was unable to earn the ENERGY STAR® label for the most recent year (as defined above) due to insufficient occupancy, but was able to demonstrate
sufficient evidence of capability to earn the ENERGY STAR® label, then Lessor must eam the ENERGY STAR® label within 18 months after
occupancy by the Government.

4. The Lessoris encouraged to purchase at least 50 percent of the Government tenant's electricity from renewable sources.

B. Hydrology-related Requirements:

1. Per EISA Section 438, the sponsor of any development or redevelopment project involving a Federal facility with a footprint that exceeds
5,000 square feet shall use site planning, design, consiruction, and maintenance strategies for the property to maintain or restore, to the maximum
extent technically feasible, the predevelopment hydrology of the Property with regard to the temperature, rate, volume, and duration of flow. If the
Lessor proposes to satisfy the Government's space requirements through a development or redevelopment project, and the Government will be the
sole or predominant tenant such that any other use of the Property will be functionally or quantitatively incidental to the Government's use, the Lessor
is required to implement hydrology maintenance and restoration requirements as required by EISA Section 438,

a.  Forthe purposes of applying EISA Section 438 in this lease, "sponsor” shall mean “Lessor”, and “exceeds 5,000 square feet"” shall
mean construction that disturbs 5,000 square feet or more of land area at the Property or on adjoining property to accommodate the
Government’s requirements, or at the Property for whatever reason. Information regarding implementation of the hydrology
maintenance and restoration requirements can be found at: http://www.epa.gov/greeningepaltechnical-guidance-implementing-
stormwater-runoff-requirements-federal-projects

b. Lessor is required to implement these hydrology maintenance and resforation requirements to the maximum extent technically
feasible, prior to acceptance of the Space, (or not later than one year after the Lease Award Date or Lease Term Commencement Date, whichever is
later, of a succeeding or superseding Lease). Additionally, this Lease requires EISA Section 438 storm water compliance not later than one year from
the date of any applicable disturbance (as defined in EISA Section 438) of more than 5,000 square feet of ground area if such disturbance occurs
during the term of the Lease if the Government is the sole or predominant tenant. In the event the Lessor is required to comply with EISA Section 438,
Lessor shall furnish the Government, prior to the filing for permits for the associated work, with a certification from Lessor’s engineer that the design
meets the hydrology maintenance and restoration requirements of EISA Section 438.

317 INTENTIONALLY DELETED
3.18 INTENTIONALLY DELETED
3.19 INTENTIONALLY DELETED
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3.20 DEMOLITION (JUN 2012)

The Lessor shall remove existing abandoned electric, telephone, and data cabling and devices, as well as any other improvements or fixtures in place
to accommodate the Government's requirements. Any demolition of existing improvements that is necessary to satisfy the Government's layout shall
be done at the Lessor’s expense.

321 ACCESSIBILITY (FEB 2007)

The Building, leased Space, and areas serving the leased Space shall be accessible to persons with disabilities in accordance with the Architectural
Barriers Act Accessibility Standard (ABAAS), Appendices C and D to 36 CFR Part 1191 (ABA Chapters 1 and 2, and Chapters 3 through 10). To the
extent the standard referenced in the preceding sentence conflicts with local accessibility requirements, the more stringent shall apply.

3.22 INTENTIONALLY DELETED
3.23 EXTERIOR AND COMMON AREA DOORS AND HARDWARE (WAREHOUSE) (MAY 2014)

A. Exterior Building doors and doors necessary to the lobbies, common areas, and core areas shall be required. This does not include suite entry
or interior doors specific to Tls.

B. Exterior doors shall be weather tight and shall open outward. Hinges, pivots, and pins shall be installed in a manner which prevents removal
when the door is closed and locked. These doors shall have a minimum clear opening of 32" clear wide x 80" high (per leaf). Doors shall be heavy
duty, flush, (1) hollow steel construction, (2) solid core wood, or (3) insulated tempered glass. As a minimum requirement, hollow steel doors shall be
fully insulated, flush, #16-gauge hollow steel. Solid-core wood doors and hollow steel doors shall be at least 1-3/4 inches thick. Door assemblies shall
be of durable finish and shall have an aesthetically pleasing appearance acceptable to the LCO. The opening dimensions and operations shall
conform to the governing building, fire safety, accessibility for the disabled, and energy codes and/or requirements. Fire door assemblies shall be listed
and labeled. Labels on fire door assemblies shall be maintained in a legible condition. Fire door assemblies and their accompanying hardware,
including frames and closing devices shall be installed in accordance with the requirements of NFPA 80, Standard for Fire Doors and Other Opening
Protectives. Doors shall not be locked in the direction of egress unless equipped with special locking hardware in accordance with requirements of
NFPA 101 or the International Building Code (IBC) as of the Award Date of this Lease.

C. Exterior doors and all common area doors shall have door handles or door pulls with heavyweight hinges. All doors shall have corresponding
doorstops (wall or floor mounted) and silencers. All public use doors and restroom doors shall be equipped with kick plates. All doors shall have
automatic door closers. All Building exterior doors shall have locking devices installed to reasonably deter unauthorized entry. The Lessor is
encouraged to avoid the use of chrome-plated hardware.

D. There shall be unrestrictive access to a minimum of two remote exits on each floor of the Government's occupancy.

E. Loading docks shall have a roll-up coiling type door with lock or insulated sectional overhead doors and seals with lock.

3.24 DOORS: IDENTIFICATION (APR 2011)

All signage required in common areas unrelated to tenant identification shall be provided and installed by the Lessor.

3.25 WINDOWS (APR 2011)

A Office Space shall have windows in each exterior bay unless waived by the LCO.

B. All windows shall be weather tight. Operable windows that open shall be equipped with locks. Off-street, ground-level windows and those
accessible from fire escapes, adjacent roofs, and other structures that can be opened must be fitted with a sturdy locking device. Windows accessible
from fire escapes must be readily operable from the inside of the Building.

3.26 PARTITIONS: GENERAL (APR 2015)

Partitions in public areas shall be marble, granite, hardwood, or drywall covered with durable wall covering or high performance coating, or equivalent
pre-approved by the LCO. Newly installed gypsum board material must be Greenguard Gold Certified or have 0 grams per liter of VOCs.

3.27 PARTITIONS: PERMANENT (APR 2015)

Permanent partitions shall extend from the structural floor slab to the structural ceiling slab. They shall be provided by the Lessor as part of shell rent
as necessary to surround the Space, stairs, corridors, elevator shafts, restrooms, all columns, and janitor closets. They shall have a flame spread
rating of 25 or less and a smoke development rating of 450 or less (ASTM E-B4). Stairs, elevators, and other floor openings shall be enclosed by
partitions and shall have the fire resistance required by the applicable building code, fire code and ordinances adopled by the jurisdiction in which the
Building is located (such as the International Building Code, etc.) current as of the Lease Award Date. Newly installed gypsum board material must be
Greenguard Gold Certified or have 0 grams per liter of VOCs.

3.28 INSULATION: THERMAL, ACOUSTIC, AND HVAC (SEP 2013)

A All insulation products shall contain recovered materials as required by EPA’s CPG and related recycled content recommendations.

B. No insulation installed with this project shall be material manufactured using chlorofluorocarbons (CFCs), nor shall CFCs be used in the
installation of the product.

/ /
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C. All insulation containing fibrous materials exposed to air flow shall be rated for that exposure or shall be encapsulated.

D. Insulating properties for all materials shall meet or exceed applicable industry standards. Polystyrene products shall meet American Society
for Testing and Materials (ASTM) C578 91,

=% All insulation shall be low emitting with not greater than .05 ppm formaldehyde emissions.

E: The maximum flame spread and smoke developed index for insulation shall meet the requirements of the applicable local codes and

ordinances (current as of the Lease Award Date) adopted by the jurisdiction in which the Building is located.
3.29 WALL FINISHES = SHELL (SEP 2015)

A All restrooms within the Building common areas of Government-occupied floors shall have 1) ceramic tile, recycled glass tile, or comparable
wainscot from the finished floor to @ minimum height of 46" and 2) semigloss paint on remaining wall areas, or other finish approved by the
Government.

B. All elevator areas that access the Space and hallways accessing the Space shall be covered with wall coverings not less than 20 ounces per
square yard, high performance paint, or an equivalent.

3.30 PAINTING - SHELL (JUN 2012)

A, The Lessor shall bear the expense for all painting associated with the Building shell. These areas shall include all common areas. Exterior
perimeter walls and interior core walls within the Space shall be spackled and prime painted with low VOC primer. If any Building shell areas are
already painted prior to Tls, then the Lessor shall repaint, at the Lessor’s expense, as necessary during Tlis.

B. The costs for cyclical painting requirements as outlined in Section 6 shall be included in the shell rent.
33 FLOORS AND FLOOR LOAD - SHELL (WAREHOUSE) (APR 2015)

A All adjoining floor areas shall be of a common level, and meet ASTM Standard E1155, with a minimum levelness of Ff35 and FL25. Warehouse
areas shall have a minimum live load capacity of 100 pounds per square foot. The Government may require Lessor to provide written certification of
the floor load capacity, at no cost to the Government, by a registered Professional Engineer. The Government may also require calculations and
structural drawings at no cost to the Government, by a registered Professional Engineer.

B. Warehouse floor surfacing shall have the appropriate surface performance for the operations being performed as outlined in the following table
and as verified with in situ testing. The appropriate surface performance shall be maintained throughout the life of the lease term. Periodic in situ
testing shall be performed at a frequency appropriate for the expected useful life of the floor attribute required to be maintained:

DUTY APPLICATION PERFORMANCE
d. Class3 light abrasion— Light-duty Dust free finish
rubber tire and foot
traffic

b. Floor Hardeners, or coatings shall be utilized to achieve the wear performance for the appropriate duty class required in the above table.
Coatings, such as polyurethanes membranes are only acceptable for class 3. Should hardeners be required then nano-lithium silicates or
other environmentally friendly practices must be employed.

c. In situ abrasion resistance required of class 2 or 3 shall be determined in accordance with BS EN 13892-4: 2002.

C. INTENTIONALLY DELETED

3.32 FLOOR COVERING AND PERIMETERS - SHELL (WAREHOUSE) (SEP 2013)

A, Exposed interior floors in primary entrances and lobbies shall be marble, granite, or terrazzo. Exposed interior floors in secondary entrances,
elevator lobbies, and primary interior corridors shall be high-grade carpet, marble, granite, or terrazzo. Resilient flooring shall be used in
telecommunications rooms. Floor perimeters at partitions shall have wood, rubber, vinyl, marble, or carpet base.

B. Terrazzo, unglazed ceramic lile, recycled glass tile, and/or quarry tile shall be used in all restroom and service areas of Government-occupied
floors.

C.  Any alternate flooring must be pre-approved by the LCO

D. INTENTIONALLY DELETED

3.33 MECHANICAL, ELECTRICAL, PLUMBING: GENERAL (APR 2011)

The Lessor shall provide and operate all Building equipment and systems in accordance with applicable technical publications, manuals, and standard

procedures. Mains, lines, and meters for utilities shall be provided by the Lessor. Exposed ducts, piping, and conduits are not permitted in office
Space.
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3.34 BUILDING SYSTEMS (APR 2011)

Whenever requested, the Lessor shall furnish lo GSA as part of shell rent, a report by a registered professional engineer(s) showing that the Building
and its systems as designed and constructed will satisfy the requirements of this Lease.

3.35  ELECTRICAL - SHELL (WAREHOUSE) (MAY 2014)

A The Lessor shall be responsible for meeting the applicable requirements of local codes and ordinances. When codes conflict, the more
stringent standard shall apply. The electrical panel supplying electrical service to the warehouse Space shall be located in an enclosed room. The
enclosed room should only contain electrical infrastructure and not used for any other purpose. The enclosure must be located within the warehouse
Space to be leased and not serve other non-leased facilities. The enclosure shall have door(s) fitted with an automatic deadlocking latch bolt with a
minimum throw of 1/2 inch. The electrical distribution panels enclosed in the electrical room shall include both 277/480 volt 3-phase and 120/208 volt
3 phase. A minimum of 150 amps at 240/120 volts per 4,000 rentable square feet of leased Space inclusive of lighting circuits (but assuming no air
conditioning mechanical load) shall be provided to circuit breaker panel boxes in the Space. All switchgear, fuses, and circuit breakers shall be plainly
marked or labeled to identify circuits and/or equipment supplied through them. All office Space shall have 120/208 V, 3-phase, 4-wire with bond,
60 heriz electric service available. In no event shall such power distribution (not including lighting and HVAC) for the office Space fall below 4 watts
per ABOA SF of Office area. Lessor must provide one watt per ABOA SF for electrical power distribution for warehouse areas.

B. Main power distribution switchboards and distribution and lighting panel boards shall be circuit breaker type with copper buses that are properly
rated to provide the calculated fault circuits. All power distribution panel boards shall be supplied with separate equipment ground buses. All power
distribution equipment shall be required to handle the actual specified and projected loads and 10 percent spare load capacity. Distribution panels are
required to accommodate circuit breakers for the actual calculated needs and 10 percent spare circuits that will be equivalent to the majority of other
circuit breakers in the panel system. Fuses and circuit breakers shall be plainly marked or labeled to identify circuits or equipment supplied through
them.

C. Convenience outlets shall be installed in accordance with NFPA Standard 70, National Electrical Code, or local code, whichever is more
stringent. The Lessor shall provide duplex utility outlets in restrooms, corridors, and dispensing areas.

3.36 ADDITIONAL ELECTRICAL CONTROLS (JUN 2012)

If the Government pays separately for electricity, no more than 500 SF of office Space may be controlled by one switch or automatic light control for all
office Space on the Government meter, whether through a building automation system, time clock, occupant sensor, or other comparable system
acceptable to the LCO.

3.37 PLUMBING (JUN 2012)

The Lessor shall include the cost of plumbing in common areas. Hot and cold water risers and domestic waste and vent risers, installed and ready for
connections that are required for Tls, shall be included in the shell rent.

3.38 DRINKING FOUNTAINS (WAREHOUSE) (MAY 2014)

Lessor shall provide at least one chilled water fountain for the Premises. If more than one fountain is required by local building codes based on general
warehouse use of the premises, they also shall be provided by Lessor as part of the shell rental. The fountains shall comply with Section F211 of the
Architectural Barriers Act Accessibility Standard.

3.39 RESTROOMS (WAREHOUSE) (MAY 2014)

A. For Warehouse Area, Lessor shall provide at its cost, restroom facilities which are handicap accessible, with an adequate number of fixtures
for men and women to meet current local codes based on general warehousing use.

B. For Office Area within the Warehouse Building, if this Lease is satisfied by new construction or major alterations, Lessor shall provide water
closets, sinks and urinals on the ground floor that is partially or fully occupied by the government per the following schedule. The schedule is per floor
and based on a density of one person for each 135 ABOA SF, allocated as 50% women and 50% men. If major alterations to the restrooms occur
during the term of this Lease, the number of fixtures then must meet the schedule as part of the major alterations.

ESTIMATED TOTAL | (WOMEN'S) (WOMEN'S) (MEN'S) (MEN'S) (MEN'S)
NUMBER OF WATER SINKS WATER URINALS SINKS
PEOPLE PER CLOSETS CLOSETS

FLOOR

1 to | 8 2 1 1 1 1

9 to | 24 3 2 2 1 1

25 to | 36 3 2 2 1 2

37 to | 56 5 3 3 2 2

57 to | 75 6 4 4 2 2

76 to | 96 6 5 4 2 3

97 to | 119 7 5 5 2 3

120 | to | 134 9 5 G 3 4

Above 135 3/40 124 1/20 1/40 1/30
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C. If no new construction or major renovation of a restroom is occurring, compliance with local code is sufficient. Separate restroom facilities for
men and women shall be provided in accordance with local code or ordinances, on each floor occupied by the Government in the Building. The
facilities shall be located so that employees will not be required to travel more than 200 feet on one floor to reach the restrooms. Each restroom shall
have sufficient walter closets enclosed with modern stall partitions and doors, urinals (in men's room), and hot (set in accordance with applicable
building codes) and cold water. Water closets and urinals shall not be visible when the exterior door is open.

D. Each main restroom shall contain the following:

A mirror and shelf above the lavatory.

A toilet paper dispenser in each water closet stall that will hold at least two rolls and allow easy, unrestricted dispensing.

A coat hook on the inside face of the door to each water closet stall and on several wall locations by the lavatories.

At least one modern paper towel dispenser, soap dispenser, and waste receptacle for every two lavatories.

A coin-operated sanitary napkin dispenser in women's restrooms with a waste receptacle in each water closet stall.

A disposable toilet seat cover dispenser.

A counter area of at least 2 feet, 0 inches in length, exclusive of the lavatories (however, it may be attached to the lavatories) with a
mirror above and a ground-fault interrupter-type convenience outlet located adjacent to the counter area. The counter should be
installed to minimize pooling or spilling of water at the front edge.

A floor drain.

For new installations and major renovations, restroom partitions shall be made from recovered materials as listed in EPA's CPG.

0. Restrooms shall be properly exhausted, with a minimum of 10 air changes per hour. The exhaust fan systems shall be provided with a
24/7 seven day clock to allow programming.

NOohWp
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3.40 PLUMBING FIXTURES: WATER CONSERVATION (DEC 2011)

For new installations and whenever plumbing fixtures are being replaced (replacement per floor is required prior to Lease commencement in all
instances of nonconformance where the Government occupies the full floor):

A Water closets must conform to EPA WaterSense or fixtures with equivalent flush volumes must be utilized.
B. Urinals must conform to EPA WaterSense or fixtures with equivalent flush volumes must be utilized. Waterless urinals are acceptable.
C. Faucets must conform to EPA WaterSense or fixtures with equivalent flow rates must be utilized.

Information on EPA WaterSense fixtures can be found at hitp://mww.epa.goviwatersense/.
3.4 JANITOR CLOSETS (WAREHOUSE) (JUNE 2012)

A. Janitor closets with service sink, hot and cold water, and ample storage for cleaning equipment, materials, and supplies shall be provided on all
floors. Each janitor closet door shall be fitted with an automatic deadlocking latch bolt with a minimum throw of 1/2 inch.

B. When not addressed by local code, Lessor shall provide containment drains plumbed for appropriate disposal of liquid wastes in spaces where
water and chemical concentrate mixing occurs for maintenance purposes. Disposal is not permitted in restrooms.

3.42 HEATING, VENTILATION, AND AIR CONDITIONING—SHELL (WAREHOUSE) (MAY 2014)

A, Warehouse areas: Temperature control for all warehouse areas shall be provided by ceiling mounted heating equipment capable of
maintaining temperatures conforming to local commercial equivalent temperature levels and operating practices, the same as office space, in order to
maximize tenant satisfaction (with all doors closed) throughout the warehouse area during the heating season regardless of the outside
temperature. Unit heaters shall be controlled by individual thermostats mounted in the area of the unit heaters, or controlled from a central master
time clock of the 7-day type with a separate manual overdrive switch (12 hours) or other automatic means to permit setback of temperature at night
and on weekends. Thermostats shall be secured from manual operation by key or locked cage. A key shall be provided to the Government's
designated representative. Central air rotation units will be acceptable if loading dock areas are equipped with unit heaters for direct heating over
doors. In the warehouse area, unit heaters shall be mounted tight to the ceiling for maximum headroom. Temperature control for all warehouse areas
shall be provided by cooling equipment capable of maintaining a maximum temperature of 70 degrees Fahrenheit (with all doors closed) throughout
the warehouse area during the cooling season regardless of the outside temperature. Lessor shall provide ventilation/air circulation in accordance
with the latest version of ASHRAE 62.1.

B. Office Areas: Central HVAC systems shall be installed and operational, including, as appropriate, main and branch lines, VAV boxes, dampers,
flex ducts, and diffusers, for an open office layout, including all Building common areas. The Lessor shall provide conditioned air through medium
pressure duct work at a rate of .75 cubic feet per minute per ABOA SF and systems shall be designed with sufficient systems capacity to meet all
requirements in this Lease.

C.  Areas having excessive heat gain or heat loss, or affected by solar radiation at different times of the day, shall be independently controlled.
D. Equipment Performance. Temperature control for office Spaces shall be provided by concealed central heating and air conditioning equipment.

The equipment shall maintain Space temperature control over a range of internal load fluctuations of plus 0.5 W/SF to minus 1.5 W/SF from initial
design requirements of the tenant.
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E. Ductwork Re-use and Cleaning. Any ductwork to be reused and/or to remain in place shall be cleaned, tested, and demonstrated to be clean in
accordance with the standards set forth by NADCA. The cleaning, testing, and demonstration shall occur immediately prior to Government occupancy
to avoid contamination from construction dust and other airborne particulates.

F. During working hours in periods of heating and cooling, ventilation shall be provided in accordance with the latest edition of American Society of
Heating, Refrigeration and Air-Conditioning Engineers (ASHRAE) Standard 62.1, Ventilation for Acceptable Indoor Air Quality.

G. Air filtration shall be provided and maintained with filters having a minimum efficiency rating as determined by the latest edition of ASHRAE
Standard 52.2, Method of Testing General Ventilation Air Cleaning Devices for Removal Efficiency by Particle Size. Pre-filters shall have a Minimum
Efficiency Reporting Value (MERV) efficiency of 8. Final filters shall have a MERYV efficiency of 13.

H. Restrooms shall be properly exhausted, with a minimum of 10 air changes per hour.
I Where the Lessor proposes that the Government shall pay utilities, the following shall apply:
1. An automatic air or water economizer cycle shall be provided to all air handling equipment, and

2. The Building shall have a fully functional building automation system capable of control, regulation, and monitoring of all environmental
conditioning equipment. The building automation system shall be fully supported by a service and maintenance contract.

J. Warehouse and Office areas: HVAC systems must conform to the locally approved building code.
3.43 HEATING, VENTILATION, AND AIR CONDITIONING—OFFICE SPACE AREA--TI (SEP 2013)

A. Office Areas: Central HVAC systems shall be installed and operational, including, as appropriate, main and branch lines, VAV boxes,
dampers, flex ducts, and diffusers, for an open office layout, including all Building common areas. The Lessor shall provide conditioned air through
medium pressure duct work at a rate of .75 cubic feet per minute per ABOA SF and systems shall be designed with sufficient systems capacity to
meet all requirements in this Lease.

B. Office Areas: Areas having excessive heat gain or heat loss, or affected by solar radiation at different times of the day, shall be independently
controlled.

C. Office Areas: Equipment Performance. Temperature control for office Spaces shall be provided by concealed central heating and air
conditioning equipment. The equipment shall maintain Space temperature control over a range of internal load fluctuations of plus 0.5 W/SF to minus
1.5 W/SF from initial design requirements of the tenant.

D. Office Areas; Ductwork Re-us Cleaning. Any ductwork to be reused and/or to remain in place shall be cleaned, tested, and
demonstrated to be clean in accordance with the standards set forth by NADCA. The cleaning, testing, and demonstration shall occur immediately
prior to Government occupancy to avoid contamination from construction dust and other airborne particulates.

E. Office Areas: During working hours in periods of heating and cooling, ventilation shall be provided in accordance with the latest edition of
American Society of Heating, Refrigeration and Air-Conditioning Engineers (ASHRAE) Standard 62.1, Ventilation for Acceptable Indoor Air Quality.

r, Office Areas: Air filtration shall be provided and maintained with filters having a minimum efficiency rating as determined by the latest edition
of ASHRAE Standard 52.2, Method of Testing General Ventilation Air Cleaning Devices for Removal Efficiency by Particle Size. Pre-filters shall have
a Minimum Efficiency Reporting Value (MERV) efficiency of 8. Final filters shall have a MERV efficiency of 13,

G. Office Areas: Restrooms shall be properly exhausted, with a minimum of 10 air changes per hour.
H. Office Space Area: Where the Lessor proposes that the Government shall pay utilities, the following shall apply:
1. An automatic air or waler economizer cycle shall be provided to all air handling equipment, and

2. The Building shall have a fully functional building automation system capable of control, regulation, and monitoring of all environmental
conditioning equipment. The building automation system shall be fully supported by a service and maintenance contract.

3.44 TELECOMMUNICATIONS: DISTRIBUTION AND EQUIPMENT (SEP 2015)

Sufficient space shall be provided on the floor(s) where the Government occupies Space for the purposes of terminating
telecommunications service into the Building. The Building's telecommunications closets located on all floors shall be vertically-stacked.
Telecommunications switch rooms, wire closets, and related spaces shall be enclosed. The enclosure shall not be used for storage or other purposes
and shall have door(s) fitted with an automatic door-closer and deadlocking latch bolt with a minimum throw of 1/2 inch. The telephone closets shall
include a telephone backboard.

B. Telecommunications switch rooms, wire closets, and related spaces shall meet applicable Telecommunications Industry Association (TIA) and
Electronic Industries Alliance (EIA) standards. These standards include the following:

TIA/EIA-568, Commercial Building Telecommunications Cabling Standard,

TIAJEIA 569, Commercial Building Standard for Telecommunications Pathways and Spaces,

TIAJEIA-570, Residential and Light Commercial Telecommunications Wiring Standard, and

TIAJEIA-607, Commercial Building Grounding and Bonding Requirements for Telecommunications Standard.

BwN =
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C. Telecommunications switch rooms, wire closets, and related spaces shall meet applicable NFPA standards. Bonding and grounding shall be
in accordance with NFPA Standard 70, National Electrical Code, and other applicable NFPA standards and/or local code requirements.

3.45 TELECOMMUNICATIONS: LOCAL EXCHANGE ACCESS (JUN 2012)

A The Government may elect to contract its own telecommunications (voice, data, video, Intermet or other emerging technologies) service in the
Space. The Government may contract with one or more parties to have INS wiring (or other transmission medium) and telecommunications
equipment installed.

B. The Lessor shall allow the Government's designated telecommunications providers access to utilize existing Building wiring to connect its
services to the Government's Space. |If the existing Building wiring is insufficient to handle the transmission requirements of the Government's
designated telecommunications providers, the Lessor shall provide access from the point of entry into the Building to the Government's floor Space,
subject to any inherent limitations in the pathway involved.

C. The Lessor shall allow the Government's designated telecommunications providers to affix telecommunications antennas (high frequency,
mobile, microwave, satellite, or other emerging technologies), subject to weight and wind load conditions, to roof, parapet, or Building envelope as
required. Access from the antennas to the Premises shall be provided.

D. The Lessor shall allow the Government's designated telecommunications providers to affix antennas and transmission devices throughout the
Space and in appropriate common areas frequented by the Government's employees to allow the use of cellular telephones and communications
devices necessary to conduct business.

3.46 LIGHTING: INTERIOR AND PARKING-- SHELL (SEP 2013) AND (WAREHOUSE) (MAY 2014)

A INTERIOR FIXTURES: Warehouse Areas: Lessor shall provide a minimum lighting level of 50 foot-candles, as measured 30 inches above
the floor in the areas in the warehouse. Office Areas: NOTE: FOR PRICING ESTIMATING PURPOSES. FIXTURES WILL BE INSTALLED AT THE
AVERAGE RATIO OF 1 FIXTURE PER 80 ABOA SF. High efficiency T-8, T-5, or LED light fixtures (and associated ballasts or drivers) shall be
installed as either ceiling grid or pendant mounted for an open-office plan. Ceiling grid fixtures shall be either 2' wide by 4' long or 2' wide by 2' long.
Lessor shall provide, as part of Shell Rent, a minimum overall lighting fixture efficiency of 85 percent. Lamps shall maintain a uniform color level
throughout the lease term. Lessor shall provide, as part of Shell Rent, 10 average foot-candles in all non-office areas within the Premises with a
uniformity ratio of 4:1. Emergency egress lighting levels shall be provided as part of Shell Rent in accordance with the local applicable building codes
(but not less than 1 foot-candle) by either an onsite emergency generator or fixture mounted battery packs.

LIGHTING LEVELS: Office Areas: Fixtures shall have a minimum of two tubes and shall provide 50 foot-candles at desktop level (30" above finished
floor) with a maximum uniformity ratio of 1.5:1. Lessor shall provide, as part of Shell Rent, 10 average foot-candles in all other Building areas within
the Premises with a uniformity ratio of 4:1. Emergency egress lighting levels shall be provided in accordance with the local applicable building codes
(but not less than 1 foot-candie) by either an onsite emergency generator or fixture mounted battery packs.

C. POWER DENSITY:

Existing Buildings: The maximum fixture power density shall not exceed 1.4 watts per ABOA SF.
New Construction: The maximum fixture power density shall not exceed 1.1 watts per ABOA SF.

D. DAYLIGHTING CONTROLS: If the Lease is more than 10,000 ABOA SF, the Lessor shall provide daylight dimming controls in atriums or
within 15 feet of windows and skylights where daylight can contribute to energy savings. Daylight harvesting sensing and controls shall be either
integral to the fixtures or ceiling mounted and shall maintain required lighting levels in work spaces.

E INTENTIONALLY DELETED
F. BUILDING PERIMETER:

1. Exterior parking areas, vehicle driveways, pedestrian walks, and the Building perimeter lighting levels shall be designed per llluminating
Engineering Society (IES) standards. Provide 5 foot-candles for doorway areas, 3 fool-candles for transition areas and at least 5 foot-candles
throughout the parking lot. Parking lot fixtures shall provide a maximum to minimum uniformity ratio of 10:1.

2. If the leased space is 100 percent occupied by Government tenants, all exterior parking lot fixtures shall be “Dark Sky" compliant with no
property line trespass.

G. PARKING STRUCTURES: The minimum illuminance level for parking structures is 5 foot-candles as measured on the floor with a uniformity
ratio of 10:1.

H. PARKING SENSORS: If the leased space is 100 percent occupied by Government tenants, exterior parking area and parking structure lighting
shall be sensor or BAS controlled in order that it may be programmed to produce reduced lighting levels during non use. This non-use time period will
normally be from 11:00 pm to 6:00 am.

. EXTERIOR POWER BACKUP: Exterior egress, walkway, parking lot, and parking structure lighting must have emergency power backup to
provide for safe evacuation of the Building.
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3.47 ACOUSTICAL REQUIREMENTS (JUN 2012)

A, Reverberation Control. Private office and conference rooms using suspended acoustical ceilings shall have a noise reduction coefficient
(NRC) of not less than 0.65 in accordance with ASTM C-423. Open office using suspended acoustical ceilings shall have an NRC of not less than
0.75. Private offices, conference rooms, and open offices using acoustical cloud or acoustical wall panels with a minimum of 70% coverage shall have
an NRC of not less than 0.85,

B. Ambient Noise Control. Ambient noise from mechanical equipment shall not exceed noise criteria curve (NC) 35 in accordance with the
ASHRAE Handbook of Fundamentals in offices and conference rooms; NC 40 in corridors, cafeterias, lobbies, and restrooms; NC 50 in other spaces.

C. Noise Isolation. Rooms separated from adjacent spaces by ceiling high partitions (not including doors) shall not be less than the following
noise isolation class (NIC) standards when tested in accordance with ASTM E-336:

Conference rooms: NIC 40
Offices: NIC 35

D. Testing. The LCO may require, at Lessor's expense, test reports by a qualified acoustical consultant showing that acoustical requirements
have been met.

3.48 INTENTIONALLY DELETED

3.49 INTENTIONALLY DELETED

3.50 INTENTIONALLY DELETED

3.51 INTENTIONALLY DELETED

3.52 INTENTIONALLY DELETED

3.53 INDOOR AIR QUALITY DURING CONSTRUCTION (SEP 2013)

A, The Lessor shall provide to the Government material safety data sheets (MSDS) or other appropriate documents upon request, but prior to
installation or use for the following products, including but not limited to, adhesives, caulking, sealants, insulating materials, fireproofing or fire stopping
materials, paints, carpets, floor and wall patching or leveling materials, lubricants, clear finishes for wood surfaces, janitorial cleaning products, and

pest control products.

B. The LCO may eliminate from consideration products with significant quantities of toxic, flammable, corrosive, or carcinogenic material and
products with potential for harmful chemical emissions. Materials used often or in large quantities will receive the greatest amount of review.

C. All MSDS shall comply with Occupational Safety and Health Administration (OSHA) requirements. The Lessor and its agents shall comply
with all recommended measures in the MSDS to protect the health and safety of personnel.

D. To the greatest extent possible, the Lessor shall sequence the installation of finish materials so that materials that are high emitters of
volatile organic compounds (VOCs) are installed and allowed to cure before installing interior finish materials, especially soft materials that are woven,
fibrous, or porous in nature, that may adsorb contaminants and release them over time.

E. Where demolition or construction work occurs adjacent to occupied Space, the Lessor shall erect appropriate barriers (noise, dust, odor,
etc.) and take necessary steps to minimize interference with the occupants. This includes maintaining acceptable temperature, humidity, and
ventilation in the occupied areas during window removal, window replacement, or similar types of work.

F. HVAC during Construction; If air handlers are used during construction, the Lessor shall provide filtration media with a MERV of 8 at each
return air grill, as determined by the latest edition of ASHRAE Standard 52.2, Method of Testing General Ventilation Air Cleaning Devices for Removal
Efficiency by Particle Size. The permanent HVAC system may be used to move both supply and return air during the construction process only if the
following conditions are met:

1. A complete air filtration system with 60 percent efficiency filters is installed and properly maintained;

2. No permanent diffusers are used;

3 No plenum type return air system is employed;

4. The HVAC duct system is adequalely sealed to prevent the spread of airborne particulate and other contaminants; and

5. Following the Building “flush out," all duct systems are vacuumed with portable high-efficiency particulate arrestance (HEPA)
vacuums and documented clean in accordance with National Air Duct Cleaners Association (NADCA) specifications.
G. Flush-Out Procedure:

1. A final flush-out period of 72 hours minimum is required after installation of all interior finishes and before occupancy of the Space.

The Lessor shall ventilate 24 hours a day, with new filtration media at 100% outdoor air (or maximum outdoor air while achieving a relative humidity
not greater than 60%).

2. After the 3-day period the Space may be occupied; however, the flush-out must continue for 30 days using the maximum
percentage of outdoor air consistent with achieving thermal comfort and humidity control.
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3. Any deviation from this ventilation plan must be approved by the LCO.

4, The Lessor is required to provide regularly occupied areas of the Space with new air filtration media before occupancy that
provides a MERV of 13 or better,

5. During construction, meet or exceed the recommended design approaches of the Sheet Metal and Air Conditioning National
Contractors Association (SMACNA) |AQ Guideline for Occupied Buildings Under Construction, 1995, Chapter 3.

6. Protect stored onsite and installed absorptive materials from moisture damage.
3.54 SYSTEMS COMMISSIONING (APR 2011)

The Lessor shall incorporate commissioning requirements to verify that the installation and performance of energy consuming systems meet lhe
Govemment's project requirements. The commissioning shall cover only work associated with Tls or alterations or at a minimum: heating, ventilating,
air conditioning and refrigeration (HVAC&R) systems and associated controls, lighting controls, and domestic hot water systems.

355  INTENTIONALLY DELETED
356  INTENTIONALLY DELETED
357  LOADING DOCKS—SHELL (WAREHOUSE) (MAY 2014)

A. Lessor shall provide a minimum of 5 each loading docks on the opposite sides of the building for the exclusive use of the Government.
The dock configuration shall be traditional.

B. Lessor shall equip each dock with two molded rubber bumpers (at least 6 inches by 12 inches by 14 inches) and heavy-duty bump blocks (the
dock must be fully protected with edge guards and dock bumpers). Lessor shall equip each dock with exterior dock seals to prevent the exchange of
air from indoors to outdoors and vice versa when the trailer docked for loading or unloading. The entire loading dock bay shall be enclosed unless
otherwise specified by Lessee. Lessor shall provide a means to reduce the infiltration of outside debris into the building at the entrances and exits at
loading docks and service entrances.

C. Dock-high doors shall be a minimum of 8 wide by 10’ high and shall be approximately 48" above finished exterior grade unless otherwise
specified in the Agency Special Requirements. Doors shall be insulated (R8 or better) with 2" angled, metal track and manual push-up. Manual
openers on dock doors are acceptable. Door shall be spring loaded to assist opening and to safe return to the closed position. Weather-tight seals
shall be provided around all 4 sides of the doors.

D. Drive-in doors shall be a minimum of 12" wide by 14" high unless otherwise specified in the Agency Special Requirements. The slope of the
ramp shall not exceed 8.3% or by local code, whichever is more stringent. Doors shall be insulated (R8 or better) with 2" angled, metal track with chain
hoist for opening and closing. Weather-tight seals shall be provided around all 4 sides of the doors.

E. Lessor shall equip each dock with hydraulic dock levelers or mechanical dock levelers with chain assist.If exterior to the building, the
entire loading dock bay shall be enclosed unless otherwise specified by Lessee. Lessor shall provide a means to reduce the infiltration of outside
debris into the building at the entrances and exils at loading docks and service entrances.

E Lessor shall provide sufficient ventilation to remove carbon monoxide even when doors and windows are shut. Ventilation air intakes must be
at least 25 feet away from loading docks, garage entries, and similar carbon monoxide contamination points. Docks shall be separated by at least 50
feet in any direction from utility rcoms, utility mains, and service entrances, including electrical, telephone/data, fire detection/alarm systems, fire
suppression water mains, cooling and heating mains, etc. All regular and emergency fuel storage locations shall be located away from loading docks.

G. All dock wells shall be level throughout. Each dock shall have a roll-up, coiling type industrial steel warehouse & dock door or insulated
sectional overhead doors and seals with lock. The loading dock area shall be nearly flat with a 1:50 slope for drainage. The minimum headroom in
the loading berth and apron space is 4,600 mm (15 feet). When a steeper slope is required in the apron area, the headroom must increase with a
gradient allowance to permit trucks to traverse the grade change. If the approach to the loading dock is ramped, the design must permit easy snow
removal.

H. Lessor shall equip each loading dock with adjustable lights capable of illuminating the truck or van interior. Each dock shall have either a
trailer lock or wheel chocks chained to the platforms. Where specified by Government on Exhibit A (Floor Plans), the Lessor shall provide a ramp from
the loading dock down to the vehicle parking area to facilitate deliveries from small trucks and vans. This ramp must have a maximum 8.3% slope.
Public and loading dock access must not be from the same point of access (at least one personnel door shall be provided in addition to overhead
doors).

. All docks shall provide shelter to people and materials in inclement weather. Operating controls for individual dock doors, dock levelers and
lights shall be located on the interior wall adjacent to each dock door.

J. Service dock access may be from an alley, from a below grade ramp, or from a site circulation drive. Lessor shall provide sufficient space for
an 18 wheeler semi-trailer to maneuver and service the facility, and also to screen the service drive as much as possible. At a minimum, Lessor shall
provide a truck turning radius of 130’ sized for 18 wheeler semi-trailer for all loading docks. The service drive must always be separated from access
to the parking area. One-way design for service traffic is preferred in order to avoid the need for large turning areas. The service area of the facility
must not interfere with public access roadways.
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K. Lessor shall provide at least one off-street berth for loading and unloading. Loading berths must be located adjacent to the loading dock
areas. Unless otherwise specified by local zoning regulations, a single berth must be a minimum of 4,600 mm (15 feet) wide and sized for the longest
vehicle servicing the building as determined by Lessee. Additional loading berths do not need to be wider than 3,600 mm (12 feet) if they are
contiguous with another loading berth. Lessor shall provide an apron space in front of the loading berth for vehicle maneuvering equal to the length of
the berth plus 600 mm (2 feet). The apron must be relatively flat and have positive drainage with a minimum slope of 2%. The minimum headroom in
the loading berth and apron space is 4,600 mm (15 feet). If programming forces a steeper slope in the apron area, the headroom should increase with
a gradient allowance to allow trucks to traverse the grade change.

. Loading dock areas must be separated and visually screened (wherever practical) from the main public building entrance(s). Lessor shall
provide an internal staging area adjacent to the loading dock. The staging area must not interfere with emergency egress from the building. Loading
docks must have a direct route to freight elevators (if any) and be sized to accommodate the transport of supplies, equipment replacement parts, and
building goods. If provided for, a dock manager's room must have visual control of the entire dock area as well as the building entrance and exit.
Service circulation must be separated from public areas such as lobbies, corridors, and elevators. Loading dock stairs must be on the driver's left
when backing into the dock. The grade of the apron must slope away from the loading dock and shall not exceed an 8.3% slope.

M. Trash rooms must be located adjacent to loading docks or service entrances. Trash rooms must be sized to accommodate the trash handling
equipment required and provide storage for trash and recycling generated during a three day occupancy of the building. Space must be allowed for
sorting and recycling of paper, bottles and cans, metals, and other materials. Facilities that use trash containers that are picked up by vendors must
have at least one loading berth for the trash container.

3.58 EMERGENCY POWER TO CRITICAL SYSTEMS (WAREHOUSE) (MAY 2014)

Emergency power backup is required for all alarm systems, CCTV monitoring devices, fire alarm systems, entry control devices, lighting, etc., and
special equipment, as identified elsewhere within this Lease. Costs for emergency power to critical systems that are security requirements should be
allocated to the BSAC cost component.

3.59 MECHANICAL AREAS AND BUILDING ROOFS (WAREHOUSE) (MAY 2014)

Roof access shall meet the applicable egress requirements in the National Fire Protection Association (NFPA) 101, Life Safety Code or IBC (current
as of the Award Date of this Lease).
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SECTION4  DESIGN, CONSTRUCTION, AND POST AWARD ACTIVITIES

4.01 SCHEDULE FOR COMPLETION OF SPACE (SEP 2015)

Design and construction activities for the Space shall commence upon Lease award. The Lessor shall schedule the following activities to achieve
timely completion of the work required by this Lease:

A. Design Intent Drawing (DID) Workshop: In conjunction with the Government, the Lessor shall commit as part of shell costs to a 2 day DID
workshop tentatively scheduled to begin within § Working Days after award at the office of the Lessor’s architect or an alternate location agreed to by
the Government. The architect will provide full design services so that the DIDs can be completed during this conference.

B. DIDs. For the purposes of this Lease, DIDs are defined as fully dimensioned drawings of the leased Space which reflect all Lease
requirements provided by the Government sufficient for the preparation of construction documents (CDs), including, but not limited to:

Generic furniture layout, wall, door, and built-in millwork locations;
Telephone, electrical, and data outlet types and locations;
Information necessary for calculation of electrical and HVAC loads;
Work related to security requirements; and

All finish selections.

QLN

At the DID workshop, the Lessor shall provide a minimum of three (3) finish options to include coordinated samples of finishes for all interior elements
such as paint, wall coverings, base coving, carpet, window treatments, laminates, and flooring. All samples provided must comply with specifications
set forth elsewhere in this Lease. The finish options shall be approved by the Government at the DID workshop. The Lessor may not make any
substitutions after the finish option is selected.

C. The Government's review and approval of the DIDs is limited to conformance to the specific requirements of the Lease and the client agency
build-out requirements as they apply to the Space. The Government will provide formal approval of DIDs in writing 8 Working Days from the
conclusion of the DID workshop.

D. The Lessor's preparation and submission of construction documents (CDs): The Lessor as part of the TI must complete CDs conforming to
the approved DIDs not later than 10 Working Days following the approval of DIDs. The pricing for this work is included under the A/E fees established
under Section 1 of the Lease. If during the preparation of CDs the Lessor becomes aware that any material requirement indicated in the approved
DIDs cannot be reasonably achieved, the Lessor shall promptly notify GSA, and shall not proceed with completion of CDs until direction is received
from the LCO. The LCO shall provide direction within 10 Working Days of such notice, but the Government shall not be responsible for delays to
completion of CDs occasioned by such circumstances. For the purpose of this paragraph, a "material requirement" shall mean any requirement
necessary for the Government's intended use of the Space as provided for in, or reasonably inferable from, the Lease and the approved DIDs (e.g.,
number of workstations and required adjacencies).

E: Government review of CDs: CDs shall be prepared for the Government'’s review at 80% and 100% completion. The Government shall have
5 Working Days to review 80% CDs completion, and 5 Working Days for 100% completion before Lessor proceeds to prepare a Tl price proposal for
the work described in the CDs. At any time during this period of review, the Government shall have the right to require the Lessor to modify the CDs to
enforce conformance to Lease requirements and the approved DIDs.

F. The Lessor's preparation and submission of the Tl price proposal: The Lessor shall prepare and submit a complete Tl price proposal in
accordance with this Lease within 15 Working Days following the end of the Government CD review period.

G. INTENTIONALLY DELETED

H. Negotiation of T| and BSAC price proposals and issuance of nofice to proceed (NTP): The Government shall issue NTP within 12 Working

Days following the submission of the Tl and BSAC price proposals, unless these have been priced as turnkey, provided that price proposals conform
to the requirements of the Lease and the parties negotiate a fair and reasonable price.

. Constructi Tls and completi f other ui nstruction work: The Lessor shall complete all work required to prepare the
Premises as required in this Lease ready for use: 1) not later than 30 Working days following issuance of NTP for the Warehouse space, and 2) not
later than 65 Working days following issuance of NTP for Office space.

4,02 CONSTRUCTION DOCUMENTS (SEP 2012)
The Lessor's CDs shall include all mechanical, electrical, plumbing, fire protection, life safety, lighting, structural, security, and architectural
improvements scheduled for inclusion into the Space. CDs shall be annotated with all applicable specifications. CDs shall also clearly identify Tls

already in place and the work to be done by the Lessor or others. Notwithstanding the Government's review of the CDs, the Lessor is solely
responsible and liable for their technical accuracy and compliance with all applicable Lease requirements.
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4.03 TENANT IMPROVEMENTS PRICE PROPOSAL (SEP 2015)

A The Lessor's Tl price proposal shall be supported by sufficient cost or pricing data to enable the Government to evaluate the
reasonableness of the proposal, or documentation that the Proposal is based upon competitive proposals (as described in the “Tenant Improvements
Pricing Requirements” paragraph) obtained from entities not affiliated with the Lessor. Any work shown on the CDs that is required to be included in
the Building shell rent or already priced as BSAC shall be clearly identified and excluded from the Tl price proposal. After negotiation and acceptance
of the Tl price, GSA shall issue a NTP to the Lessor.

B. Under the provisions of FAR Subpart 15.4, the Lessor shall submit a Tl price proposal with information that is adequate for the Government
to evaluate the reasonableness of the price or determining cost realism for the Tis within the time frame specified in this section. The Tl price proposal
shall use the fee rates specified in the "Tenant Improvement Fee Schedule” paragraph of this Lease. The Lessor shall exclude from the TI price
proposal all costs for fixtures and/or other Tls already in place, provided the Government has accepted same. However, the Lessor will be reimbursed
for costs to repair or improve the fixture(s) and/or any other improvements already in place. The Lessor must provide certified cost or pricing data for
Tl proposals exceeding the threshold in FAR 15.403-4, to establish a fair and reasonable price. For Tl proposals that do not exceed the threshold in
FAR 15-403-4, the Lessor shall submit adequate documentation to support the reasonableness of the price proposal as determined by the LCO.

C. The Tis scope of work includes the Lease, the DIDs, the CDs, and written specifications. In cases of discrepancies, the Lessor shall
immediately notify the LCO for resolution. All differences will be resolved by the LCO in accordance with the terms and conditions of the Lease.

D, In lieu of requiring the submission of detailed cost or pricing data as described above, the Government (in accordance with FAR 15.403) is
willing to negotiate a price based upon the results of a competitive proposal process. A minimum of two qualified General Contractors (GCs) shall be
invited by the Lessor to participate in the competitive proposal process. Each participant shall compete independently in the process. In the absence
of sufficient competition from the GCs, a minimum of two qualified subconiractors from each trade of the Tenant Improvement Cost Summary (TICS)
Table (described below) shall be invited lo participate in the competitive proposal process.

E. Each Tl proposal shall be (1) submitted by the proposed General Contractors (or subcontractors) using the TICS Table in CSI Masterformat;
(2) reviewed by the Lessor prior to submission to the Government to ensure compliance with the scope of work (specified above) and the proper
allocation of shell and TI costs; and (3) reviewed by the Government. General Contractors shall submit the supporting bids from the major
subcontractors along with additional backup to the TICS Table in a format acceptable to the Government. Backup will follow the TICS table Master
format cost elements and be to level 5 as described in P-120, Project Estimating Requirements for the Public Buildings Service.

F. Unless specifically designated in this Lease as a Tl or BSAC cost, all construction costs shall be deemed to be included in the Shell Rent.
Any costs in the GC's proposal for Building shell items shall be clearly identified on the TICS Table separately from the Tl costs.

G. The Government reserves the right to determine if bids meet the scope of work, that the price is reasonable, and that the Lessor's proposed
contractors are qualified to perform the work. The Government reserves the right to reject all bids at its sole discretion. The Government reserves the
right to attend or be represented at all negotiation sessions between the Lessor and potential contractors.

H. The Lessor shall demonstrate to the Government that best efforts have been made to obtain the most competitive prices possible, and the
Lessor shall accept responsibility for all prices through direct contracts with all contractors. The LCO shall issue to the Lessor a NTP with the Tls upon
the Government's sole determination that the Lessor's proposal is acceptable. The Lessor shall complete the work within the time frame specified in
this section of the Lease.

4.04 INTENTIONALLY DELETED

4.05 GREEN LEASE SUBMITTALS (SEP 2015)

The Lessor shall submit to the LCO:

A Product data sheets for floor coverings, paints and wall coverings, ceiling materials, all adhesives, wood products, suite and interior doors,
subdividing partitions, wall base, door hardware finishes, window coverings, millwork substrate and millwork finishes, lighting and lighting

controls, and insulation to be used within the leased Space. This information must be submitted NO LATER THAN the submission of the
DIDs, if applicable.

B. MSDS or other appropriate documents upon request for products listed in the Lease.

C. Re-use plan required in accordance with the “Existing Fit-out, Salvaged, or Re-used Building Material” paragraph in the Lease.

D. Any waiver needed when not using materials from the CPG and RMAN lists of acceptable products in accordance with the “Recycled
Content Products” paragraph in the Lease.

E. Radon test results as may be required by the "Radon in Air" and “Radon in Water” paragraphs in the Lease.

F. Construction waste management plan: Prior to construction commencement, a proposed plan following industry standards to recycle

construction waste. The construction waste management plan shall quantify material diversion goals and maximize the materials to be
recycled and/or salvaged (at least 50 percent) from construction, demolition, and packaging debris. Where the small quantity of material,
the extraordinarily complex nature of the waste disposal method, or prohibitive expense for recycling would represent a genuine hardship,
the Government, upon written request of the Lessor and approval of the LCO, may permit alternative means of disposal.

G. Building recycling service plan: A Building recycling service plan with floor plans annotating recycling area(s) as part of DIDs, if applicable,
to be reflected on the CD submission.

.'r . ¢
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H. A signed statement from the Lessor for the leased Space explaining how all HVAC systems serving the leased Space will achieve the
desired ventilation of the Space during the flush-out period called for in the Lease,

I A written commissioning plan submitted to the LCO prior to the completion of DIDs, if applicable, that includes:

1. A schedule of systems commissioning (revised as needed during all construction phases of the project, with such revisions provided to
the LCO immediately); and

2. Adescription of how commissioning requirements will be met and confirmed.
d. INTENTIONALLY DELETED
K. If renewable source power is purchased, documentation within 9 months of occupancy.
4.06 CONSTRUCTION SCHEDULE AND INITIAL CONSTRUCTION MEETING (APR 2011)

The Lessor shall furnish a detailed construction schedule (such as Critical Path Method) to the Government within 8 Working Days of issuance of the
NTP. Such schedule shall also indicate the dates available for Government contractors to install telephone/data lines or equipment, if needed. Within
8 Working Days of NTP, the Lessor shall initiate a construction meeting. The Lessor will have contractor representatives including its architects,
engineers, general contractor and sub-contractor representatives in attendance. The Lessor shall keep meeting minutes of discussion topics and
attendance.

407  PROGRESS REPORTS (JUN 2012)

After start of construction, the Lessor shall submit to the LCO written progress reports at intervals of 10 Working Days. Each report shall include
information as to the percentage of the work completed by phase and trade; a statement as to expected completion and occupancy dates; changes
introduced into the work; and general remarks on such items as material shortages, strikes, weather, etc, that may affect timely completion. In
addition, at the Government's discretion, the Lessor shall conduct meetings every two weeks to brief Government personnel and/or contractors
regarding the progress of design and construction of the Space. The Lessor shall be responsible for taking and distributing minutes of these meetings.

4.08 CONSTRUCTION INSPECTIONS (SEP 2015)

A. The LCO or the LCO’s designated technical representative may periodically inspect construction work to review compliance with Lease
requirements and approved DIDs, if applicable.

B. Periodic reviews, witnessing of tests, and inspections by the Government shall not constitute approval of the Lessor's apparent progress
toward meeting the Government's objectives but are intended to discover any information which the LCO may be able to call to the Lessor's attention
to prevent costly misdirection of effort. The Lessor shall remain responsible for designing, constructing, operating, and maintaining the Building in full
accordance with the requirements of the Lease.

4.09 ACCESS BY THE GOVERNMENT PRIOR TO ACCEPTANCE (SEP 2013)

The Government shall have the right to access any space within the Building during construction for the purposes of performing inspections or
installing Government furnished equipment. The Govemment shall coordinate the activity of Government contractors with the Lessor to minimize
conflicts with and disruption to other contractors on site. Access shall not be unreasonably denied to authorized Government officials including, but
not limited to, Government contractors, subcontractors, or consultants acting on behalf of the Government on this project.

4.10 ACCEPTANCE OF SPACE AND CERTIFICATE OF OCCUPANCY (SEP 2015)

A Ten (10) Working Days prior to the completion of the Space, the Lessor shall issue written notice to the Government to schedule the
inspection of the Space for acceptance. The Government shall accept the Space only if the construction of Building shell and Tls conforming to this
Lease and the approved DIDs, if applicable, is substantially complete, a Certificate of Occupancy (C of O) has been issued as set forth below, and the
Building improvements necessary for acceptance as described in the paragraph “Building Improvements” are completed.

B. The Space shall be considered substantially complete only if the Space may be used for its intended purpose, and completion of remaining
work will not interfere unreasonably with the Government's enjoyment of the Space. Acceptance shall be final and binding upon the Government with
respect to conformance of the completed Tls to the approved DIDs, with the exception of items identified on a punch list generated as a result of the
inspection, concealed conditions, latent defects, or fraud, but shall not relieve the Lessor of any other Lease requirements,

C. The Lessor shall provide a valid C of O, issued by the local jurisdiction. for the intended use of the Government. If the local jurisdiction does
not issue C of O's or if the C of O is not available, the Lessor may satisfy this condition by providing a report prepared by a licensed fire protection
engineer that indicates the Space and Building are compliant with all applicable local codes and ordinances and all fire protection and life safety-
related requirements of this Lease.

D. Preferred occupancy dates are: 05-01-2017 for warehouse Space, and 08-31-2017, and not prior to 08-01-2017, for office Space. The

Government will work with the Lessor to execute a more aggressive schedule than outlined in this Lease if needed to achieve preferred occupancy
dates.

w/
LEASE NO. GS-05P-LIN00290, PAGE 25 LESSOR: MEOVERNMENT: YR GSA FORM L100 (03/16)



4.11 LEASE TERM COMMENCEMENT DATE AND RENT RECONCILIATION (JUN 2012)

At acceptance, the Space shall be measured in accordance with the standards set forth in this Lease to determine the total ABOA SF in the Space.
The rent for the Space will be adjusted based upon the measured ABOA square footage as outlined under the Payment clause of the General
Clauses. At acceptance, the Lease term shall commence. The Lease Term Commencement Date, final measurement of the Premises, reconciliation
of the annual rent, and amount of Commission Credit, if any, shall be memorialized by Lease Amendment.

4.12 AS-BUILT DRAWINGS (JUN 2012)

Not later than 30 days after the acceptance of the Space, the Lessor, at Lessor's expense, shall fumnish to the Government a complete set of
Computer Aided Design (CAD) files of as-built floor plans showing the Space under Lease, as well as corridors, stairways, and core areas. The plans
shall have been generated by a CAD program which is compatible with the latest release of AutoCAD. The required file extension is “DWG." Clean
and purged files shall be submitted on CD-ROM. They shall be labeled with Building name, address, list of drawing(s), date of the drawing(s), and
Lessor's architect and architect's phone number. The Lessor's operator shall demonstrate the submission on GSA equipment, if requested by the
LCO.

4.13 LIQUIDATED DAMAGES (JUN 2012)

In case of failure on the part of the Lessor to complete the work within the time fixed in the Lease, the Lessor shall pay the Government as fixed and
agreed liquidated damages one day's rent for each and every calendar day that the delivery is delayed beyond the date specified for delivery of all
the Space ready for occupancy by the Government. This remedy is not exclusive and is in addition to any other remedies which may be available
under this Lease or at law. This liquidated sum is not meant as a penalty, but as an approximation of actual damages that would be suffered by the
Government because of the Lessor’s delay.

4.14 INTENTIONALLY DELETED

4.15 LESSOR'S PROJECT MANAGEMENT FEE (SEP 2013)

A The Lessor's project management fee shall cover all of the Lessor's project management costs associated with the delivery of Tenant
Improvements, including, but not limited to:

Legal fees

Travel costs

Insurance

Home office overhead and other indirect costs
Carrying costs, exclusive of the T| amortization rate. Carrying costs are those costs of capital incurred for the delivery of TI, for the period
starting from Lessor's outlay of funds, until the Lease Term Commencement Date.

6. Municipal, county, or state fees (not related to sales tax)

7. TI proposal preparation costs

8. Lessor's labor costs related to the management of the Tl build-out.

N

B. At a minimum, the Lessor shall be responsible for performing the following services in order to receive the project management fee:

1. Provide assistance and expertise to the Government project team in the form of coordination, management, and administration of the
design and construction process;

2. Monitor performance of the general contractor and other contractors, control schedules, and oversee financial accounts;

3. Conduct and document design and construction project meetings;

4. Perform administrative tasks, including documentation, record keeping (issuing meeting minutes), and payment validation in addition to
submittal and change order processing;

5. Maintain Request for Information (RFI), submittal, and change order logs; and

6. Provide technical expertise (e.g. testing, estimating, resolving claims, or responding to inquiries).
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SECTION5  TENANT IMPROVEMENT COMPONENTS

5.01 TENANT IMPROVEMENT REQUIREMENTS (SEP 2013)

The Tls shall be designed, constructed, and maintained in accordance with the standards set forth in this Lease. For pricing, only those requirements
designated as Tls within this section, or designated as Tls within the attached agency requirements and Security Requirements, shall be deemed to be
Tl cosis.

5.02 INTENTIONALLY DELETED
5.03 INTENTIONALLY DELETED

5.04 WINDOW COVERINGS (JUN 2012)

A. Window Blinds. All exterior windows shall be equipped with window blinds in new or like new condition, which shall be provided as part of the
Tls. The blinds may be aluminum or plastic vertical blinds, horizontal blinds with aluminum slats of one-inch width or less, solar fabric roller shades, or
an equivalent product pre-approved by the Government. The window blinds shall have non-corroding mechanisms and synthetic tapes. Color
selection will be made by the Government.

B. INTENTIONALLY DELETED
5.05 DOORS: SUITE ENTRY (SEP 2013)

Suite entry doors shall be provided as part of the Tls and shall have a minimum clear opening of 32" wide x 84" high (per leaf). Doors shall meet the
requirements of being a flush, solid core, 1-3/4-inch thick, wood door with a natural wood veneer face or an equivalent pre-approved by the
Government. Hollow core wood doors are not acceptable. They shall be operable by a single effort; and shall meet the requirement of NFPA 101, Life
Safety Code or the International Building Code (current as of the Lease Award Date). Doors shall be installed in a metal frame assembly which is
primed and finished with a low VOC semi gloss oil-based paint finish with no formaldehyde.

506  DOORS: INTERIOR (SEP 2013)

Doors within the Space shall be provided as part of the Tls and shall have a minimum clear opening of 32" wide x 80" high. Doors shall be flush, solid
core, wood with a natural wood veneer face or an equivalent door pre-approved by the LCO. Hollow core wood doors are not acceptable. They shall
be operable with a single effort, and shall meet the requirements of NFPA 101, Life Safety Code or the International Building Cede (current as of the
Lease Award Date). Doors shall be installed in a metal frame assembly which is primed and finished with a low VOC semi-gloss oil-based paint with
no formaldehyde.

5.07 DOORS: HARDWARE (SEP 2013)

Doors shall have door handles or door pulls with heavyweight hinges. The Lessor is encouraged to avoid the use of chrome-plated hardware. All
doors shall have corresponding doorstops (wall- or floor-mounted) and silencers. All door entrances leading into the Space from public corridors and
exterior doors shall have automatic door closers. Doors designated by the Government shall be equipped with 5-pin, tumbler cylinder locks and strike
plates. All locks shall be master keyed. Fumish at least two master keys for each lock to the Government. Any exterior entrance shall have a high
security lock, with appropriate key control procedures, as determined by Government specifications. Hinge pins and hasps shall be secured against
unauthorized removal by using spot welds or pinned mounting bolts. The exterior side of the door shall have a lock guard or astragal to prevent
tampering of the latch hardware. Doors used for egress only shall not have any operable exterior hardware. All security-locking arrangements on
doors used for egress shall comply with requirements of NFPA 101or the International Building Code current as of the Lease Award Date.

5.08 DOORS: IDENTIFICATION (JUN 2012)

Door identification shall be installed in approved locations adjacent to office entrances as part of the Tis. The form of door identification shall be
approved by the Government.

5.09 PARTITIONS: SUBDIVIDING (SEP 2015)

A. Office subdividing partitions shall comply with applicable building codes and local requirements and ordinances and shall be provided as part
of the Tis. Partitioning shall extend from the finished floor to the finished ceiling and shall be designed to provide a minimum sound transmission class
(STC) of 37. Partitioning shall be installed by the Lessor at locations to be determined by the Government as identified in the DIDs, if applicable. They
shall have a flame spread rating of 25 or less and a smoke development rating of 450 or less (ASTM E-84).

B. HVAC shall be rebalanced and lighting repositioned, as appropriate, after installation of partitions.

c. If installed in accordance with the “Automatic Fire Sprinkler System” and “Fire Alarm System” paragraphs, sprinklers and fire alarm notification
appliances shall be repositioned as appropriate after installation of partitions to maintain the level of fire protection and life safety.

D. Partitioning requirements may be satisfied with existing partitions if they meet the Government's standards and layout requirements.

E. Newly installed gypsum board material must be Greenguard Gold Certified or have 0 grams per liter of VOCs.
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510 CEILINGS—TI (WAREHOUSE) (APR 2015)

Government designated office and related areas shall contain a complete acoustical ceiling system (such a ceiling system include grid and lay-in tiles
or other Building standard ceiling system as approved by the LCO).

A. Ceilings in office and related areas shall be at a minimum 9 feet and 0 inches and no more than 12 feet and 0 inches measured from floor to the
lowest obstruction. Areas with raised flooring shall maintain these ceiling-height limitations above the finished raised flooring. Bulkheads and hanging
or surface mounted light fixtures which impede traffic ways shall be avoided. Ceilings shall be uniform in color and appearance throughout the Space,
with no obvious damage to tiles or grid.

B. Prior to closing the ceiling, Lessor shall coordinate with the Government for the installation of any items above the ceiling.

C. Should the ceiling be installed in the Space prior to construction of the TI, then Lessor shall be responsible for all costs for the disassembly,
storage during construction, and subsequent re-assembly of ceiling components which may be required to complete the Tl. Lessor shall also bear the
risk for any damage to the ceiling or any components thereof during the construction of the TI.

D. Ceilings shall be a flat plane in each room and shall be suspended and finished as follows unless an alternate equivalent is pre-approved by the
LCO:

1.  Restrooms. Plastered or spackled and taped gypsum board.

2. Offices and conference rooms. Mineral and acoustical tile or lay in panels with textured or patterned surface and tegular edges or an
equivalent pre-approved by the LCO. Tiles or panels shall contain recycled content.

3. Corridors and eating/galley areas. Plastered or spackled and taped gypsum board or mineral acoustical lile.
E. INTENTIONALLY DELETED
5.11 WALL FINISHES (JUN 2012)

If the Government chooses to install a wall covering, the minimum standard is vinyl-free, chlorine-free, plasticizer-free wall covering with recycled
content or bio-based commercial wall covering weighing not less than 13 ounces per square yard or equivalent. If the Government chooses to install a
high-performance paint coating, it shall comply with the VOC limits of the Green Seal Standard GS-11.

5.12 PAINTING - Tl (WAREHOUSE) (MAY 2014)

A, Prior to acceptance, all surfaces within the Space which are designated by GSA for painting shall be newly finished in colors acceptable to the
Government.

B. The Lessor shall provide interior paints and coatings that meet or are equivalent to the following standards for VOC off gassing:

1. Topcoat paints: Green Seal Standard GS-11, Paints, First Edition, May 20, 1993.
2 All other architectural coatings, primers, and undercoats: South Coast Air Quality Management District (SCAQMD) Rule 1113,
Architectural Coatings, effective January 1, 2004.
3. Architectural paints, coatings, and primers applied to interior walls and ceilings:
a. Flats: 50 grams per liter (g/L).
b. Non-flats: 150 g/L.
4, Anti-corrosive and anti-rust paints applied to interior ferrous metal substrates: 250 g/L.
5. Clear wood finishes:
a. Varnish: 350 g/L.
b. Lacquer: 550 g/L.
6. Floor coatings: 100 g/L.
7 Sealers:
a. Waterproofing sealers: 250 g/L.
b. Sanding sealers: 275 g/L.
c. All other sealers: 200 g/l
8. Shellacs:
a. Clear: 730 g/L.
b. Pigmented: 550 g/L.
9. Stains: 250 g/L.

C. Use reprocessed latex paint in accordance with EPA's CPG (Comprehensive Procurement Guidelines) on all painted surfaces where feasible.
The type of paint shall be acceptable to the Government.

513 FLOOR COVERINGS AND PERIMETERS - Tl (WAREHOUSE) (APR 2015)
A. Broadloom carpet or carpet tiles meeting the requirements set forth in the specifications below shall be installed in all office areas. Office area

floor perimeters at partitions shall have wood, rubber, vinyl, or carpet base. Floor covering shall be installed in accordance with manufacturing
instructions to lay smoothly and evenly.

S,

LEASE NO. GS-05P-LIN00290, PAGE 28 LESSOR: ZM}OVERNMENT: L5 GSA FORM L100 (03/16)



B. The use of existing carpet may be approved by the Government; however, existing carpet shall be repaired, stretched, and cleaned before
occupancy and shall meet the static buildup requirement as stated in the specifications below.

C. Any alternate flooring shall be pre-approved by the Government.
D. SPECIFICATIONS FOR CARPET TO BE NEWLY INSTALLED OR REPLACED

) 15 Product sustainability and environmental requirements. In order to achieve superior performance in multiple environmental attribute
areas, carpet must have third party certification in accordance with ANSI/NSF 140 2007e Sustainable Carpet Assessment Standard at a
“Gold” level minimum. Carpet manufacturer must supply certificate as part of the procurement documentation.

2. Recycled content: Recycled content is measured by total product weight of pre-consumer and/or post-consumer materials. Recycled
content must be at least 10% post-consumer recovered content.

3. Low emitting materials. The carpet and floor adhesive (for glue-down installations) must meet the Green Label Plus (GLP) and floor
adhesive (for direct glue down) requirements of the Carpet and Rug Institute (CRI). GLP number must be provided. Adhesives must
meet VOC content standards per South Coast Air Quality Management District Rule #1168,

4, Face fiber content. Face yarn must be 100 percent nylon fiber. Loop Pile shall be 100 percent Bulk Continuous Filament (BCF); cut and
loop shall be 100 percent BCF for the loop portion and may be BCF or staple for the cut portion; cut pile carpet shall be staple or BCF.

S, Performance requi n roadloom and modular tile:
a. Static: Less than or equal to 3.5 kV when tested by AATCC Test Method 134 (Step Test Option).
b. Flammability: Meets CPSC-FF-1-70, DOC-FF-1-70 Methenamine Tablet Test criteria.
c. Flooring Radiant Panel Test: Meets NFPA 253 Class | or |l depending upon occupancy and fire code when tested under ASTM
E-648 for glue down installation.
d. Smoke Density: NBS Smoke Chamber—Less than 450 Flaming Mode when tested under ASTM E-662.

NOTE: Testing must be performed in a NVLAP accredited laboratory.

6. Texture Appearance Retention Rating (TARR). Carpet must meet TARR ratings specified below:

: Traffic TARR
Space Definilion Classification | Classification
Private Offices Moderate 2 3.0 TARR
Training, conference, courtrooms, efc. Heavy 2 3.0 TARR
Open Office, cafeteria, corridors, lobbies Severe 2 3.5 TARR

The carpet must be evaluated using ASTM D-5252 Hexapod Drum Test as per the commercial carpet test procedure and the TARR classification
determined using ASTM D-7330.

7 Carpet reclamation. Reclamation of existing carpet to be determined with potential vendor. When carpet is replaced, submit certification
documentation from the reclamation facility to the LCO.

8, Warranty. Submit a copy of the manufacturer's standard warranty to the LCO within the first 60 days of Government occupancy, The
Government is to be a beneficiary of the terms of this warranty.

514 HEATING AND AIR CONDITIONING—TI (WAREHOUSE) (MAY 2014)

Zone Control. Provide individual thermostat control for office Space with control areas not to exceed 1,500 ABOA SF. Interior spaces must be
separately zoned. Specialty occupancies (conference rooms, kitchens, etc.) must have active controls capable of sensing Space use and modulating
HVAC system in response to Space demand. Areas that routinely have extended hours of operation shall be environmentally controlled through
dedicated heating and air conditioning equipment. Special purpose areas (such as photocopy centers, large conference rooms, computer rooms, efc.)
with an internal cooling load in excess of 5 tons shall be independently controlled. Provide concealed package air conditioning equipment to meet
localized spot cooling of tenant special equipment. Portable space heaters are prohibited.

515 ELECTRICAL: DISTRIBUTION—TI (WAREHOUSE) (MAY 2014)

A, All electrical, telephone, and data outlets within the Space shall be installed by the Lessor in accordance with the DIDs. All electrical outlets
shall be installed in accordance with NFPA Standard 70.

B. All outlets within the Space shall be marked and coded for ease of wire tracing; outlets shall be circuited separately from lighting. All floor
outlets shall be flush with the plane of the finished floor. Outlet cover colors shall be coordinated with partition finish selections.

C. The Lessor shall in all cases safely conceal outlets and associated wiring (for electricity, voice, and data) to the workstation(s) in partitions,
ceiling plenums, in recessed floor ducts, under raised flooring, or by use of a method acceptable to the Government.
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5.16 TELECOMMUNICATIONS: DISTRIBUTION AND EQUIPMENT (JUN 2012)

Telecommunications floor or wall outlets shall be provided as part of the Tls. At a minimum, each outlet shall house one 4-pair wire jack for voice and
one 4-pair wire jack for data. The Lessor shall ensure that all outlets and associated wiring, copper, coaxial cable, optical fiber, or other transmission
medium used to transmit telecommunications (voice, data, video, Internet, or other emerging technologies) service to the workstation shall be safely
concealed under raised floors, in floor ducts, walls, columns, or molding. All outlets/junction boxes shall be provided with rings and pull strings to
facilitate the installation of cable. Some transmission medium may require special conduit, inner duct, or shielding as specified by the Government.

517 TELECOMMUNICATIONS: LOCAL EXCHANGE ACCESS (AUG 2008)
Provide sealed conduit to house the agency telecommunications system when required.
518 DATA DISTRIBUTION (JUN 2012)

The Lessor is to provide and install data cable as part of the TI. The Lessor shall safely conceal data outlets and the associated wiring used to
transmit data to workstations in floor ducts, walls, columns, or below access flooring. The Lessor shall provide as part of the T, outlets with rings and
pull strings to facilitate the installation of the data cable. When cable consists of multiple runs, the Lessor shall provide ladder type or other acceptable
cable trays to prevent Government-provided cable coming into contact with suspended ceilings or sprinkler piping. Cable trays shall form a loop
around the perimeter of the Space such that they are within a 30-foot horizontal distance of any single drop.

519 ELECTRICAL, TELEPHONE, DATA FOR SYSTEMS FURNITURE (JUN 2012)

A, The Lessor shall provide as part of the Tls separate data, telephone, and electric junction boxes for the base feed connections to Government
provided modular or systems furniture, when such feeds are supplied via wall outlets or floor penetrations. When overhead feeds are used, junction
boxes shall be installed for electrical connections. Raceways shall be provided throughout the furniture panels to distribute the electrical, telephone,
and data cable. The Lessor shall provide all electrical service wiring and connections to the furniture at designated junction points. Each electrical
junction shall contain an 8-wire feed consisting of 3 general purpose 120-V circuits with 1 neutral and 1 ground wire, and a 120-V isolated ground
circuit with 1 neutral and 1 isolated ground wire. A 20-ampere circuit shall have no more than 8 general purpose receptacles or 4 isolated ground
"computer” receptacles.

B. The Government shall be responsible for the cost of purchasing data and telecommunications cable. Said cable shall be installed and
connected to systems furniture by the Lessor/contractor with the assistance and/or advice of the Government or computer vendor. The Lessor shall
provide wall mounted data and telephone junction boxes, which shall include rings and pull strings to facilitate the installation of the data and
telecommunications cable. When cable consists of muiltiple runs, the Lessor shall provide ladder-type or other acceptable cable trays to prevent
Government provided cable coming into contact with suspended ceilings or sprinkler piping. Cable trays shall form a loop around the perimeter of the
Space such that they are within a 30-foot horizontal distance of any single drop. Said cable trays shall provide access to both telecommunications
data closets and telephone closets.

C. The Lessor shall furnish and install suitably sized junction boxes near the “feeding points" of the furniture panels. All “feeding points” shall be
shown on Government approved design intent drawings. The Lessor shall temporarily cap off the wiring in the junction boxes until the furniture is
installed. The Lessor shall make all connections in the power panel and shall keep the circuit breakers off. The Lessor shall identify each circuit with
the breaker number and shall identify the computer hardware to be connected to it. The Lessor shall identify each breaker at the panel and identify the
devices that it serves.

D. The Lessor's electrical contractor must connect power poles or base feeds in the junction boxes to the fumiture electrical system and test all
pre-wired receptacles in the systems furniture. Other Government contractors will be installing the data cable in the furniture panels for the terminal
and printer locations, installing the connectors on the terminal/printer ends of the cable, and continuity testing each cable. Work shall be coordinated
and performed in conjunction with the furniture, telephone, and data cable installers. Much of this work may occur over a weekend on a schedule that
requires flexibility and on-call visits. The Lessor must coordinate the application of Certification of Occupancy with furniture installation.

5.20 LIGHTING: INTERIOR AND PARKING =TI (WAREHOUSE) (MAY 2014)

WAREHOUSE AREAS:

A FIXTURES: Once the design intent drawings are approved, the Lessor shall design and provide interior lighting to comply with requirements
under the paragraph, “Lighting: Interior and Parking—Shell." Any additional lighting fixtures and/or components required beyond what would have
been provided for an open warehouse 10 foot candle plan plus shipping & receiving areas of 30 foot candies (Shell) are part of the Tls.

B. Lighting for the warehouse, shipping, and receiving portions of the Space is detailed in Section 3 and is part of Shell.

C. BUILDING PERIMETER: There may be additional requirements for lighting in exterior parking areas, vehicle driveways, pedestrian walkways,
and Building perimeter in the Security Requirements attached to this Lease. Such additional lighting required to meet Security Requirements shall be
BSAC.

OFFICE AREAS:

NOTE: FOR PRICING ESTIMATING PURPOSES, FIXTURES IN OFFICE AREAS WILL BE INSTALLED AT THE AVERAGE RATIO OF 1 FIXTURE
PER 80 ABOA SF.

A, FIXTURES: High efficiency T-8, T-5, or LED light fixtures (and associated ballasts or drivers) shall be installed as either ceiling grid or pendant
mounted for an open-office plan. Ceiling grid fixtures shall be either 2' wide by 4' long or 2' wide by 2" long. Lessor shall provide a minimum overall
lighting fixture efficiency of 85 percent. Lamps shall maintain a uniform color level throughout the lease term.
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B. LIGHTING LEVELS: Fixtures shall have a minimum of two tubes and shall provide 50 foot-candles at desktop level (30" above finished floor)
with a maximum uniformity ratio of 1.5:1.

C. POWER DENSITY:

Existing Buildings: The maximum fixture power density shall not exceed 1.4 watts per ABOA SF.
New Construction: The maximum fixture power density shall not exceed 1.1 watts per ABOA SF.

D. DAYLIGHTING CONTROLS: If the office portion of the Space is more than 10,000 ABOA SF, the Lessor shall provide daylight dimming
controls in atriums or within 15 feet of windows and skylights where daylight can contribute to energy savings. Daylight harvesting sensing and
controls shall be either integral to the fixtures or ceiling mounted and shall maintain required lighting levels in office work areas.

E. FOR OCCUPANCY/VACANCY SENSORS: As part of the Tl cost, the Lessor shall provide ceiling mount occupancy sensors, or vacancy
sensors (preferred). or scheduling controls through a building automation system (BAS) throughout the office portion of the Space in order to reduce
the hours that the lights are on when a particular space is unoccupied. Occupancy sensors only shall be instailed in the non-office areas of the Space
as part of Shell Rent. No more than 1,000 square feet shall be controlled by any one sensor. Occupancy sensors in enclosed rooms shall continue to
operate after any BAS has shut down the building at the end of the workday.

5.21 LOADING DOCKS—TI (WAREHOUSE) (MAY 2014)

The Government will require hydraulic dock levelers or loading ramps for any warehouse dock (other than drive thrus) not already having dock high
loading docks.
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SECTION 6 UTILITIES, SERVICES, AND OBLIGATIONS DURING THE LEASE TERM

6.01 PROVISION OF SERVICES, ACCESS, AND NORMAL HOURS (WAREHQUSE) (MAY 2014)

A. The Government's normal hours of operations will be established in a Lease Amendment. Services, maintenance, and utilities shall be
provided during these hours. The Government shall have access to the Premises and its Appurtenant Areas at all times without additional payment,
including the use, during other than normal hours, of necessary services and utilities such as elevators, restrooms, lights, and electric power.

B. The Lessor and the Lessor's representatives, employees and contractors shall demonstrate a cooperative, positive, welcoming, respectful,
professional and business-like demeanor and shall present a neat, clean, job-appropriate (professional) appearance.

6.02 INTENTIONALLY DELETED
6.03 UTILITIES SEPARATE FROM RENTAL/BUILDING OPERATING PLAN (AUG 2011)

A. If any utilities are excluded from the rental consideration, the Lessor shall obtain a statement from a registered professional engineer stating
that all HVAC, plumbing, and other energy intensive Building systems can operate under the control conditions stated in the Lease. The statement
shall also identify all Building systems which do not conform to the system performance values, including the "recommended" or "suggested" values of
ANSI/ASHRAE Standard 90.1, Energy Efficient Design of New Buildings except Low Rise Residential Buildings, or more restriclive state or local
codes.

B. The Lessor shall provide and install as part of shell rent, separate meters for utilities. Sub meters are not acceptable. The Lessor shall
furnish in writing to the Government, prior to occupancy by the Government, a record of the meter numbers and verification that the meters measure
Government usage only. Proration is not permissible. In addition, an automatic control system shall be provided to assure compliance with heating
and air conditioning requirements.

C. The Building operating plan shall be in effect as of the Lease Term Commencement Date and shall include a schedule of startup and
shutdown times for operation of each Building system, such as lighting, HVAC, and plumbing.

6.04 INTENTIONALLY DELETED
6.05 HEATING AND AIR CONDITIONING (WAREHOUSE) (SEP 2014)

A. In all office areas, temperatures shall conform to local commercial equivalent temperature levels and operating practices in order to maximize
tenant satisfaction. These temperatures shall be maintained throughout the leased Premises and service areas, regardless of outside temperatures,
during the hours of operation specified in the Lease. The Lessor shall perfform any necessary systems start-up required to meet the commercially
equivalent temperature levels prior to the first hour of each day's operation. At all times, humidity shall be maintained below 60% relative humidity.

B. In all office areas, during non working hours, healing temperatures shall be set no higher than 55° Fahrenheit, and air conditioning shall not be
provided except as necessary to return Space temperatures to a suitable level for the beginning of working hours. Thermostats shall be secured from
manual operation by key or locked cage. A key shall be provided to the Government’s designated representative.

C. In all office areas, thermal comfort. During all working hours, comply with the latest edition of ASHRAE Standard 55, Thermal Comfort
Conditions for Human Occupancy.

D.  INTENTIONALLY DELETED

E. The Lessor shall conduct HVAC system balancing after any HVAC system alterations during the term of the Lease and shall make a reasonable
attempt to schedule major construction outside of office hours.

F. Normal HVAC systems' maintenance shall not disrupt tenant operations.

G. Less than 500 ABOA SF of the Premises shall receive cooling at all times (24 hrs a day, 365 days a year) for purposes of cooling the
designated server room. The peak BTU output of this room is established as XXX (Government will specify) BTU per hour. The temperature of this
room shall be maintained at XX (Government will specify) degrees F, with humidity control not to exceed 60% relative humidity, regardiess of
outside temperature or seasonal changes. Notwithstanding the foregoing, Lessor shall provide this service at no additional cost to the Government if the
Lessor provides this service to other tenants in the Building at no additional charge.

6.06 INTENTIONALLY DELETED

6.07 JANITORIAL SERVICES (WAREHOUSE) (MAY 2014)

The Lessor shall maintain the office area and common area of the Premises in a clean condition and shall provide supplies and equipment for these
areas for the term of the Lease. The following schedule describes the level of services intended. Performance will be based on the LCQO's evaluation

of results, not the frequency or method of performance. The Lessor shall provide the LCO with the cost for providing Janitorial Services. The
Government reserves the right to provide for Janitorial Services.
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A Daily. Empty trash receptacles. Sweep entrances, lobbies, and corridors. Spot sweep floors, and spot vacuum carpets. Clean drinking
fountains. Sweep and damp mop or scrub restrooms. Clean all restroom fixtures, and replenish restroom supplies. Dispose of all trash and garbage
generated in or about the Building. Wash inside and out or steam clean cans used for collection of food remnants from snack bars and vending
machines. Dust horizontal surfaces that are readily available and visibly require dusting. Spray buff resilient floors in main corridors, entrances, and
lobbies. Clean elevators and escalators. Remove carpet stains. Police sidewalks, parking areas, and driveways. Sweep loading dock areas and
platforms. Clean glass entry doors to the Space.

B. Three times a week. Sweep or vacuum stairs.

C. Weekly. Damp mop and spray buff all resilient floors in restrooms and health units. Sweep sidewalks, parking areas, and driveways (weather
permitting).

D. Every two weeks. Spray buff resilient floors in secondary corridors, entrance, and lobbies. Damp mop and spray buff hard and resilient floors
in office Space.

E Monthly. Thoroughly dust furniture. Completely sweep and/or vacuum carpets. Sweep storage Space. Spot clean all wall surfaces within 70

inches of the floor.

F. Every two months. Damp wipe restroom wastepaper receptacles, stall partitions, doors, window sills, and frames. Shampoo entrance and
elevator carpets.

G. Three times a year. Dust wall surfaces within 70 inches of the floor, vertical surfaces and under surfaces. Clean metal and marble surfaces in
lobbies. Wet mop or scrub garages.

H. Twice a year. Wash all interior and exterior windows and other glass surfaces. Strip and apply four coats of finish to resilient floors in
restrooms. Strip and refinish main corridors and other heavy traffic areas.

. Annually. Wash all venetian blinds, and dust 6 months from washing. Vacuum or dust all surfaces in the Building more than 70 inches from
the floor, including light fixtures. Vacuum all draperies in place. Strip and refinish floors in offices and secondary lobbies and cormridors. Shampoo
carpets in corridors and lobbies. Clean balconies, ledges, courts, areaways, and flat roofs.

J. Every two years. Shampoo carpets in all offices and other non-public areas.
K. Every five years. Dry clean or wash (as appropriate) all draperies,

L As reguired. Properly maintain plants and lawns. Provide initial supply, installation, and replacement of light bulbs, tubes, ballasts, and
starters. Provide and empty exterior ash cans and clean area of any discarded cigarette butts.

M. Pest control. Control pests as appropriate, using Integrated Pest Management techniques, as specified in the GSA Environmental
Management Integrated Pest Management Technique Guide (E402-1001).

6.08 SELECTION OF CLEANING PRODUCTS (APR 2015)

The Lessor shall use cleaning products (including general purpose cleaners, floor cleaners, hand soap, etc.) that comply with either the Green Seal
standard, the UL/EcolLogo standard, EPA’'s Design for the Environment (DfE) designation, or a substitute acceptable to the LCO. Hand soap products
shall also be USDA Certified BioPreferred.

6.09 SELECTION OF PAPER PRODUCTS (APR 2015)

The Lessor shall select paper and paper products (e.g.. restroom tissue and paper towels) conforming to the Green Seal Standard (GS-1), or a
substitute acceptable to the LCO.

6.10 SNOW REMOVAL (WAREHOUSE) (MAY 2014)

Lessor shall provide snow removal services for the Government on all days for which this Lease has designated normal hours. Lessor shall clear
parking lots if the accumulation of snow exceeds two inches. Lessor shall clear sidewalks, walkways, loading docks, dock ramps, and entrances
before accumulation exceeds 1.5 inches. The snow removal shall take place no later than 5:00 AM, without exception. Should accumulation continue
throughout the day, the Lessor shall provide such additional snow removal services to prevent accumulation greater than the maximums specified in
this paragraph. In addition to snow removal, the Lessor shall keep sidewalks, walkways, loading docks, dock ramps, and entrances free of ice during
the normal hours. The Lessor shall remove excess buildup of sand and/or ice melt to minimize slipping hazards. If the Building entrance(s) has a
northern exposure, then Lessor shall take additional measures to protect the safety of pedestrians.

6.11 MAINTENANCE AND TESTING OF SYSTEMS (WAREHOUSE) (MAY 2014)

A. The Lessor is responsible for the total maintenance, repair and replacement of the leased Premises, the Building, and the Property. Such
maintenance, repairs and replacements include the site and private access roads, and all necessary repairs and replacements to the loading docks,
ramps, levelers and all other associated equipment and features. All equipment and systems shall be maintained, repaired, and replaced to provide
reliable, energy efficient service without unusual interruption, disturbing noises, exposure to fire or safety hazards, uncomfortable drafts, excessive air
velocities, or unusual emissions of dirt. The Lessor's maintenance responsibility includes initial supply and replacement of all supplies, materials, and
equipment necessary for such maintenance. Maintenance, testing, and inspection of appropriate equipment and systems shall be done in accordance
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with current applicable codes, and inspection certificates shall be displayed as appropriate. Copies of all records in this regard shall be forwarded to
the Government's designated representative.

B. At the Lessor's expense, the Government reserves the right to require documentation of proper operations or testing inspection, testing, and
maintenance of fire protection systems, such as fire alarm, fire sprinkler, standpipes, fire pump. emergency lighting, illuminated exit signs, emergency
generator, prior to occupancy to ensure proper operation. These tests shall be witnessed by the Government's designated representative.

6.12 MAINTENANCE OF PROVIDED FINISHES (WAREHOUSE) (MAY 2014)

A. Paint, wall coverings. Lessor shall maintain all wall coverings and high performance paint coatings in “like new" condition for the life of the
Lease. All painted surfaces shall be repainted at the Lessor's expense, including the moving and returning of furnishings, any time during the
occupancy by the Government if the paint is peeling or permanently stained, except where damaged due to the negligence of the Government.
All work shall be done after normal working hours as defined elsewhere in this Lease. In addition to the foregoing requirement,

1 Lessor shall repaint common areas at least every three years.

2. INTENTIONALLY DELETED
3. INTENTIONALLY DELETED
B. Carpet and flooring.

i Except when damaged by the Government, the Lessor shall repair or replace flooring at any time during the Lease term when:

Backing or underlayment is exposed;

There are noticeable variations in surface color or texture;

It has curls, upturned edges, or other noticeable variations in texture;
Tiles are loose; or,

Tears or tripping hazards are present.

capow

2. INTENTIONALLY DELETED

3. Repair or replacement shall include the moving and returning of furnishings, including disassembly and reassembly of systems furniture
per manufacturer's warranty, if necessary. Work shall be performed after the normal hours established elsewhere in this Lease.

4. Except when damaged by the Government, Lessor shall reseal flooring in warehouse areas whenever there are noticeable variations in
surface color or texture.

6.13 ASBESTOS ABATEMENT (APR 2011)

If asbestos abatement work is to be performed in the Space after occupancy, the Lessor shall submit to the Government the occupant safety plan and
a description of the methods of abatement and re-occupancy clearance, in accordance with OSHA, EPA, DOT, state, and local regulations and
guidance, at least 4 weeks prior to the abatement work.

6.14 ONSITE LESSOR MANAGEMENT (APR 2011)

The Lessor shall provide an onsite Building superintendent or a locally designated representative available to promptly respond to deficiencies, and
immediately address all emergency situations.

6.15 IDENTITY VERIFICATION OF PERSONNEL (SEP 2013)

A The Government reserves the right to verify identities of personnel with routine pre-occupancy and/or unaccompanied access to Government
space. The Lessor shall comply with the agency personal identity verification procedures below that implement Homeland Security Presidential
Directive-12 (HSPD-12), Office of Management and Budget (OMB) guidance M-05-24 and M11-11, and Federal Information Processing Standards
Publication (FIPS PUB) Number 201, as amended.

B. The Government reserves the right to conduct additional background checks on Lessor personnel and contractors with routine access to
Government leased space throughout the term of the lease.

C. Upon request, the Lessor will notify the Government whether they will use either the manual process and submit completed fingerprint charts
and background investigation forms, or use the electronic process of ID verification, completed through the e-QIP system. This would be done for
each employee of the Lessor, as well as employees of the Lessor's contractors or subcontractors who will provide building operating services requiring
routine access to the Government's leased space for a period greater than 6 months. The Government may also require this information for the
Lessor's employees, contractors, or subcontractors who will be engaged to perform alterations or emergency repairs in the Government's space.

1. MANUAL PROCESS: The Lessor shall provide Form FD 258, Fingerprint Chart (available from the Government Printing Office at
http://bookstore.gpo.gov), and Standard Form 85P, Questionnaire for Public Trust Positions, completed by each person and returned to the Lease
Contracting Officer (or the contracting officer's designated representative) within 30 days from receipt of the forms.
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2. ELECTRONIC PROCESS: The electronic process will be done through the e-QIP system. The Lessor's contractor/personnel will receive
an email along with instructions for completing the Office of Personnel Electronic Questionnaire (e-QIP). The contractor/personnel will have up to (7)
seven business days to login and complete the e-QIP for the background investigation. The contractor/personnel will be instructed to access the
website, and receive on screen instructions which include but it is not limited to:

a) How to Log In
b) How to Answer and Create New Golden Queslions
c) What Additional Documents to Send
d) To Print and Sign two Signature Forms (Certification That My Answers Are True)
e) To complete the submission process, press the “Release /Request Transmit to the Agency” and exit the process
f) Where to Send.
The Lessor must ensure prompt input, and timely receipt of the following, from their contractor/personnel:
a) Two FBI Fingerprint Cards (Form FD-258) or one card produced by a livescan device,
b) Certification That My Answers Are True
c) Authorization for Release of Information.
D. The Lessor must ensure the contracting officer (or the contracting officer’s designated representative) has all of the requested documentation

to ensure the completion of the investigation.

E: Based on the information furnished, the Government will conduct background investigations of the employees. The contracting officer will
advise the Lessor in writing if an employee fails the investigation, and, effective immediately, the employee will no longer be allowed to work or be
assigned to work in the Government's space.

F. Throughout the life of the lease, the Lessor shall provide the same data for any new employees, contractors, or subcontractors who will be
assigned to the Government's space. In the event the Lessor's contractor or subcontractor is subsequently replaced, the new contractor or
subcontractor is not required to submit another set of these forms for employees who were cleared through this process while employed by the former
contractor or subcontractor. The Lessor shall resubmit Form FD 258 and Standard Form 85P for every employee covered by this paragraph on a §
year basis.

G. The Lessor shall insert this paragraph in all subcontracts when the subcontractor is required to have physical access to a federally controlled
facility or access to a federal information system.

6.16 SCHEDULE OF PERIODIC SERVICES (JUN 2012)

Within 60 days after occupancy by the Government, the Lessor shall provide the LCO with a detailed written schedule of all periodic services and
maintenance to be performed other than daily, weekly, or monthly.

6.17 LANDSCAPING (SEP 2015)
A Landscape management practices shall prevent pollution by:
1. Employing practices which avoid or minimize the need for fertilizers and pesticides;
2. Prohibiting the use of the 2.4-Dichlorophenoxyacetic Acid (2,4-D) herbicide and organophosphates; and

3. Composting/recycling all yard waste.

B. The Lessor shall use landscaping products with recycled content as required by EPA’s CPG for landscaping products. Refer to EPA's CPG
web site, www.epa.govicpg.
C. INTENTIONALLY DELETED

6.18 LANDSCAPE MAINTENANCE (APR 2011)

Landscape maintenance shall be performed during the growing season at not less than a weekly cycle and shall consist of watering, weeding,
mowing, and policing the area to keep it free of debris. Pruning and fertilization shall be done on an as-needed basis. In addition, dead, dying, or
damaged plants shall be replaced.

6.19 RECYCLING (WAREHOUSE) (JUN 2012)

A Where state or local law, code, or ordinance requires recycling programs for the Premises, Lessor shall comply with such state and/or local law,
code, or ordinance.

B. When implementing any recycling program, the Lessor shall provide an easily accessible, appropriately sized area (2 SF per 1,000 SF of
Building gross floor area) that serves the Space for the collection and storage of materials for recycling. Telecom rooms are not acceptable as
recycling space. During the Lease term, the Lessor agrees, upon request, to provide the Government with additional information concerning recycling
programs maintained in the Building and in the Space.

C. For Leases greater than 10,000 rentable SF, with a Lease term greater than six months, the Lessor shall establish a recycling program for (at a
minimum) paper, corrugated cardboard, glass, plastics, and metals where local markets for recovered materials exist,
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6.20 RANDOLPH-SHEPPARD COMPLIANCE (SEP 2013)

During the term of the Lease, the Lessor may not establish vending facilities within the leased Space that will compete with any Randolph-Sheppard
vending facilities.

6.21 INTENTIONALLY DELETED
6.22 INDOOR AIR QUALITY (SEP 2013)

A The Lessor shall control contaminants at the source and/or operate the Space in such a manner that the GSA indicator levels for carbon
monoxide (CO), carbon dioxide (CO2), and formaldehyde (HCHO) are not exceeded. The indicator levels for office areas shall be: CO 9 ppm time
weighted average (TWA 8 hour sample); CO2 1,000 ppm (TWA); HCHO 0.1 ppm (TWA).

B. The Lessor shall make a reasonable attempt to apply insecticides, paints, glues, adhesives, and HVAC system cleaning compounds with
highly volatile or irritating organic compounds, outside of working hours. Except in an emergency. the Lessor shall provide at least 72 hours advance
notice to the Government before applying noxious chemicals in occupied Spaces and shall adequately ventilate those Spaces during and after
application.

C. The Lessor shall promptly investigate indoor air quality (IAQ) complaints and shall implement the necessary controls to address the
complaint,
D. The Government reserves the right to conduct independent IAQ assessments and detailed studies in Space that it occupies, as well as in

space serving the Space (e.g., common use areas, mechanical rooms, HVAC systems, etc.). The Lessor shall assist the Government in its
assessments and detailed studies by:

1 Making available information on Building operations and Lessor activities;
2. Providing access to Space for assessment and testing, if required; and
3: Implementing corrective measures required by the LCO.
E. The Lessor shall provide to the Government material safety data sheets (MSDS) upon request for the following products prior to their use

during the term of the Lease: adhesives, caulking, sealants, insulating materials, fireproofing or firestopping materials, paints, carpets, floor and wall
patching or leveling materials, lubricants, clear finish for wood surfaces, janitorial cleaning products, pesticides, rodenticides, and herbicides. The
Government reserves the right to review such products used by the Lessor within:

1 The Space;

2. Common Building areas;

3. Ventilation systems and zones serving the Space; and

4. The area above suspended ceilings and engineering space in the same ventilation zone as the Space.

F. Where hazardous gasses or chemicals (any products with data in the Health and Safety section of the MSDS sheets) may be present or
used, including large-scale copying and printing rooms, segregate areas with deck-to-deck partitions with separate outside exhausting at a rate of at
least 0.5 cubic feet per minute per SF, no air recirculation. The mechanical system must operate at a negative pressure compared with the
surrounding spaces of at least an average of 5 Pa (pascal) (0.02 inches of water gauge) and with a minimum of 1 Pa (0.004 inches of water gauge)
when the doors to the rooms are closed.

6.23 RADON IN AIR (SEP 2013)

If Space planned for occupancy by the Government is on the second floor above grade or lower, the Lessor shall, prior to occupancy, test the leased
Space for 2 days to 3 days using charcoal canisters. The Lessor is responsible to provide Space in which radon levels in air are below the GSA action

levels of 4 picoCuries per liter (pCi/L) for childcare and 25 pCi/L for all other space. After the initial testing, a follow-up test for a minimum of 90 days
using alpha track detectors shall be completed. For further information on radon, go to: http://www.epa.govi/radon/zonemap.html.

6.24 INTENTIONALLY DELETED

6.25 HAZARDOUS MATERIALS (WAREHOUSE) (MAY 2014)

A, The leased Space shall be free of hazardous materials, hazardous substances, and hazardous wastes, as defined by and according to
applicable Federal, state, and local environmental regulations. Should there be reason to suspect otherwise, the Government reserves the right, at
Lessor's expense, to require documentation or testing to confirm that the Space is free of all hazardous materials.

B. Lessor shall, to the extent of its knowledge, notify Government of the introduction of any hazardous materials onto the Property by Lessor or
others, including but not limited to, co-tenants occupying Space in the Building.

C. All hazardous materials stored in the Space must be kept and maintained according to applicable Federal, State, and local environmental
regulations. The Government will notify Lessor of any hazardous materials it will store in the Space.

6.26  MOLD (SEP 2013)

A Actionable mold is mold of types and concentrations in excess of that found in the local outdoor air.
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B. The Lessor shall provide Space to the Government that is free from actionable mold and free from any conditions that reasonably can be
anticipated to permit the growth of actionable mold or are indicative of the possibility that actionable mold will be present (indicators).

C. At such times as the Government may direct, including but not limited to: after a flood, water damage not caused by the Government, or
repairs caused by the Lessor, the Lessor, at its sole cost, expense and risk shall: (i) cause an industrial hygienist certified by the American Board of
Industrial Hygienists or a qualified consultant (the Inspector) who, in either instance, is reasonably acceptable to the Government, to inspect and
evaluate the Space for the presence of actionable mold or mold indicators; and (i) cause the Inspector to deliver the results of its inspection and
evaluation (the Report) to the Government within 30 days after it conducts same and, in all events, at the same time that it delivers the Report to
Lessor. With the delivery of the Report to the Government, the Inspector shall notify the Government, in writing via cover letter to the report, if the
Inspector discovers or suspects the existence of actionable mold or indicators in the leased Space.

D. The presence of actionable mold in the Premises may be treated as a Casualty, as determined by the Government, in accordance with the
Fire and Other Casualty clause contained in the General Clauses of this Lease. In addition to the provisions of the Fire and Other Casualty clause of
this Lease, should a portion of the Premises be determined by the Government to be un-tenantable due to an act of negligence by the Lessor or his
agents, the Lessor shall provide reasonably acceptable alternative Space at the Lessor's expense, including the cost of moving, and any required
alterations.

E. If the Report indicates that aclionable mold or indicators are present in the leased Space, the Lessor, at its sole cost, expense, and risk,
shall within 30 days after its receipt of the Report: (1) retain an experienced mold remediation contractor reasonably acceptable to the Government to
prepare and submit to the Government and Lessor a remediation plan (the Plan) and within 90 days after the Government's approval of the Plan,
remediate the actionable mold or the indicators in the leased Space, but prior to commencing such remediation, Lessor shall send the Government a
notice stating: (i) the date on which the actionable mold remediation shall start and how long it is projected to continue; (ii) which portion of the leased
Space shall be subject to the remediation; and (iil) the remediation procedures and standards to be used to implement the Plan and the clearance
criteria to be employed at the conclusion of the remediation; and (2) notify, in accordance with any applicable Federal, state, and local health and
safety requirements, the Government employees as well as all other occupants of and visitors to the leased Space of the nature, location and
schedule for the planned remediation and reasons therefore.

F: The Lessor shall be responsible for conducting the remediation in accordance with the relevant provisions of the document entitled "Mold
Remediation in Schools and Commercial Buildings" (EPA 402-K-01-001, March 2001), published by the U.S. Environmental Protection Agency, as
same may be amended or revised from time to time, and any other applicable Federal, state, or local laws, regulatory standards and guidelines.

G. The Lessor acknowledges and agrees that the Government shall have a reasonable opportunity to inspect the leased Space after
conclusion of the remediation. If the results of the Government's inspection indicate that the remediation does not comply with the Plan or any other
applicable Federal, state, or local laws, regulatory standards or guidelines, the Lessor, at its sole cost, expense, and risk, shall immediately take all
further actions necessary to bring the remediation into compliance.

H. If the Lessor fails to exercise due diligence, or is otherwise unable to remediate the actionable mold, the Government may implement a
corrective action program and deduct its costs from the rent.

6.27 OCCUPANT EMERGENCY PLANS (SEP 2013)

The Lessor is required to cooperate, participate and comply with the development and implementation of the Government's Occupant Emergency Plan
(OEP) and if necessary, a supplemental Shelter-in Place (SIP) Plan. Periodically, the Government may request that the Lessor assist in reviewing and
revising its OEP and SIP. The Plan, among other things, must include an annual emergency evacuation drill, emergency notification procedures for the
Lessor's Building engineer or manager, Building security, local emergency personnel, and Government agency personnel.

6.28 INTENTIONALLY DELETED

6.29 PORTABLE FIRE EXTINGUISHERS (WAREHOUSE) (MAY 2014}

Lessor shall provide, inspect. and maintain portable fire extinguishers in accordance with NFPA No. 10.

6.30 TRASH DUMPSTER SERVICE (WAREHOUSE) (MAY 2014)

Lessor must provide trash dumpster service for the Space on an industry standard basis. The Government shall specify frequency of pick-up
service (e.g. daily, every 3 days, weekly), Lessor must provide an outdoor area for dumpsters (Government shall specify quantity required,
each measuring (Government shall identify number of ___ feet wide X ___ feet high X ___ feet long)), conveniently located to the Government's
loading area for the trash dumpsters at no additional charge to the Government.

6.31 ACCESS TO BUILDING INFORMATION (MAY 2014)

Building Information—including mechanical, electrical, vertical transport, fire protection and life safety, security system plans and schematics,
computer automation systems, and emergency operations procedures—shall be strictly controlled. Such information shall be released to authorized
personnel only, approved by the Government, preferably by the development of an access list and controlled copy numbering. The LCO may direct

that the names and locations of Government tenants not be disclosed in any publicly accessed document or record. |If that is the case, the
Government may request that such information not be posted in the Building directory.
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SECTION 7 ADDITIONAL TERMS AND CONDITIONS

7.01 SECURITY STANDARDS (JUN 2012)

The Lessor agrees to the requirements of Security Level Il attached to this Lease.

7.02 MODIFIED LEASE PARAGRAPHS

Some paragraphs in this Lease have been modified to also include Lease paragraph 1.13, along with the following paragraphs as stated in
Amendment No. 2 To Request For Lease Proposals (RLP) No. 6IN0157.

3.09 3.57.D. 4.01.H.

3.23.E. 3.57.E. 4.01. 1.

3.31.B. 3.57.G. 4.10.D.

3.42.A 4.01.A 5.20.E.

3.46.E. 4.01.D. 6.05.A..B., and C.
3.57.C. 4.01.F.
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SPECIAL REQUIREMENTS

The U.S. Census Bureau's Nationai Processing Center (NPC) requires 300,000 square feet of
contiguous mixed use warshouse space for a Fleld Loglstics Facllity (Facllity) in Jeffersonville, IN to
support the 2020 Decannial Census. The delineated area Includes, to the North: Route 31 to Highway
403 to Highway 3, to the Ohlo River; East: the Ohlo River o Portaga Road; South: the Ohlo River to
interstate 65; West: Intersiate 65 to Highway 31. The anticlpated lease term Is four (4) years, twa (2)
years firm as a fully serviced lease. Bulld out of the Facility space must be accomplished in accordance
with all local codss, and &ll requirements of the Sollcitatlon for Offers (SFO), Including Special
Requlrements and all attachmentsfappendices, Where dliscrepancles exist between the Speoctal
Requirements and the SFO the more stringent requirement shall apply, Where further clariflcation s
needed, It is the offeror's responsibllity to cantact the Government's Contracting Officer for guldance.
Space must be avallable for government otcupancy by May 1, 2017.

If possible, the batow Speclal Requirements will be incorporated into the Dasign Intent Drawings
(DIDs).

1. HOURS OF OPERATION

Hours of operation are propesed for a one-shift opsration (6:00 a,.m. to 6:00 p.m,) but shall be able
to accommodate & two-shift operation and the potential for seven-day work weeks.

Offers shall include a deseription of he {existing and/or proposed) HVAC system(s) serving the
leased space, Including tonnage and hourly rates for lime beyond normal business hours for use of
heating and coaling for each of the HVAC uniis serving the leassad space.

2,  BREAK ROOM(S)

Break reom(s) shall provide sufficient space and seating capaclty for approximately two-hundred
{200) at dssignated break and funch times.

Furnlsh and Install an exhaust ventilation system with a wall switch to allow the apprapriate a'r
exchangss with fresh outslde alr psr hour.

Furnlsh and Install all sleclrical ¢onnections for microwaves and refrigerators as required by local
code, Break Roam cablinets, appliances, fixlures, and conflguration will comply with all local code
requirements and NSF, UFAS, and ADA requirements. Spaclfic cabinet conflguration and
dimensions will be specliied on the DIDs.
The Break Rooms floor shall be a smooth sutfacs, Le. tlle or composlite flooring.

3. COMPUTER SERVER ROOM

Centrally located Compuler Server Rooms are required with slab-to-slab partitions within the
government's leased apacs, The Server Room must have a ralsed fioor, a door with an electronic
lock with a minimum throw of 1 fnch, and an automalic door closer.

SFO NO. X000 nmas: 6 s M
LESSOR M

00400100 4
GoVT

e — . W V- e




Ty W

Server Room Security - The secutily Infruston Detection System {IDS) panet and asscciated
slagtrical and tslscommunications outlets will be mounted In the Computer Server Room. The
Computer Servar Room shall have a seperate securily 1DS alarm partition.

Computer Server Room Electrical Requirements:
= Wil be provided once space and equlpment is Identifled.
Computer Sarver Room Environmental Requirements;

The Computer Server Rooms must have separately zoned HVAC wilh an Individual thermostat to
maintaln required room temperalure, temparature gradient, relative humtidity level, and the
appropriate alr circulatlon. The temperature and humidity range must be maintained 24 hours a
day, 7 days a week.

The Goverment will provide a list of the equipment that will be located in the Computer Server
Room(s) and determine the final Computer Server Room conflguration and specifications for lhe
facility. The layout of the Computer Server Room equipment will be Indicated on the DIDs. The
Government will provide an uninterruptible power source (UPS) for backup to the server reom,

ELECTRICAL REQUIREMENTS

Electrical clrouits with racaptacles shall be instalied to sallsfy power demand on all devices
Identiflad on the DIDs. No more than five (8) workstallons per clreult, In addition, convenlence
raceptacles will be installed in all rooms from House Power Panelboard (HPP) in quantities and
{ocations to comply with local and NEC (Matlonel Efectrical Code) tequiremsnts.

All computers shall be electrically fed from the UPS.

Lassor must Insteli at least one {1} duplex electrical oullet per 100 USF. Also need electrical and
cabling outlets for systems fumiture, which wili be indicated on the DIDs.

TRAINING ROOM

The occupancy rate of the Tralning Room wili vary up to fifty (60) people,

The Governmant may slect to raquest one or mora retractable acoustical walls In which case tha
Isssor shell furnish and install a refractable acoustlcal wall subdividing the Trainlng Room(s); for
example, 8 HUFCOR, Ing, Alrwalls®, or equivalent. The partitioning In this room must be deslgnad
to provide a sound transmisslon coafficlent (STC) of 45,

Commercial grade 1" window shades shall be Insiallad on any window In the tralning room.

The HVAC alr ducts shall be located In ceiling, situated as appropriate in the front and back of the
rooms. The HVAC system shall be separately zoned with Individual thermostats In the training
vaom(s). The room's oscupancy rate will vary up to fifty (§0) paaple. An adequate ventitation and
environmental comfor level shell be maintained at all occupancy lavels year round.
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The electrical raquitamants {dedicated 120-vait, 20 amp clroulls wired to duplex receptacles) and
network requirements {(PCs and VTG Cart System) will be determinad by the Government once
spaca s (dentifled.

The Government reserves the right to Install ¢slling motinted microphones using plsnum rated
cabls, wall mounted external speakears, wall mounted shelves and any addltlenal equipment
required.

The lessor shall furnish and Install an indirect lighting system with sufilclent banks to allow for
lighting of one half of the fixtures In each subdivision of the room at & time; l.e., two switches at
each of two doors Inlo this room. $ee Section 20 - Lighting Requirements for additional
Informatlon re; Rheostat-controlled lighting.

The lessor shall install whiteboards with the quantity, size, and location TBD and Indlcated on the
DID.

CONFERENCE ROOM
The occupancy rate of the Conference Room will vary up te 24 people.

The HVAC alr ducts shall be located in coliing, situated as appropriate in the front and back of the
1oom. The heating, venlilafion and alr conditioning system shall be separaisly zoned with an
individual thermostat. The electrical requirements (dedlcatsd 120-volt, 20 amp circulls wired to
duplex raceptacles) and network requirements (PCs and VTG Cart System) wiil be determined by
the Government once space s ldentified.

Lighting - The lessor shall furnish and Install a eplit switching Indiract lighting system with two banks
{one In the front of the room and the other in the rear), with two rheostat-controlled light switches at
each of the doors Into thls rcom.

The Govarnment reserves the right 1o install celling mountsad microphones using plenum rated
cable, wall mounted aexternal speakers, wall mounted shelves, and any additional equipment
required,

The Government reserves the right o mount flat scresn telavislons and whiteboards on the wall,

. VESTIBULE

The Lessor shall furnish and Install a handicapped-accessible vestibule at the main antrance.

The vestibule shall accommodate the requirements for a security guard (If mandated after
determination of appropriate security level) and all necessary scanniny and detection equipment.

The exterior/perimeler door will ba lockad via an electric lock (fall secure) and Government-installed
card reader for employee badge access. This door wilt remaln unlocked durlng nommal business
hours and locked after-hours.

oI _Z'%/
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8. WAREHOUSE AND OFFICE SPACE

Existing bullding must be abls to accommodate, or be upgradeabls o accommodate, enclosed
office typs space wilhin the general warehouse spacs,

A minimum clear ¢eliing helght of 30 fast Is required for the recelving, shipping, and warehousing
areas.

Exisfing bullding systems and floor (oad bearing capaclly must be able to accommodate large
Industrial/professtonal printing equipment {(adequate power supply, delegated bullding exhausl for
printing, etc. if required).

Exlsting bullding systems must be able fo accommodate, ar be upgradeable to accommodate,
conveyors, weigh and wrap equipment, slectric over hydraulic iifis, box sealing mathines, ste. with
a power requirement of 120 volt/60 cycle. Each assembly line will require iHs own Isolated clreult,

Existing buitding systems must be eble to accommodate, of be upgradeabls to accommodate, a
minimum of 10 forklift chearging stations (thres phase, 208/240/480).

Provids slectrical olreuils to systems furniture as indicated on the DIDs. Configure to have 0o more
than five (6) computers per clreull. Provide convenfence ¢lrculls with stendard receptacles on all
walls of the office space, Including all workstailons throughout the facllity regardless of function
belng provided

Offered space must accommodate & Public Address (PA) system throughout the space.
9. RECEIVING AND SHIPPING DOCKS

The Lessor shall provide a minimum of five sagurable raceiving docks and five additional securable
docks for shipping. The shipping docks should be located on an opposite wall from the recelving
docks. All the docks are for exclusive use by the Government. Adequate mansuvering room for the
trucks must be available adjacent to the docks and the area must be free of hazards.

10. BOORS

All exterlor doors from Census conlroltad space should be fire raled steel doors with pedesirian
windows.

All door lockssts will require Bast, “figure 8%, type cylinders. Constructlon cores must be Installed In
all perimeter doors, OSY-NPC will supply the necessary parmanent coras and keys to TCC upon
final Inspection an acceptance of the project,

All alaclronic locks raequlre a core drilled door and powar transfer hinge to provide powsr in the
event of power failure, while allowing the door to opsn in ths svent of a flre alarm.
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Double doors (6'- €' wide) wlll be requilred leading Into certain rcoms or areas. The locations of
these doors will be Indicated on the DID. All double door sets must swing In the same direction and
the passlve leaf must have a positive locking device such as throw bolts or rods that extend into the
staal frame. Such davicas ¢an be Internal or external. Double doors iocated at both loading
areas/service entrances ragulre door viewers, 8ldelights and/ar peepholes are to be Installed on
doors as shown on DID. Exterior double-doors are required to have ramovable astragals.

All doors controlled by access control will be cors drilled and have a powsr transfer hinge and
slectronic lock Installed. The electrical locking door hardware should reflect current techinology that
is compalible with 2 LENEL access conlrol system.

HEATING, VENTILATION, AND AIR CONDITIONING {HVAC)

The HVAC system muist have a separate zohe and individual thermostals for each of the following
rooms or areas: Warehouse, Administration, Confersnce Room and Training Room, Additional
HVAC zones required will ba ldentifled on the DIDs.

Emergency shutdown control over gquipment power and HVAC must be (nstalted by lessor.

Roofs with HVAC systems shall also be secured. Fenclng or other barriers may be requirad to
restrlct access from adjacent roofs based on a Governmeni Bullding Security Assessment. Roof
access shall be strictly controlied through keyed Jocks, keyeards, or simliar measures, Fire and iife
safely egress shall be carefully reviewed when restricting roof access. Roof acceas shall meet the
applicable egress requirements in the Natlonal Fire Protection Assoclatlon (NFPA) 101, Life Safely
Code or the Internalional Bullding Code, current as of the award date of thls Lease.

The Lessor shall develop and malntain accurate HVAC dlagrams and HVAGC system fabseling within
mechanical araas.

12, SECURITY

A. 1DS - Intnision Detection System

All IDS functional hardware must be located In the Computer Server Room. NPC facllities are
currantly equipped with a Lens! access contro! system, Including card readers that are FIPS-
201, HSPD-12 compllant.

Manufacturer; The IDS must comply with equipment and communication guldelines, and
related specificallons, as provided from the Depariment of Homaland Security (DHS),

Elecltrical Requirements; The Lessor wlll provide the necassary eleotrical circuits to power the
security system, l.e., one (1) dedicated 120 VAC, 20-amp clreult to one NEMA 5-20R duplex
receptacle. The Lessor will be rasponsible for ensuring the electrical wire used meets the focal

slaclrical codes.
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Communicafion: One dedicatad analog telephons line [s required for propar functionalily of the
1DS and will be installed by the Government/GSA. The Lessor shall allow the local phone
company access throtghout the bullding, If needad, for instaliation and connaction of the
analog telephone line service to the Server Room o support the [DS.

The backup securlty system shall bs a celldlar module Integrated with the IDS alarm control
panel, and designed to work with the IDS manufacturer's alarm control panel. The electronic
securlly system shall be connectad to the bullding emergency power system or connactad to an
UPS system to snswre uninterrupted power Is provided,

System Partitions; The security system will be divided into parlitions based on the floor plan
and provide the appropriate service in areas Indicated on the DID, The number of partitions,
placement of pariitions, and types of devicas used should be specifiad by the Installing
contractor, to provide adequate coverage of all areas, and agread to by Census and OSY
befora commencing the project. A meshanica! drawing showlng all partitions, devics typas and
placements should be sent to OSY for review and approval prior to construction,

Jemperaturg & Humldlly Sensors: The Lessor shall furnish and Ingtel! tempaerature and
humldity sensors tied Into the iDS'In the Servar Room. If the temperature andfor humidity

levals In the Ssrvar Room excead the level sat by the Govammant, an audlble alarm in the
government's leased apace shall sound the IDS as well as send a signal to the DHS Mega
Center maonlloring service of the Incldent,

Motion and Glass Braak Detegtors; Dual Tech datectors should be used and calibrated using

proper testing devices. Do not Install the devices facing windows or glass doors, or below alr
vents, or near fax machines, Holes In the device's case must be sealed, elc. Glass break
detector sensilivity must be flexibla to tolerate all environmental conditfons, (l.e., wind,
temperalure, or other type of hostila enviranment).

Additional Informatlon: The IDS must be installed In a way that the entire block of leased space
is protected by the iDS per DID and spacifications In this document. The gecurity company
Installing the IDS must take this Into consideration when planning for the Installatlon. Security
enclosures contalning control boards and power supplies shall be located In the S8erver Room
and have proper tamper swilches installed,

The names and phone numbers of property management staff and responsible personnel to
respond to en alarm must be provided to the DHS MegaGenter.

All devices for the slon Dotaeciion Syst 18] ¢cess Contra @ C
Phona Bystom (If hecess il rovid d Instalied Baépara nsus

Contractor. ’

B. All pariltions and walls separafing the Govarnment-leased space from other space In the

btiliding shall extend from the structural floor slab to the celling siab or the roof. The location of
thase requirements will be ldentified on the DIDs.

Any government alarm wiring that runs through non-government ieased space shall be
encased In condult, :
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D. All emergency exit doors shall be aquipped with panle-bar type hardware. Addillonally, this
emergency exit device will have a local alarm feature thal sounds when the door Is opened.

E. Allregularly scheduled janitorlal service/building personnel must take the Census QOath of
Conflidentiality, slgh In and out of Census work areas, and display Cansus-suppiled
Identification while In the Government leased space.

F. The Government reserves the right to provide, or arrange to provide, additional protactive
services conslisting of law anforcement and saourily aclivities to ensure the safely of all visllors
and occupants of Government spacs, lo eafeguard the Government's real end psrsonal
property and to prevent interforence with or disruption to all property under Government contro),
This may Include, but not limited to, securily guard service and alarm systems and devices.

G, Alllocks and keys wili be new or re-keyed and under contro! of the Government.
13, ADDITIONAL SEGURITY REQUIREMENTS

All Contractor-provided facilites must mest the requirements outlined by the Department of
Homeland Security (DHS) Interagency Security Commiltes (ISC) Risk Management Process for
Federal facllilfes. The process provides the method for determining the facility securily level (FSL)
based on the characteristics of each facility and the Federal cccupant(s). Once this phase ls
complete, It1s followed by an appropriate application of countermeasuras based on the FSL to
mitigate the Impact of an undasirable svent.

14. AUTOMATIC FIRE ALARM SYSTEM

All Gontractor-provided facilittes must mest tha requirsments oullined by the Depariment of
Homaland Security (DHS) interagency Sacurlty Commiltses (ISC} Risk Management Procass for
Federal facilifles. The process providas the method for determining the facility secunlly lavel (FSL)
based on the charactéristics of each facllity and the Federal cooupant(s). Once this phase is
complste, it s followed by an appropriate application of countermeasures based on the FSL to
millgate the impact of an undaslrable ovent,

The entire facllily shall ha protected by stoke detegtors tied Into the flre dapartment or a 24-hour g
day contract monitoring service. The number and location of detectors shall be in accordance with
manufacturer's specificaitons and local applicable codes,

No wet plpe sprinkiar system and no Halon system shall be allowed In the spage. A supsrvised,
pre-aclion, dry-pipe sprinkler aystem controlfed by a cross-zoned lonization-lype simoke datectlon
system with manual release, will be required throughout the space.

Daslgn of the smoke detection system as wall as the sprinkler system shall comply with local fire
codas and Natlonal Flre Code (NFC). )

A flre safely link shall be addad to connect the LENEL Access Control System to the fire alarm
system,
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15. JANITORIAL SERVICE

The entire space occupled by the Government requires cleaning during norma! office hours lsted in
lease, Specific lasks for office, warehouss, and restroam cleaning and the applicable schedule
{dally, weskly, monthiy) wili be provided once spaca Is identiftad.

16. STORAGE ROOM, WAREHOUSING, SHIPPING, AND RECEIVING AREAS

Floor loading - The Storage rooms require & minlmum load capacity of 100 ppsf for paliets, pallet
racking, storage shelves and high density storage flles, Areas will be spacifled on the DIDs.

17. TELECOMMUNICATIONS REQUIREMENTS

‘The slectrical requirements (dadicatad 120-volt and 220-volts clrcuits wired {o duplex receptacles),
nefwork requirements (PCs and VTC System), and telsphony requirements {voice and data) will be
delermined by the Governiment once space and equipmant Is ldentified

TELECOMMUNICATIONS CABLING

The contractor and GSA vendors are responsibis for extending \he cartler signal and cebils lines from
bullding Entrance Facllity/MDF (Maln Distribulion Frame) to (he circult extansion DEMARC located

within the Government leased space terminating at a polnt indlcated on ihe DIDs (Computer Server
Room) vla the 100 palr cable.

INFRASTRUCTURE FOR CABLING INSIDE GOVERNMENT-CONTROLLED SPACE

The Lessor must furnish and Install the cabling Infrastruclure inside the Government's leased
space; this Includes wire-mold or equal If surface mounted, inslde wall conduit to outlet box with pull
strings and rings,.and/or ladder trays or J-hooks fo ensure the Goevernment provided cable does not
come Into contact with suspended ceiling. Cabling infrastrucitre must support a star topology
distribution of telecommunications throughout the space. Telepower poles and drilling through the
floor may ba heeded. The telepowar poles shall have a split channel, one channel for electrical line
and one channsl for cabling. Each celling junciion box to a telepower pole requlres a 10-foot wire
whip for churn, If needed. All cables will terminate In & Jack panel located in the Compuler Server
Room and be properly labeled In {he panel and at the terminating locatlon. This infrastructure may
be revised due to final design configuration which will be Indicated In the DIDs,

GENERAL INFORMATION - VOICE AND DATA CABLING

The lessor shall confract with a Building Industry Consulting Service International (BICS)) RCDD
ceriifiled contractar to furnish, install and test all volce and data cabling to ensure compliance with
all IEEESTIA standards,
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18. LIGHTING

Tha confractor shall calculate and measurs lovels (o ensure that all of the warshousing area wil be
lighted to 30 foot-candles. An appropriate rallghting response dus to loss of powar will ba

established, During an outage, emergency lighting will be provided to allow a safe exit from the
pallst racking areas.

The assembly operallons, office, and printing operation areas will be lighted to 50 foot-candlss.

Simliar to the warshousing area, an appropriate relighting response due to loss of power will be
established as weall as emergency lighting provided,

Switch loopftoggle swilches shall be Installed for each room for lighting control. Switches for all
dslineated araas shall be Inslalled at maln enlrance polnis as well as at emergency exits, Switches

for all other rooms shell be in locations to comply with local and NEC codes, Emergency lighting
shall ba installed throughout the areas.

Rheostat-Controlied Lighting is required In the following areas/rooms: Training Room(s) and
Conference Room, One rheostat will be raquired for every four light fixtures, Lighting banks will be
defarmined by the Government based on the workstation layout,

19. FLOOR COVERINGS

The assembly, warshousa, recelving, and shipping area flecrs do not require floor covering.
Commerclal grada carpet tlles are raquired In offlces. The following areas are to be covered with

commercial grade vinyi tite: Break Room, Vending Area, Training Room{s}, Restroom, Storage
Roomis), Computer Rooms

The Gavernment resarves the right ta choose the color of the carpet/tile from the standard color
palette.

20. PARKING

Lessor wiil provide an adequate number of reserved parking spaces at no cost to the government.
1t 15 desirable for the offered space to be served by public transportation.

21. VENDING

Lessor will allow vanding equipment to be added to the government spacs at ho cost to the
govarmment. Provide circuits with receplaclas to satisfy powsr demand of vending machlhas,
Government will determine the type and quanlity of vending machines to be Installed.

LA
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GENERAL CLAUSES
{Acqulslition of Leasehold interasts in Real Property}

CATEGORY CLAUSENO, 4B CFRREF. CLAUSE TITLE
GENERAL 1 SUBLETTING AND ASSIGNMENT
2 552.270-11 SUCCESSORS BOUND
3 552.270-23  SUBORDINATION, NON-DISTURBANCE AND
ATTORNMENT
4 562.270-24  STATEMENT OF LEASE
5 662.270-26  SUBSTITUTION OF TENANT AGENCY
8 552.270-26  NOWAIVER
7 INTEGRATED AGREEMENT
8 b52.270-28  MUTUALITY OF OBLIGATION
PERFORMANCE 9 DELIVERY AND CONDITION
10 DEFAULT BY LESSOR
¥ 652.270-18  PROGRESSIVE OCCUPANCY
12 MAINTENANCE OF THE PROPERTY, RIGHT TO -
INSPECT
13 FIRE AND CASUALTY DAMAGE
14 COMPLIANCE WITH APPLICABLE LAW
15 652.270-12  ALTERATIONS
186 ACGCEPTANCE OF SPACE AND GERTIFICATE OF
OCCUPANCY
PAYMENT 17 62,204-7 SYSTEM FOR AWARD MANAGEMENT
18 62.204-13 SYSTEM FOR AWARD MANAGEMENT
MAINTENANCE
19 652.270-31 PROMPT PAYMENT
20 62.232-23 "ASSIGNMENT OF CLAIMS
21 PAYMENT
22 62.232-33 PAYMENT BY ELECTRONIC FUNDS TRANSFER—
SYSTEM FOR AWARD MANAGEMENT
STANDARDS OF CONDUCT 23 52,203-13 CONTRACTOR CODE OF BUSINESS ETHICS AND
CONDUCT
24 562,270-32  COVENANT AGAINST CONTINGENT FEES
26 52-203-7 ANTI-KICKBACK PROCEDURES
26 52-223.6 DRUG-FREE WORKPLACE
27 52.203-14 DISPLAY OF HOTLINE POSTER(S)
ADJUSTMENTS 28 §52.270-30  PRICE ADJUSTMENT FOR ILLEGAL OR
IMPROPER ACTIVITY
29 52.216-10 PRICE REDUCTION FOR DEFECTIVE COST OR
PRICING DATA
30 652,270-13  PROPOSALS FOR ADJUSTMENT
31 CHANGES
AUDITS 32 562.216-70  EXAMINATION OF RECORDS BY GSA
33 52.215-2 AUDIT AND RECORDS—NEGCTIATION
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DISPUTES
LABOR STANDARDS

SUBCONTRACTING

34
35
36
37

a8

40

4

42
43
44
45
46

47

522331
62,222.26
§2,202-21
62.219-26

52.222-36
62.222-38

62,222-37

£2,2090-6

b2.216-12
62,210-8
62,219-8
62,219-16
§2.204-10

562.218-73

DISPUTES

EQUAL OPPORTUNITY

PROHIBITION OF SEGREGATED FACILITIES
POST-AWARD SMALL BUSINESS PROGRAM
REREPRESENTATION

EQUAL OPPORTUNITY FOR VETERANS
EQUAL OPPORTUNITY FOR WORKERS WITH
DISABILITIES

EMPLOYMENT REPORTS ON VETERANS

PROTECTING THE GOVERNMENT'S INTERESTY
WHEN SUBCONTRACTING WITH CONTRACTORS
DEBARRED, SUSPENDED, OR PROPOSED FOR
DEBARMENT

SUBCONTRACTOR CERTIFIED COST OR
PRICING DATA

UTILIZATION OF SMALL BUSINESS CONCERNS
SMALL BUSINESS SUBCONTRACTING PLAN
LIQUIDATED DAMAGES—SUBCONTRACTING
PLAN

REPORTING EXECUTIVE COMPENSATION AND
FIRST-TIER SUBCONTRACT AWARDS

GOALS FOR SUBCONTRACTING PLAN

The Informatlon collection requirements conlained In this sollchtation/contract that are not required by regutation
have been approved by the Offlce of Managemsnt and Budget (OMB) pursuant to the Paperwork Reduction Aot
and assigned the OMB Control No. 3080-0163,

o
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GENERAL CLAUSES
{Acquisition of Leasehold Interests In Real Proparly)

1. SUBLETTING AND ASSIGNMENT (JAN 2011)

The Government may sublet any part of the premlses but shall not be relileved fram any obligations under this
lease by reason of any such subletling. The Government may at any time assign this lease, and be relieved from
all obligations to Lessor under this leass excepiing only unpald rent and other liabllities, if any, that have accrued
fo the date of sald assignment, Any subletting or asslgnment shall ba subject to prior wrilten aonsent of Lessor,
which shall not be unreasanably withhald.

2. 552.270-11 SUCCESSORS BOUND (SEP 1989)

This lease shall bind, and inure to the benefit of, the parties and thelr respective helrs, executors, administrators,
suceessors, and assigns.

3. 552.270-23 SUBCRDINATION, NON-DISTURBANCE AND ATTGRNMENT (SEP 1999)

(&)  Lessor warrants that it holds such tille to or other Inferest In the premises and other property as Is
necessary to the Government's access to the premises and {ull use and enjoyment thereof In accordance with the
provislons of this lease. Government agrees, in consideration of the warranties and conditions set forth in this -
clause, that this lease ls subject and subordinate to any and all racorded morigages, deeds of trust and other
llens now or hereafier existing or imposed upon the premises, and {0 any renawal, modification or extension
thereof. It Is the Intention of the partles that this provislon shall be asif-oparative and that no further instrument
shall be required to effect the present ar subsequent subordinallon of this lsase. Government agreas, however,
within twenty (20) business days next following the Contracting Officer's receipt of a written demand, to executs
such Instruments as Lessor may reasonably request to evidence further the subordination of this lease to any
exisfing or future mortgage, deed of trust or other security Interest periaining to the premises, and to any water,
sewer or access easement necessary or deslrable to serve the premises or adjolning properly owned In whole or
In part by ll.assor If such easement does nol interfere with the full enjoyment of any righl granted the Govarnment
under this lease,

{b)  No such subordination, to either exlsting or fulure morigages, deeds of trusf or other llen or securily
instrument shall operate to effect adversely any right of the Government under this lease so long as the
Gaovernment Is not In default under this lease, Lessor will Include in any future morigege, dead of trust or other
sacurily Inatrumant to which thls lease becomes subordinate, or In a separate non-disturbance agreament, a
provision to the foregoing effect. Lessor warrants that the holders of all notes or other obligations secured by
existing morigages, deeds of trust or other securlly Instruments have consented to the provisions of this clauss,
and agrees to provide trite coplas of all such consants lo the Conlracting Officer promptly upon demand.

{¢) Inthe event of any sale of the premises or any portion thereof by foraclosure of the lien of any such
mortgage, deed of trust or other securlly Instrument, or the giving of a deed in llsu of foreclosure, the Government
wlil be deemad o have attorned to any purchaser, purchasers, transferes or transferaes of the premises or any
porlion thareof and iis or thelr successors and assigns, and any such purchasers and lransferees will be deemad
to have assumed all obllgatlons of the Lessor under this lgase, so as o establish direct privity of estate and
conlract betwean Governmeni and such purchasers or \ransferees, with the same foroe, effect and relative priority
in fime and right as i the fease had Inllally been enlered into betwesn such purchasers or transferees and the
Govarnment; provided, further, that the Contracling Offlcer and such purchasers or fransferees shall, with
reasonable prompiness following any such sale or deed delivery In fleu of foreclosure, execute afl such revislons
to this leass, or other wrillngs, as shall be necessary to documsnt the foregolng refationship.

(d) MNone of the foregolng provisions may be deemed or construad to imply a walver of the
Govarnment's rights as a soversign.
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4. 562.270-24 STATEMENT OF LEASE (SEP 1999)

(a) The Coniracting Offlcer will, wilhin thirty (30) days next following the Contracting Officer's recsipt of a
jolnt wrliten request from Lassor and a prospactiva lender or purchaser of the building, exacute and deliver to
Lassor a letter slating that the same Is 1ssued subject to the conditions stated In this clause and, if such is the
case, that (1) the leasa s In fuil force and effect; (2) the date to which the rant and other charges have baen patd
in advance, If any; and (3) whether any notice of default has been issuel.

(b) Lelters issued pursuant 1o this clause are subject to the following conditlons:

(1) That they are based solaly upon a reasonably dillgent review of the Contracting Officer's
leasa le as of the date of Issuancs;

(2 That the Government shall not be held liable because of any defect in or condillen of the
premlses or bullding;

{3} Thal the Contracting Officer does not warran{ or represent that the premises or bullding
comply with applicabls Faderal, State and local law; and

{4) Thal the Lessor, and each prospeclive {ender and purchaser are deamsd fo have
consfructive noflce of such facts as would be ascartainable by reasonable pre-purchase and pre-commiiment
inspection of the Premises and Bullding and by inquiry to appropriate Federal, Stale and local Government
offictals,

5. 6b62,270-25 SUBSTITUTION OF TENANT AGENCY (SEP 1999)

The Government may, at any time and from time to {ime, substitute any Government agency or agencles for the
Governrnant agency or agencies, if any, named in the leass.

8, 562,270.26 NO WAIVER (SEP 1899)

No failure by either party te Insist tpon the strict performance of any provision of this lease or to exerciss any sight
or ramedy consequent upon a breach thereof, and no acceptance of full or partlal rent or other performance by
elther party during the continuance of any suth breach shall constitule & walver of any such breach of such
provislon.

7. INTEGRATED AGREEMENT (JUN 2012)

This Leass, upoh execution, contains the entire agreement of the parlles and no prior willtsn or oral agreement,
oxpress or Implled, shall be admissible o conlradicl the provisions of the Lease. Except as expressly attached to
and made a part of the Lease, nelther the Request for Lease Proposals nor any pre-award communlcalions by
either parly shall be Incorporated In the Leass.

8. 552.270-28 NUTUALITY OF OBLIGATION (S8EP 1998)

The obligations and covenants of the Lessor, and the Govarnment's obligation to pay rent and other Government
obligations and covenants, arising under or related to this Leass, are Interdependent. The Government may, upon
{ssuance of and dellvery to Lessor of & final decislon asseriing a claim agast Lessor, set off such claim, In whole
or In part, a8 agalnst any payment or paymenis then or thereafter dus the Lessor under this lsase. No sefoff
pursugnt to thlg clause shall constitute a breach by the Government of this lease,

9. DELIVERY AND CONDITION {JAN 2011)

(a) Unless the Government elecls 10 have the space occupled in Incremanis, the space must be
dellvared ready for cccupancy as a complate unit,
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(b} The Government may elact to accept the Space notwithstanding the Lessor’s fallure fo deliver the
Space substantially complete; if the Government so elacts, it may reduce the rent payments.

10. DEFAULT BY LESSOR (APR 2012)

{a) The following conditions shall constitute default by the Lessor, and shell give rise to the following
fights and remedies for the Government:

{1} Prior to Acceptance of the Premises. Fallure by the Lessor to diligently perform all
obligations required for Acceplance of the Space within the times specifiad, without excuss, shall constitule a
default by the Lessor. Subject to provision of notice of default to the Lessor, and provision of a reasonable
opportunity for the Lessor to cure ils default, the Government may terminate the Lease on account of the Lessor's
defaufl.

(2) After Acceptance of the Premises. Fallure by the Lessor to perform any servics, to provide
any ltem, or satisfy any requirement of this Lease, without excuse, shall constitute a default by the Lessor.
Subject to provislon of netlce of default to the Lessor, and provislon of a reasonable oppertunity for the Lessor to
cure its default, the Government may perform the service, provide the llem, or oblaln satisfaction of lhe
reguirement by ils own employess or contractors, if the Government elecis to take such action, the Government
may deduct from rental payments its costs incurred in conneclion with faking the action. Alternatively, the
Government may reduce the rent by an amount reasonably ¢alculated to approximate the cost or value of the
service not performed, item not provided, or requirement not salisfled, such reduction effeclive as of the date of
the commencement of the defauit condition,

(3) Grounds for Terminatlon. The Governmenl may terminate the Lease If:

() The Lessor's default parsisis notwithsianding provision of nolice and reasonable
opportunily to cure by the Governmant, or

(i) The Lessor falls to take such actions as are nacessary to prevent the recurrence of
default conditlons,

and such conditions (i) or (i) substantially impalr the safe énd healthful occupancy of the Premisss, or render the
Spacs unusable for lIts Intended purposes.

{4) Exouse. Fallure by the Lessor to timely deliver the Space or perform any service, provide
any ltem, or satisfy any requirement of this Lease shall not be excused If its fallure In performance arises from:

(i) Circumstances within the Lessor's control;

(Il Clreumstances about which the Lessor had actual or conatruclive knowledge prior to
lhe Lease Award Date that could reasonably be expected to affect the Lessor's capabliily
{o perform, regardless of the Government's knowledge of such matters;

() The condilion of the Property;

(v} The acts or omissions of the Lessor, ils employees, agenis or contractors; or

(v) The Lessor's Inabliily to obtain sufficient financial resources o perform Its
obllgations.

(8) The rights and remedles speclfied In this clause are In additlon to any end all remedies fo
which the Govarnment may be enfified as a matter of law.
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11. 652,270-10 PROGRESSIVE OCCUPANCY ({SEP 1900)

The Government shall have the right to elect to oceupy the space In parflal increments prior to the substantial
completion of the entire leased premises, and the Lessor agrees to schedule its work so as to deliver the space
Incrementally as elected by the Governmanl, The Governmant shall pay rent commencing with the first business
day following substantfal completion of the entire leased premise unless the Government has ¢lected to ocoupy
the leased premises incramentally. In case of Incremental occupancy, the Govarnment shall pay rent pro rata
upon the first business day following substantial completion of sach Incremental unit, Rental payments shall
bacome due on the first workday of the month following the manth in which an Incremant of gpace is substantially
complete, except that should an increment of space be substantially compleled after the fifteanth day of the
month, the payment due date will be the first workday of the second month following the month In which It was
substantlally complete. The commancemant date of tha flrm lease term will be a composite determinad fram all
rent commencement dates.

12. MAINTENANCE OF THE PROPERTY, RIGHT TO INSPECT (APR 2015)

The Lessor shall malntaln the Property, Inoluding the bullding, building systems, and all equipment, fixlures, and
appurtenances furnished by the Lessor under this Lease, in good repalr and fenantable condition so that they are
sultable In appearance and capable of supplying such heat, alr conditioning, light, ventilation, safely systems,
accass and other things to the premises, without reasonably preventable or recurring disruption, as Is requlred for
the Governmant’s access o, occlipancy, possassion, use and enjoyment of the premises as provided in this
leage. For the purpose of so maintalning the premises, the Lessor may at reasonabls imes enter the premises
with the approval of the authorlzed Government rapresentative in charge. Upon request of the Lease Contracting
Officer {LCO), the Lessor shall provide writlen documentallon that bullding systems have been proparly
malntained, tested, and are opsratlonal within manufacturer's warranted opsrafing standards. The Lessor shall
malntain the Premises In a safa and healthful condillon according to applicable OSHA standards and all other
requiraments of this Lease, Including standards governing Indoor air quality, existence of moid and other
blologleal hazards, prosence of hazardous materials, ete. The Government shall have the right, at any time after
{he Lease Award Date and during the term of the Lease, to Inspect &ll areas of the Property to which access Is
nacessary for the purpose of detarmining tha Lessor's compllance with this clause,

13. FIRE AND CASUALTY DAMAGE {(JUN 2016)

If the bullding In which the Premlsas are located Is tolally destroyed or damaged by fire or other casualty, this
Leasa shall Iimmediately tetminate. lf the building In which the Pramises are located are only parllally daslroyad
or damaged, so as lo render lhe Premises untenantable, or not usable for thelr Intended purpose, the Lessor shall
have the optlon to elect to repair and restore the Premises or terminalte the Lease. The Lessor shall be parmitted
a reasonable amount of time, nol (o excead 270 days from the event of destruction or damage, to repalr or
restore the Premises, provided that the Lessor submiis to the Govemment a reasonable scheduls for repalr of the
Promisas within 60 days of tha even! of destruction or damage. If the Lessor fails to timaly submit a reasonable
schedule for completing the work, the Govemment may elect 1o tefiminate the Lease effective as of the date of the
avent of destruction or damagae. If the Lessor elects to repalr or restore the Premiges, but fails to repalr or restore
the Premises within 270 days fram the event of desfruction or damags, or falls to dillgenlly pursue such repalrs or
restoratlon so as to render iimely completion commeralally Impraclicable, the Government may terminate the
Lease effeciive as of the date of the destruction or damage. During the time that the Premises are unoccupled,
rent shall be abated. Termination of the Lease by either parly under this clause shall hot glve rise to llabillty for
either party.

Nothing In this lease shall be construad as reliaving Lessor from fabliity for damage to, or destrustion of, property
of the United States of America caused by the wlliful or negligent act or omisslon of Lessor,

14. COMPLIANCE WITH APPLICABLE LAW {JAN 2011)

Lessor shall comply with all Federal, state and local laws applleabls to its ownershlp and leasing of the Prapery,
including, without limltation, laws applicable to the construction, ownershlp, alterallon or operation of all buildings,
struclures, and facllitles located theraon, and obtaln all necessary permlts, licenses and similer tems af its own
expense. The Govarnment will comply with all Federal, State and local laws applicable to and enforceable against

INITIALS: | M&
LESSOR

GOVERNMENT GSA FORM 35178 PAGE 6 (REV 06/16)

o — i R b e




it as a tenant under this lease, provided that nothing in this Lease shall be construed as a walver of the soveralgn
immunity of the Government. This Lease shall be governed by Fedoral law.

15, 552,270-12 ALTERATIONS (SEP 1999)

The Govarnment shall have the right during the exlstence of this Jease to make alterations, attach fixturas, and
arect structures ot signs in or upon the premises hereby leased, which fixtures, addillons or structures so placed
In, on, upon, or attached to the sald pramises shall e and remaln the property of the Government and may be
removed or otherwise disposed of by the Government. If the lease contemplales that the Government Is the sole
occupant of the building, for purposes of this ¢lause, the leased premises Include the land on which the bullding is
slted and the building itself. Otherwise, the Government shall have the right to lle Into or make any physical
connection with any structure located an the properly as Is reasonably neceasary for appraprlate utllizatlon of the
leased space.

16. ACCEPTANCE OF SPACE AND CERTIFICATE OF OCCUPANCY {AFR 2018)

(a) Ten (10) working days prior to the completlon of the Space, the Lessor shall Issue wriilen nolice
to the Govemmaent to scheduts the inspaction of the Space for accepiance. The Govemment shall accapt the
Space only If the consiruation of buliding shell and Tls conforming to this Lease and the approved DIDs is
substantlally complete, and a Cerilflcate of Occupancy has been Issued as set forth balow,

{b} The Space shall be consldered substantially complete only if the Space may be used lor ils
intended purpose and completion of remaining work will not unreasonably Interfore with the Government's
enjoyment of the Space. Acceplance shall be final and binding upon the Government with respect fo
conformance of the complated Tis to the approved DIDs, with the exception of itams ldentifled on a punchiist
generated as a rosult of the Inspection, concealed conditions, latent defacts, or fraud, but shall not relleve the
Lessor of any other Leass requirements,

(0} The Lessor shall provide a valid Certificate of Occupanay, Issued by tha local jurisdiction, for the
Intendad vse of the Government. If the local jurlsdictlon does not Issue Certificates of Occupaney or If the
Cerlificate of Occupancy Is not available, the Lessor may sallsfy this condillon by providing a reporl prepared by a
licensed fire protection engineer that Indlcates that the Space and Bullding are compllant with all applicable local
codes and ordinances and all fire protection and life safely-related requirements of this Leass {o ensure an
acceplable level of safety Is provided. Under such clreumslances, the Government shall only accept the Space
without a Certificate of Ocoupancy If a licensed fire protaction englneer determines that the offered space Is
compliant wilh all applicable local codes and ordinancas and flre protection and Iife safely-related requirements of

fhis Lease.

17. 52.204-7 SYSTEM FOR AWARD MANAGEMENT (JUL 2013)
This clause is Incorporated by reference.

18. 52.204~13 SYSTEM FOR AWARD MANAGEMENT MAINTENANCE {(JUL 2013)
This clause Is Incorparalad by reference.
19, 552,270-31 PROMPT PAYMENT (JUN 2011)
The Govermnment will make payments under the ferms and conditions spscifled [n this clause. Payment shall be
considered as belng made on the day a check Is dated or an elacironlc funds transfer Is made. All days refetred
to in this olause are calendar days, unless otherwlse spaciflad,
(a) Payment due dale—

(1) Rental payments. Rent ghall be pald monthly In arrears and will be due on the first workday
of sach rnonth, and only as provided for by the lease.
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{1} When the date for commencement of rent falls on the 15th day of the month or
earlier, the Inillal monthly rental payment under this contract shall become due on the first workday of the month
following the month In which the commencement of the rent Is effective,

{l} When tha date for commaencement of rent falis alter the 15th day of the month, the
inltial monthly rente! payment under thls conliract shall become due on the first workday of the second month
following the month in which the commencement of the rent is effactive.

{2) Other paymanis. The due date for making payments other than rent shall be the later of the
following two events:

(I) The 30th day after the designated billing office has recelved a propsr Involce from the
Contractar,

{I!) The 30th day after Government acceptance of the work or service. Howaver, If tha
designated bliling offlce falls fo annotate the Invalea with the actual date of recaipt, the Involce paymenl due date
shall be deemed 1o ba tha 30th day afiar the Caniractor's Involce Is dated, provided a proper invoice {8 recelved
and there Is no disagreament over quantity, qualily, or Contractor compliance with coniract raquirements.

{b) Invaolee and Inspection requlrements for payments other than rent.

{1) The Contractor shall prepare and submit an involce to the designated billing office after
completion of the work. A propar involee shall Include the following items:

¢} Name and address of the Contractor.

{i) Involce dats.

(i) Leoase number,

{iv) Government's order number or other authorization.

{v) Descriptlon, price, and quantity of work or services delivered,

{vl) Name and address of Contractor offlclal to whom payment 1s {o be sent {must be the
same as that In the remittance address In the lease or the order).

(vli) Name (where practicable), lltle, phone number, and malling address of parson fo be
noiifled in the event of a defaciive Involce.

(2) The Governmant will Inspect and determine the acceptabllity of the work performed or
services dellverad within seven days after the recelpt of a proper Invoice or notification of complation of the work
or services unless a different period 1s specified at the time the order Is placed. Il actual acceptance ocours later,
for the purposs of determining the payment due date and calculation of interest, acceptance will be deemed to ,
occur on the last day of the seven day Inspection perlod. If the work or sarvice Is rejected for fallure to conform to
the tachnical requirements of the contract, the seven days will be counted beginning with recelpt of a new Involce i
or notlficatlon, In elther case, the Conlractor Is not entified to any payment or interest unless actual aceeptance by l
the Government occurs.

(c) Interost Ponslly.

{1) An Interast penally shall be pald avtomatically by the Government, withotl request from the
Contractor, [f payment Is not mads by the due date.

{2) The interest penalty shall be at the rate eslablishad by the Secretary of the Treasury under

Section 12 of the Contract Disputes Act of 1978 (41 U.8.C. 811) thal is In effect on lha day after the due date.
This rate is referred to as the "Renegotlation Board Interest Rate,” and it Is published In the Federal Reglster
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semlannually on or about January 1 and July 1. The Interest penalty shall accrue dally on the payment amount
approved by the Government and be compounded In 30-day Increments inclusive from the first day afler the due
date through the payment date.

{3) Interest penaltles will not continue to accrue afler the filing of a claim for such panalties
under the clause at 62.233~1, Disputes, or for mara than one year, inlerest penaliles of lags than $1.00 need not
be pald.

{4) Interest penaltlas are not required on payment delays due to disagreement between the
Government and Contractor over the payment amount or other Issues Invelving contract compllance or on
amounts temporarily withheld or retained In accordance with the terms of the conlract. Claims Involving disputes,
and any interest that may be payabis, will be resolved In accordance with tha clause at 652,233-1, Disputes,

(d) Overpayments. It lhe Lessor becomes aware of a duplicate payment or that the Governmaent has
otherwlse overpald on a payment, the Contractor shall—

{1) Return the overpayment amount {o the payment office cited In the contract along witht a
gescriplion of the overpayment including the—

(i) Clrcumstances of the overpayment! (e.g., dupiicate payment, erroneous payment,
liquidaticn errors, dale(s) of overpayment);

(1) Affecled lease numbaer; (iil} Affected lease line item or sub-line Item, If appliceble; and

(lti} Lessor point of contact.

(2} Provide a copy of the remitlance and supporfing documentation fo the Contracling Officer.

20, 52,232-23 ASSIGNMENT OF CLAIMS {MAY 2014)
{Applicable to leases over the micro-purchase (hreshold.)

{a) The Gontractor, under the Asslgnment of Claims Act, as amended, 31 1.8.C, 3727, 41 U.8.C, 6305
{hereafter refarred to as “the Acl’), may asslgn Its rights 1o be pald amounts dus o to become due as a result of
the performance of this contract to a bank, trust company, or other financing Institution, Inckiding any Federal
lending agency. The assignea under such an assignment may thereafter further asslgn or reasslgn Its right under
the criginal assignment to any type of financing Institution deseribed in the preceding sentenca.

{b) Any asslgnment or reassignment authorized under the Act and this clause shall cover all unpald amounis
payable under thls contract, and shall not be made to more than one party, except that an asslgnment or
roassignment may be made to one party as agent or lrustes for two or more parties particlpating In the financing
of this contract,

(c) The Contractor shall not furnish or disclose to any assignee under this confract any classified document
(including this conlract) or information related to work under this contract untll the Contracting Officer authotlzes
such action In writing.

21. PAYMENT (MAY 2011)

{a) When space Is offered and acoepled, the amounl of Amerlcan Natlonal Slandards
Institute/Bullding Owners and Manegers Assoclation Office Area (ABOA) square footege dalivered will be
conflrmed by:

(1)  The Government's measurement of plans submilted by the successful Offeror as approved
by the Government, and an inspection of the space to verify that the delivered space is In conformance with such
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plans or

(2) A mutual on-site measuremant of the space, if the Confracling Officer delarmines that it Is
necassary.

{b) Payment wlll not be made for space which is In excess of the amount of ABOA squere footage
stated in the lease.

(c) i It Is determined that the amount of ABOA square footage actually delivared i3 less than the
amount agreed to In the lease, the lease will be modified to reflect the amount of ABOA space deliverad and the
annuai rental will be adjusted as follows:

ABOA square faet not dellvered muilipiled by one plus lhe common area factor (CAF), multipiled
by the rale per rentable square fool (RSF). Thatls: (1+CAF)x Rate per RSF = Reduction In Annual Rent

22, 52.232-33 PAYMENT BY ELECTRONIC FUNDS TRANSFER—SYSTEM FOR AWARD MANAGEMENT
(JUL 2013)
This clause Is Incorporated by reference.

23. 52.208-13 CONTRACGTOR CODE OF BUSINESS ETHICS AND CONDUCT {OCT 2015)
(Applicable o leases over $5.5 milllan total contract value and performance perlod Is 120
days or mors,)
This clause Is Incorporaled by refarence,

24, 552.,270-32 COVENANT AGAINST CONTINGENT FEES (JUN 2011)
(Applicable to leases over the Simpilfied Lease Acquisition Threshold.)

(a) The Contractor warrants that no person or agency has besn employed or retalnad to solich or
abtaln this contract upon an agreement or understanding for a confingent fee, except a bona fide employee or
agency. For breach or violation of this warranty, the Govemment shell have the right lo annul this contract without
liabliity or, In Its discretlon, o deduct from the contract price or consideration, or otherwlsa recover the full amount
of the contingent fes.

{b}  Bona fide aganey, as used In this clause, means an sstablished commoerclal or selling agency
{Including licensed real estats agents or brokers), maintalned by a Contractor for the purpose of securing
business, thet nelther exerts nor proposes to exert improper influence to solleli or obtaln Govaernment contracts
nor holds itsalf out as belng able to abtain any Government contrast or contracts through Improper Influsnce.

{1) Bona fide smployes, as used In this clause, means a parson, employsd by a Confractor and
subject to the Contractor's suparvisien and condrel as to time, place, and manner of performance, who nelther
exerts nor propoeses to exart Improper Influsnica to sollcit or obteln Government contracts nor holds out as belng
abla to obtaln any Government contract or contracts through Improper influence.

{2) Contingent fes, as used In this clause, means any commisslon, percentage, brokerage, or
other fea that Is contingent upon the success that a person or concern has In securing a Government contract,

{3) improper Influence, as used In this clause, means any Influsnce that Induces or tends to
Induce a Governmient employse or officer to glva consideratlon or to act regarding a Government contract on any
basls other than the merits of the matter.

25, 52.203-7 ANTI-KICKBACK PROCEDURES (MAY 20+i4)

(Applicable to leases over the Simplified Lease AcquisitionThreshold.)
This clause Is Incorporaled by reference,

b T, f’f
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26. 52.223-6 DRUG-FREE WORKPLACE {(MAY 2001)

(Applicable to leases over the Simplified Lease Acquisition Threshold, as well a¢ to Ipases
of any value awarded to an Indlividual.)

This clause is Incorporaled by reference,

27. 52.203-14 DISPLAY OF HOTLINE POSTER(S) (OCT 2015)

{Applicabie 1o loases over $5.6 Milon total contract velue and performance period 1s 120
days or more.)
{a) Definition,

“Unfted States,” as used In this clause, means the 50 States, the District of Columbla, and ocutlying areas,
(b) Display of fraud hotline poster(s). Except as provided In paragraph (¢)—

(1} Durlng contract performance In the Unifed States, the Contractor shall prominantly display in commeon
work areas within businass segments performing work under this contract and at contract work siteg-—

)] Any agency fraud hotline poster or Departmani of Homeland Securlty (DHS) fraud holline poster
dentifled in paragraph {(b){8) of this clause; and
{if) Any DHS fraud hotline poster subsequently Ident(fled by the Centrasting Officer.

(2) Additionally, If the Contractor maintalns a company website as a method of providing Information to
empioyses, the Conlractor shall display an electronic verslon of the posler(s) at the website,

{(3) Any requirad posters may be oblalned as follows:

Poster(s) Obtain from
(B3SA Office of Inspector General *FRAUDNET HOTLINE Contracling Offlcer

{Coentracting Ofilcer shall Insert—

)] Appropriate agency name(s) andfor tiile of applloable Depariment of Homeland Security fraud
hotline poster); and

1)) The webslia(g) or other contact Information for obtalning the poster(s).)

(c) if the Contractor hias Implemented a business elhles and conduct awarensss program, including a
reporling mechanism, such as a hotline poster, then the Cantractor nsed not display any agency fraud holline
posters as required in paragraph {b) of this clause, other than any requited OHS posters.

(d) Subconiracts. The Contractor shall Include the subslance of this clause, Including this paragraph (d), in all
subcontracts that exceed $5.5 milllon, except when the subcontract—

{1) Is for the acquisition of a commercial ltlem; or
(2) Is performed eniirely outslde the United States.

28. 552,270-30 PRICE ADJUSTMENT FOR ILLEGAL OR IMPROPER ACTIVITY (JUN 2011}
{Anplicable to leases over the Simplifled Lease Acquisition Threshold.)

TNITIALS! L M
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{a) if the head of the contracting activity (HCA) or hls or her desighes delermines that there was &
violation of subsection 27{a) of the Offlce of Federal Frocurement Pollcy Acl, as amended {41 U.8.C. 423), as
Implementsd In the Faderal Acquisition Regulallon, the Government, at Its slection, may—

{1}  Reduce the monlhly rental under this lease by five percent of the amount of the rental
for each month of the remalning term of the lsase, including any option periods, and recover five
parcant of the rantal already pald;

{2} Reduce payments for alterations not Includad !n monthly rental payments by five
percent of the amount of the alterations agreement; or

(3) Reduce the payments for violaflons by a Lessor's subconiractor by an amount not to

oxceed the amount of profil or fee refleoted in the subcontract at the ime the subcontract was
placed.

{b} Prior to making a deferminalion as set forth above, the HCA or deslgnee shall provide to the
Lessor a wrilten notice of the action belng constdered and the basls thereof, The Lessor shall have a perlod
determinad by the agency head or designes, but not less than 30 calandar days after receipt of such notise, to
submit In person, in writing, or through a representalive, Information and argument in oppositien to the proposed

reduction. The agency head or designee may, upon good cause shown, deierming to deduct lass than the above
amounts from payments,

(e The rights and remedies of the Government spaclfied hereln are not excluslve, and are in
additlon to any other rights and remedies provided by law or under this lease,

29, 62,215-10 PRICE REDUCTION FOR DEFECTIVE COST OR PRICING DATA (AUG 2011)
(Applicabla when cost or pricing data are required for work or sarvices avar $750,000.)
This ofause Is incorporated by reference.
30. 552.270-13 PROPOSALS FOR ADJUSTMENT (SEP 1899)

(a) The Contracting Officer may, from time 1o Ume during the term of thls lease, require changes to
be made In the work or services lo be performad and In the terms or condilions of this lease, Such changes will
ba required under the Changes clauss.

{b) If the Contracling Officer makes a change wilhin the general scaps of tha leass, the Lessor shall

submit, in a flmely manner, an ftemlzed cost proposal for the work lo be accomplished or services to be

performed when the cost exceeds $100,000. The proposal, including all subconirector work, will contaln at loast
the followlng detall-—

{1) Materlal quantities and unit costs;

(2) Labor cosls {identified with specific item or matarial to be placed or operalion to be performaed;
(3) Equlpment costs;

4 \;Vc:rker‘s compeansation and public llabllity Insurance;

{6y Overhoad;

(6} Proflt; and

{7) Employment taxes under FICA and FUTA,

{c) The foliowing Federal Acquisifion Regulallon (FAR) provisions also apply to all proposals
axcseding $600,000 in cost—

],
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{1) The Lessor shall provide cost or prising data Including subcontraclor ¢ost or pricing
data (48 CFR 15.403-4) and

(2} The Lessor's represantativa, all Contractors, and subcontractors whose porflon of the
work exceads $500,000 must slgn and retum the "Certificate of Current Cost or Priging Data" (48 CFR 15.408-2),

(d) Lassors shall also refer to 48 CFR Par 31, Conlract Cost Princlples, for Informatlon on which
costs are allowabls, reasonhable, and allocable In Government work.

31, CHANGES (MAR 2013)

(a) The LCO may at any time, by wrillen order, direct changes to the Tenant Improvemants within the
Space, Bullding Securily Requirements, or the services required under the L.eass.

(b) If any such change causes an increase or decrease In Lessor's costs or time required for
perfarmance of its obligations undar (his Leasa, whethar or not changad by tha order, the Lessor shall he entitiad
fo an amendment to the Lease provlding for one or more of the following:

{1) Anadustment of the dslivery date;

(2) Anequltable adjustment fn the rental rate,

(3} A lump sum equitable adjustment; or

{4)  Achange 1o the operating cost bass, if applicabls.

¢ The Lassor shall assert its right to an amendment under this clauss within 30 days from the date
of recalpt of the change order and shall submit a proposal for adjustment. Fallure to agree to any adjustment
shall be a dlspule under the Disputas clause. However, the pandency of an adjusiment or existence of a dispute
shall not excuse the Lassor from proceading with the change as diracted.

{d) Absent a wiltten change order from (he LCO, or from a Government officlal to whom the LCO

has explicitly and In writing delegated tha authority to diract changes, the Government shall not be liable to Lessor
under this clause.

32. 852.218-70 EXAMINATION OF RECORDS BY GSA (FEB 1096)

The Contracior agrees that the Adminietrator of Gensral Services or any duly authorized representative shali, until
the explratlon of 3 years after final payment under thls contract, or of the ime perlods for the particular records
specified In Stubpart 4.7 of the Fedetal Acquisition Ragulation (48 CFR 4.7), whichever expires earlier, have
access to and the right to examine any books, documents, papers, and records of the Contractor Involving
transactions relatad to this contract or compliance with any ¢lauses thereunder, The Contrattor furiher agrassto
Include In all its subcontracts hersundsr a provision to the effect that the subcontractor agrees that the
Administrator of General Services or any duly authorized representatives shall, until the explration of 3 years after
final payment under the subcontract, or of the time perlods for the parlicular records specified in Subpart 4.7 of
the Federal Acquisition Regulation (48 CFR 4.7), whichever explres earlier, have access o and the right to
examine any books, documents, papers, and records of such subcontractor involving transactions related to the
subcontract ar compllance with any clauses thereunder. The term “subconlract” as used in this clause exchudes
{a) purchase orders not excesding $100,000 and (b) subcontracts or purchase orders for public utility services at
rates established for uniform appilcabliity lo the general public.

33, 52,215-2 AUDIT AND RECORDS—NEQOTIATION (OCT 2010)

(Applicable to leases over the Simplifled Lease Acquisition Thrashold.)
This clause Is Incorporated by reforence,
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34, 52.233-% DISPUTES {MAY 2014)
This clause is incarparated by reference.

35, B62.222-26 EQUAL OPPORTUNITY (APR 2015)
This clause Is Incorporaled by referencs.

36, 52.222-21 PROHIBITION OF SEGREGATED FACILITIES (APR 20185)
This ciause 18 incorporaled by reference,

37. 62,219-28 POST-AWARD SMALL BUSINESS PROGRAM REREPRESENTATION (JUL 2013)

{Applicable to leases exceading the micro-purchase threshold.)
Thls clause Is Incorporated by reference.

38, 52,222-35 EQUAL ORPPORTUNITY FOR VETERANS {OCT 2015)
(Applicable to leases $1560,000 or more, total contract value.)

{a) Definitions. As used in this clause~

“Active duty wartime or campaign badge veteran,” "Armed Forces service medal vateran,” *disabled veteran,”

“protected veteran,” "qualified disabled veteran,” and ‘recently separated veteran® have the meanings given at
FAR 22.1301.

(b) Equal opportunity clause. The Contractor shall ablde by the requirements of the equal opportunily clause at
44 CFR 80-300.5(a), as of March 24, 2014. This clause prohibits discrimination against qualified protscted
velerans, and requires affirmative aclion by the Contractor to employ and advance In employment quatifled
protected velerans.

(¢) Subcontracls. The Contractor shall Insert the terms of this clause In subcontractes of $150,000 or more
unless exempted by rulas, regulations, or orders of the Secretary of Labor. The Contractor shall act as
specified by the Director, Office of Fedaral Contract Compllance Programs, to enforce the terms, including
aation for noncompllance. Such necessary ¢changes in language may be mada as shall be approprlate to
Identlfy properly the parties and thelr undertakings.

39, §2.222-36 EQUAL OPPORTUNITY FOR WORKERS WITH DISABILITIES (JUL 2014}
{Applicabie {0 leases over $15,000 {otel contract valus.)

(a) Equal opportunity olause. The Conlractar shall ablde by the requirements of the equal opportunity clause
at 41 CFR 80-741.6(a), as of March 24, 2014. This clause prohibits discrimination agsinst qualified individuals on

the basis of disablilty, and requires affirmetive aclion by the Contractor {0 employ and advance in empioyment
qualifled individuals with disabtlitles.

(b) Subconiracts. The Contractor shall Include the terms of this clause In every subconlract or purchase order
In excess of $16,000 unlass exempted by rules, regutations, or orders of the Seoretary, so that such provislons
will be binding upon each subcontractor or vendor, The Contractor shall act as specified by the Diractor, Otfice of
Federal Contract Compliance Programs of the U.S. Depariment of Labor, to enforce the {erms, Including action
for noncompliance. Such nacessary changas in language may he made as shall be appropriate to {dentify
properly the parties and thelr undertakings.

40. 52.222-37 EMPLOYMENT REPORTS ON VETERANS (FEB 2016)
{Appilcable to leases $160,000 or more, total contract valus.)
This clause Is Incorporated by reference.
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41, 62.208-6 PROTECTING THE GOVERNMENT'S INTEREST WHEN SUBCONTRACTING WITH
GONTRACTORS DEBARRED, SUSPENDED, OR PROPOSED FOR DEBARMENT {OCT 2015)
{Applicable to leases over $35,000 tetal contract value,)

This clause Is Incorporatad by reference,

42, 52.21512 SUBRCONTRAGTOR CERTIFIED COST OR PRICING DATA {OCT 2010)
{Applicabla If over $750,000 tolal conlract valua.)
This clause Is incorparatad by reference.

43, 62.219-8 UTILIZATION OF SMALL BUSINESS CONCERNS {OCT 2014)

{Anplicabls ta laases over the Simplifled'Lease Asquisition Threshald.)
This clause s Incorparated by referencs.

44. 52,2199 SMALL BUSINESS SUBCONTRAGTING PLAN {OCT 2015) ALTERNATE {ll (OCT 2015)

(Applicable to leases aver $700,000 total contract value.)
This clatse Is fncorporated by reference.

45, 52.210-16 LIGUIDATED DAMAGES~SUBCONTRACTING PLAN {JAN 1899)
{Appllcable to leases over $700,000 tolal contract value.)
This clause fs incorporated by reference.

48, 52.204-10 REPORTING EXECUTIVE COMPENSATION AND FIRST-TIER SUBCONTRACY AWARDS
(OCT 2015)

(Appiloable If over $30,000 total contract value.)
This olause fs Incorporaled by reference,

47, 552,219-73 GOALS FOR SUBCONTRACTING PLAN {(JUN 2005), ALTERNATE | {SEP 1099)
(Applicable if over $700,000 total contract value.)
This clause Is Incorporated by reference.
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ADDENDUM to the System for Award Management (SAM) |Request for Lease |Dated
REPRESENTATIONS AND CERTIFICATIONS (Acquisitions |Proposals Number ! /
of Leasehold Interests in Real Property) 6IN0157 6? | 7

Complete appropriate boxes, sign the form, and attach to offer.
The Offeror makes the following additional Representations. NOTE: The "Offeror,” as used on this form,
is the owner of the property offered, not an individual or agent representing the owner.

1. ANNUAL REPRESENTATIONS AND CERTIFICATIONS FOR LEASEHOLD ACQUISITIONS
(APR 2015)

(@) (1) The North American Industry Classification System (NAICS) code for this acquisition is
‘(5#3; §12?i0t;nless the real property is self-storage (#531130), land (#531190), or residential

(2) The small business size standard is 38.5 Million in annual average gross revenue of the
concern for the last 3 fiscal years.

(3) The small business size standard for a concern which submits an offer in its own name,
other than on a construction or service contract, but which proposes to furnish a product
which it did not itself manufacture, is 500 employees.

(b) The System for Award Management {SAM) is a centrally located, searchable database which
assists in the development, maintenance, and provision of sources for future procurements. The
Offeror, by signing this addendum, hereby certifies he is registered in SAM.

[,@/ Registration Active and Copy Attached

2. 552.203-72 REPRESENTATION BY CORPORATIONS REGARDING AN UNPAID
DELINQUENT FEDERAL TAX LIABILITY OR A FELONY CONVICTION UNDER ANY FEDERAL LAW
(DEVIATION) (OCT 2013)

(@) Inaccordance with Sections 630 and 631 of Division of the Consolidated Appropriations Act,
2012 (Pub. L. 112-74), and Section 101 of the Continuing Appropriations Act, 2014 (Pub. L.
113-16) none of the funds made available by the Continuing Appropriations Act 2014 may be
used to enter into a contract action with any corporation that---

(1) Has any unpaid Federal tax liability that has been assessed, for which all judicial and
administrative remedies have been exhausted or have lapsed, and that is not being
paid in a timely manner pursuant to an agreement with the authority responsible for
collecting the tax liability, where the awarding agency is aware of the unpaid tax
liability, unless the agency has considered suspension or debarment of the
corporation and made a determination that this further action is not necessary to
protect the interests of the Government, or

(2) Was convicted, or had an officer or agent of such corporation acting on behaif of the
corporation convicted of a felony criminal violation under any Federal law within the
preceding 24 months, where the awarding agency is aware of the conviction, unless
the agency has considered suspension or debarment of the corporation or such officer
or agent and made a determination that this action is not necessary to protect the
interests of the Government.

{b} The Contractor represents that—
15 Ao
(1) Itis ¥ not A s-corporation that has any unpaid Federal tax liability that has been
assessed, for which all judicial and administrative remedies have been exhausted or

GSA FORM 3518-SAM PAGE 1 (REV 01/16)
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(2)

have lapsed, and that is not being paid in a timely manner pursuant to an agreement
with the autho 'tx_responsible for collecting the tax liability.

ltis[]isn a corporation that was convicted, or had an officer or agent of the
corporation acting on behalf of the corporation, convicted of a felony criminal violation
under any Federal law within the preceding 24 months.

3. OFFEROR’S DUNS NUMBER

(a)
(b)

An offeror may obtain a DUNS number (i) via the Internet at

http:/fedgov.dnb.com/webform or if the offeror does not have internet access, it may call Dun and

Bradstreet at 1-866-705-5711 if located within the United States; or (ii) If located outside the United
States, by contacting the local Dun and Bradstreet office. The offeror should indicate that it is an offeror
for a U.S. Government contract when contacting the local Dun and Bradstreet office.

OFFEROR OR NAME, ADDRESS (INCLUDING ZIP CODE) TELEPHONE NUMBER
LEGALLY AUTHORIZED .
REPRESENTATIVE Cj‘gggm' c \ M olner m 25Y- 573‘)51

12 U0 Shelbqulia (24 #HI00
W LY Y6897

\JI'.

(/] 17

Date
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USER NAME PASSWORD

(DM |

Forgot Username?  Forqot Password?

SaM.gov wiil be down for scheduled malntenance Saturday, 01/07/2017, from 8:00 AM to 4:30 PM (EST).

Name: Gabe Molnar

Create an Acco

Content Glossa

Acco “ﬂtr:lation Account Activated - Confirmation

] » = ummai
[ndividua confimation
Fri Jan 06 16:34:57 EST 2017
Thank you for activating your SAM account! You will be taken to the User Dashboard page. Once on
the User Dashboard, you will have the option to migrate an account from a legacy system. Use the Done
button to continue,
M | System for Award Managament 1.0 1BM v1.P.60,20161222-1237

WwWW2

ite to all Users: This |s a Federal Government computer
tem. Use of this system oonstitutes consent to monitoring at all
1es.

“USA.o0r.

3/
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Gabe Molnar

from: Customer Service (Dun & Bradstreet iUpdate) <donotreply@iupdate.dnb.com>
Sent: Friday, January 06, 2017 4:44 PM
To: Gabe Molnar
Subject; Dun & Bradstreet iUpdate : Company Order Request
street

Dun & Bradstreet iUpdate : Company Order Request

scessfully submitted to Dun & Bradstreet. All information will be reviewed and validated by Dun & Bradstreet, Please Find below yo

bl . . . Companyinformation _ _ . .. .| Type of Request, . |l Expected Deilvery | __ Ordec P{
River Ridge Five, LLC, .
B | 12010 Shelbyville Road, #200, Loulsvilie, Kentucky Govt Request 1Business Day 30

er Service

1wet-based service that allows business principals to view, print, and request updates their company Information,

1 contained in this transmission may contain privileged and confidential information. It Is intended only for the use of the person(s} named above, who is an user of Dun & Bra
'ereby netified that any review, dissemination, distribution or duplication of this communication, and the information contained i L, is strictly prohibited. If you are not the Inten
*all copies of the original message.

lo not reply to this message.

iAll rights reserved.
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GSA

GSA Great Laltes Region

AMENDMENT NO. 1 TO REQUEST FOR LEASE PROPOSALS (RLP) NO. 6IN0157
December 21, 2016

Bureau Of The Census

The subject Request for Lease Proposals (RLP) [s amended as foliows to:

RLP Paragraph 3.02. Subparagraph B RECEIPT OF LEASE PROPOSALS (SEP 2013} is deleted in its
entirety and replaced with the following:

B. In order to be considered for award, offers conforming to the requirements of the RLP shall be
received in one of the following ways:
1. No later than 5:00 PM Central Standard Time (CST) on the following date at the
following designated office and address:
Date: January 6, 2017
Office
Address: Elleen Khanloo

.ease Contracting Officer

PBS, GSA Reai Estate Division
230 8. Dearborn Street, Suite 3300
Chicago, IL 60604

2. No later 5:00 PM Central Standard Time (CST) on the following date at the following
email address:
Date: January 6, 2017
Email eileen.khanloo@gsa.gov
Address:

Amendment No. 1 Initials: M& /‘6&/

RLP No. 6IN0157

Lessor Gov't

PBS, General Services Administration
Real Estate Division

230 S. Dearborn St,, Suite 3300
Chicago, IL 60604



GSA Great Lakes Region

AMENDMENT NO. 2 TO REQUEST FOR LEASE PROPOSALS (RLP) NO. 6INO157
March 7, 2017

Bureau Of The Census

The subject Request for Lease Proposals (RLP) is amended as follows to:

item No. 1

ALP Paragraph 3.07 is deleted in its entirety and replaced with:

‘A TENANT IMPROVEMENT ALLOWANCE PRICING:

No Tl Allowance per ABOA SF shall be included in the RLP (T)s ara the finishes and fixtures that typically
take Space from the shell condition to a finished, usable condition.) However, the Government reserves
the right to amend the RLP, prior to Lease Award, to include a Tl allowance of $9.984833 per ABOA SF,
or a lesser amount per ABOA SF as determined by the Government. The Tl Allowance shall be used for
the build-out of the Space in accordance with the Government approved design intent drawings. All Tls
required by the Government for occupancy shal! be performed by the successful Offeror as part of the
rental consideration, and all improvements shall meet the quality standards and requirements of this RLP
package and its attachments.

B. If the Government exercises its right to amend the RLP prior to Lease Award, to include a Ti
Allowance, the Tenant Improvements shall Include all the Offeror's administrative costs, general
contractor fees, subcontractor's profit and overhead costs, Offeror's Project Management fee, design
costs, and other associated project fees necessary to prepare construction documents and to complete
the Tis. It is the successful Offeror's responsibility to prepare all documentation (working/construction
drawings, etc.) required to receive construction permits. NGO COSTS ASSQCIATED WITH THE
BUILDING SHELL SHALL BE INCLUDED IN THE TI PRICING."

ltem No. 2

BLP Paragraph 3.11 is deleted in its entirety and replaced with:

“The Offeror shall specify which ulllities, if any, are excluded from the rental consideration. If any such
utllities are excluded, the Offeror shall obtain a statement from a registered professional engineer stating
that all HVAC, plumbing, and other energy intensive Building systems can operate under the control
conditions stated in the Lease. The statement shall also identify all Building systems that do not conform
to the system performance values, including the “recommended” or "suggested” values of ANSI/ASHRAE
Standard 90.1, “Energy Efficient Design of New Buildings Except Low Rise Resldential Buildings,” or
more restrictive state and local codes,

The Offeror shall submit a building operating plan 60 days prior to rent commencement date. Such plan
shall include a schedule of startup and shutdown times for operation of each building system, such as
fighting, HVAC, and piumbing. Such plan shall be in effect on the Lease Term Commencement Date.”

ftem No. 3
Lease Paragraph 3.09 is INTENTIONALLY DELETED".

Amendment No. 2 [nitials: M & /LA
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GSA

GSA Great Lakes Region

Item 4

Lease Paragraph 3.23.E. is deleted in its entirety and replaced with:

"Loading docks shall have a roll-up colling type door with lock or Insulated sectional overhead doors
and seals with lock."

Item No. 5

Lease Paragraph 8,31.B. is deleted in its entirety and replaced with:

“Warehouse floor surfacing shall have the appropriate surface performance for the operations being
performed as outlined in the following table and as verified with in situ testing. The appropriate surface
performance shall be maintained throughout the life of the lease term. Periodic in situ testing shall be
performed at a frequency appropriate for the expected useful life of the floor attribute required to be
maintained:

DUTY APPLICATION PERFORMANCE
d. Class3 light abrasion— Light-duty Dust free finish
rubber tire and
foot traffic

b. Floor Hardeners, or coatings shall be utilized to achieve the wear performance for the appropriate
duty class required in the above table. Coatings, such as polyurethanes membranes are only
acceptable for class 3.  Should hardeners be required then nano-lithium silicates or other
environmentally friendly practices must be employed.

c. In situ abrasion resistance required of class 2 or 3 shall be determined in accordance with BS EN
13892-4: 2002"

Item No. 6

Leage Paragraph 3.42.A. is deleted in its entirety and replaced with:

"Warehouse areas: Temperature control for all warehouse areas shall be provided by ceiling mounted

heating equipment capable of maintaining temperatures conforming to local commercial equivalent

temperature levels and operating practices, the same as office space, in order to maximize tenant !
satisfaction (with all doors ciosed) throughout the warehouse area during the heating season regardless

of the outside temperature. Unit heaters shall be controlled by individual thermostats mounted in the area

of the unit heaters, or controlled from a central master time clock of the 7-day type with a separate

manual overdrive switch (12 hours) or other automatic means to permit setback of temperature at night

and on weekends. Thermostats shall be secured from manual operation by key or locked cage. A key

shall be provided to the Government's designated representative, Central air rotation units will be

acceptable if loading dock areas are equipped with unit heaters for direct heating over doors. In the

warehouse area, unit heaters shall be mounted tight to the ceiling for maximum headroom. Temperature

control for all warehouse areas shall be provided by ¢ooling equipment capable of maintaining a

maximum temperature of 70 degrees Fahrenheit (with all doors-closed) throughout the warehouse area

during the cocling seascn regardless of the outside temperature. Lessor shall provide ventilation/air i
circulation in accordance with the latest version of ASHRAE 62.1." |

Item No. 7
Lease Paragraph 3.46.E. is "INTENTIONALLY DELETED", !

i
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GSA

Item No. 8

Lease Paragraph 3.57.C. is deleted in Its entirety and replaced with:

"Dock-high doors shall be a minimum of 8 wide by 10' high and shall be approximately 48" above finished
exterior grade unless otherwise specified in the Agency Special Requirements, Doars shall be insulated
{R8 or better) with 2" angled, metal track and manual push-up. Manual cpeners on dock doors are
acceptable. Door shali be spring loaded to assist opening and o safe return to the closed position.
Weather-tight seals shall be provided around all 4 sides of the doors.”

GSA Great Lakes Region

Item No. 9

Lease Paragraph 3.57.D. Is deleted in its entirety and replaced with:

Drive-in doors shall be a minimum of 12' wide by 14’ high unless otherwise specified in the Agency
Special Requirements. The slope of the ramp shall not exceed 8.3% or by local code, whichever is more
stringent. Doors shall be insulated (R8 or better) with 2" angled, metal track with chain hoist for opening
and closing. Weather-tight seals shall be provided around ail 4 sides of the doors.

item No. 10

Lease Paragraph 3.57.E. is deleted in its entirety and replaced with:

“Lessor shall equip each dock with hydraulic dock levelers or mechanical dock levelers with chain
assist. If exterior to the building, the entire loading dock bay shall be enclosed unless otherwise specified
by Lessee. Lessor shall provide a means to reduce the infiltration of outside debris into the building at the
entrances and exits at loading docks and service entrances.”

Item No. 11

Lease Paragraph 3.57.G. is deleted in its entirety and replaced with:

“All dock wells shall be level throughout. Each dock shall have a roll-up, coiling type industrial steel
warehouse & dock door or insulated sectional overhead doors and geals with lock. The loading
dock area shall be nearly fiat with a 1:50 slope for dralnage. The minimum headroom in the loading berth
and apron space is 4,600 mm (15 feet). When a steeper slcpe is required in the apron area, the
headroom must increase with a gradient allowance to permit trucks to traverse the grade change. If the
approach to the loading dock Is ramped, the design must permit easy show removal.”

Item No. 12
Lgas Paragraph 4.01.A. Is deleted in |ts entirety and replaced with:

. In conjunction with the Govemnment, the Lessor shall commit as
part of shell costs to a 2 day DID workshop tentatively scheduled to begin within 5 Working Days after
award at the office of the Lessor's architect or an alternate location agreed to by the Government. The
architect will provide full design services so that the DIDs can he completed during this conference.”

Item No. 13

Lease Paragraph 4.01.D, is deleted in its entirety and replaced with:

“The Lessor's preparation and submission of construction documents (CDs): The Lessor as part of the Ti
must complete CDs conforming to the approved DIDs not later than 10 Working Days following the
approval of DIDs. The pricing for this work is included under the A/E fees established under Section 1 of
the Lease. If during the preparation of CDs the Lessor becomes aware that any material requirement
indicated in the approved DIDs cannot be reasonably achieved, the Lessor shall promptly notify GSA, and
shall not proceed with completion of CDs until direction is received from the LCO, The LCO shall provide
direction within 10 Working Days of such notice, but the Government shall not be responsible for delays
to completion of CDs occasioned by such circumstances. For the purpose of this paragraph, a "material
requirement” shall mean any requirement necessary for the Government's intended use of the Space as
provided for in, or reasonably inferable from, the Lease and the approved DIDs (e.g., humber of
workstations and required adjacencies).”
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GSA Great Lakes Region

Item No. 14

Lease Paragraph 4.01.F. is deleted in its entirety and replaced with:

“The Lessor's preparation and submission of the Ti price proposal: The Lessor shall prepare and submit
a complete Tl price proposal in accordance with this Lease within 15 Working Days following the end of
the Government CD review period.”

item No. 15 :

Lease Paragraph 4.01.H is deleted in its entirety and replaced with:

" Negotiation of T| and BSAC price proposals and issuance of notice to proceed (NTP): The Government
shall issue NTP within 12 Working Days following the submission of the Tl and BSAC price proposals,
unless these have been priced as turnkey, provided that price proposals conform to the requirements of
the Lease and the parties negotiate a falr and reasonable price.”

Item No. 16

Lease Paragraph 4.01. I. is deleted in its entirety and replaced with:

“Construction of Tls and completion of other required construction work: The Lessor shall complete all
work required to prepare the Premises as required in this Lease ready for use: 1) not later than 30
Working days following issuance of NTP for the Warshouse space, and 2) not later than 65 Working days
following issuance of NTP for Office space.”

item No. 17

Lease Paragraph 4.10.0. is deleted in its entirety and replaced with:

"Preferred occupancy dates are: 05-01-2017 for warehouse Space, and 08-31-2017, and not prior to
08-01-2017, for office Space. The Government will work with the Lessor to execute a more aggressive
schedule than outlined in this Lease if needed to achieve preferred occupancy dates."

Item No. 18

Lease Paragraph 5.20.E. {for CLARIFICATION), is deleted in its entirety, and replaced with:

"FOR OCCUPANCY/VACANCY SENSORS: As part of the Tl cost, the Lessor shall provide ceiling mount
occupancy sensors, or vacancy sensors (preferred), or scheduling controls through a bullding automation
system (BAS) throughout the office portion of the Space in order to reduce the hours that the lights are on
when a particular space is unoccupied. Occupancy sensors only shall be Installed in the non-office areas
of the Space as part of Shell Rent. No more than 1,000 square feet shall be controlled by any one sensor.
Occupancy sensors in enclosed rooms shall continue to operate after any BAS has shut down the
building at the end of the workday."

jtem No. 19
Lease Paragraphs 6.05.A.B, and C.: the following first few words in these sub-paragraphs are deleted in
its entirety, "In all office areas and warehouse areas”, and replaced with, "In all office areas".
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EXHIBIT H

SECURITY REQUIREMENTS - FACILITY SECURITY LEVEL li

THESE PARAGRAPHS CONTAIN ADDITIONAL SECURITY REQUIREMENTS, AND,
UNLESS INDICATED OTHERWISE, ARE TO BE PRICED AS PART OF THE BUILDING
SPECIFIC AMORTIZED CAPITAL (BSAC). WHERE THEY ARE IN CONFLICT WITH ANY
OTHER REQUIREMENTS ON THIS LEASE, THE STRICTEST SHALL APPLY.

DEFINITIONS:

CRITICAL AREAS - The areas that house systems that if damaged or compromised could have
significant adverse consequences for the facility, operation of the facility, or mission of the
agency or its occupants and visitors. These areas may also be referred to as "limited access
areas,” "restricted areas,” or "exclusionary zones.” Critical areas do not necessarily have to be
within Government-controlled space (e.g., generators, air handlers, electrical feeds which could
be located outside Government-controlled space).

SENSITIVE AREAS - Sensitive areas include vaults, SCIFs, evidence rooms, war rooms, and
sensitive documents areas. Sensitive areas are primarily housed within Government-controiled
space.

FACILITY ENTRANCES, LOBBY, COMMON AREAS, NON-PUBLIC,
AND UTILITY AREAS.

FACILITY ENTRANCES AND LOBBY

EMPLOYEE ACCESS CONTROL AT ENTRANCES (SHELL)

The Lessor shall provide key or electronic access control for the entrance to this building. All
Government employees, under this lease, shall be allowed access to the leased space
(including after-hours access).

COMMON AREAS, NON-PUBLIC, AND UTILITY AREAS.

PUBLIC RESTROOM ACCESS (SHELL)
The Government reserves the right to control access to public restrooms located within the
Space.

Security Requirements (Level Il) (REV 4/10/13) Page 1
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SECURING CRITICAL AREAS (SHELL)
The Lessor shall secure areas designated as Critical Areas to restrict access:

A Keyed locks, keycards, or similar security measures shall strictly control access to
mechanical areas. Additional controls for access to keys, keycards, and key codes shall be
strictly maintained. The Lessor shall develop and maintain accurate HVAC diagrams and HVAC
system labeling within mechanical areas.

B. Roofs with HVAC systems shall also be secured. Fencing or other barriers may be
required to restrict access from adjacent roofs based on a Government Building Security
Assessment. Roof access shall be strictly controlled through keyed locks, keycards, or similar
measures. Fire and life safety egress shall be carefully reviewed when restricting roof access.

C. At a minimum, Lessor shall secure building common areas including sprinkler rooms,

electrical closets, telecommunications rooms.

VISITOR ACCESS CONTROL (SHELL)

Entrances are open to the public during business hours. After hours, visitor entrances are
secured, and have a means to verify the identity of persons requesting access prior to allowing
entry into the Space.

INTERIOR (GOVERNMENT SPACE)

DESIGNATED ENTRANCES (SHELL)
The Government shall have a designated main entrance.

IDENTITY VERIFICATION (SHELL)
The Government reserves the right to verify the identity of persons requesting access to the
Space prior to allowing entry.

FORMAL KEY CONTROL PROGRAM (SHELL)

The Government reserves the right to implement a formal key control program. The Lessor
shall have a means of allowing the electronic disabling of lost or stolen access media, if
electronic media is used.

SITES AND EXTERIOR OF THE BUILDING

SIGNAGE

Security Requirements (Level 11) (REV 4/10/13) Page 2
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POSTING OF SIGNAGE IDENTIFYING THE SPACE AS GOVERNMENTAL (SHELL)

The Lessor shall not post sign(s) or otherwise identify the facility and parking areas as a
Government, or specific Government tenant, occupied facility, including during construction,
without written Government approval.

POSTING OF REGULATORY SIGNAGE (SHELL)
The Government may post or request the Lessor to post regulatory, statutory, sensitive areas
and site specific signage.

LANDSCAPING

LANDSCAPING REQUIREMENTS (SHELL)

Lessor shall maintain landscaping (trees, bushes, hedges, land contour, etc,) around the facility.
Landscaping shall be neatly trimmed in order to minimize the opportunity for concealment of
individuals and packages/containers. Landscaping shall not obstruct the views of security
guards and CCTV cameras, or interfere with lighting or IDS equipment.

CRIME PREVENTION THROUGH ENVIRONMENTAL DESIGN (SHELL)

The Lessor shall separate from public access, restricted areas as designated by the
Government, through the application of Crime Prevention Through Environmental Design
(CPTED) principles by using trees, hedges, berms, or a combination of these or similar features,
and by fences, walls, gates and other barriers, where feasible and acceptable 1o the
Government.

HAZMAT STORAGE
If there is HAZMAT storage, Lessor shall locate it in a restricted area or storage container away
from loading docks, entrances, and uncontrolled parking.

PLACEMENT OF RECEPTACLES, CONTAINERS, AND MAILBOXES

Trash receptacles, containers, mailboxes, vending machines, or other fixtures and/or features
that could conceal packages, brief cases, or other portable containers shall be located 10 feet
away from building.

SECURITY SYSTEMS
CLOSED CIRCUIT TELEVISION SYSTEM (CCTV)

GOVERNMENT PROVIDED PRODUCT, INSTALLATION, AND MAINTENANCE

The Government shall provide and install an entry control system, with time lapse video
recording, that will allow Government employees to view and communicate remotely with
visitors before allowing access. This Closed Circuit Television (CCTV) system shall provide the

Security Requirements (Leve! 11} (REV 4/10/13) Page 3
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Government with unobstructed coverage, as determined by the Government, of designated
pedestrian entrances and exits. The Lessor shall permit twenty-four hour CCTV coverage and
recording, provided and operated by the Govemment. The Government will centrally monitor
the CCTV surveillance. Government specifications are available from the Contracting Officer.
The Lessor shall post necessary regulatory, statutory, and/or site specific signage, as
determined by the Government.

The Lessor, at the notice to proceed stage of the procurement, shall advise the Government of
the appropriate time to install the equipment during the construction of the Space. The Lessor
shall facilitate the installation by allowing access to electrical panels and other areas of the
building as necessary.

INTRUSION DETECTION SYSTEM (IDS)

GOVERNMENT PROVIDED SCOPE AND PRODUCT, INSTALLATION, AND MAINTENANCE
The Lessor shall permit installation of a perimeter Intrusion Detection System (IDS) to be
operated by the Government. The Government shall provide and install an IDS on perimeter
entry and exit doors, and operable ground-floor windows. Basic Security-in-Depth IDS—
include: magnetic door switch(s), alarm system keypad, passive infrared sensor(s) (PIR), an
alarm panel (to designated monitoring center) and appropriate communication method i.e.
telephone and/or Internet connection, glass-break detector, magnetic window switches or shock
Sensors.

Basic Security-in-Depth IDS shall be connected and monitored at a central station. Emergency
notification lists shall be coordinated with the monitoring station to include all appiicable
Government and Lessor points of contact. Monitoring shall be designed to facilitate a real-time
detection of an incident, and to coordinate an active response to an incident.

The Lessor, at the notice to proceed stage of the procurement, shall advise the Government of
the appropriate time to install the equipment during the construction of the Space. The Lessor
shall facilitate the installation by allowing access to electrical panels and other areas of the
building, as necessary.

DURESS ALARM

GOVERNMENT PROVIDED SCOPE, PRODUCT, INSTALLATION, AND MAINTENANCE
The Lessor shall permit installation of a duress alarm system to be provided and operated by
the Government. The Government, in coordination with a security provider, either internal or
external, as determined by the Contracting Officer, shall document and implement duress
procedures for emergency situations.

The Lessor, at the notice to proceed stage of the procurement, shall advise the Government of
the appropriate time to install the equipment during the construction of the Space and shall

Security Requirements (Level Il) (REV 4/10/13) Page 4
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facilitate the installation, including access to electrical panels and other areas of the building, as
necessary.

STRUCTURE

WINDOWS

SHATTER-RESISTANT WINDOW PROTECTION

The Lessor shall provide and install, shatter-resistant material not less than 0.18 millimeters (7
mil) thick on all exterior windows in Government-occupied space meeting the following
properties - Film composite strength and elongation rate measured at a strain rate not
exceeding 50% per minute shall not be less than the following:

- Yield Strength: 12,000 psi

- Elongation at yield: 3%

- Longitudinal Tensile strength: 22,000 psi

- Traverse Tensile strength: 25,000 psi

- Longitudinal Elongation at break: 90%

- Traverse Elongation at break: 75%

THE ALTERNATIVE METHOD is for the Lessor to provide a window system that conforms to a
minimum glazing performance condition of “3b” for a high protection level and a low hazard
level. Window systems shall be certified as prescribed by WINGARD PE 4.3 or later to GSA
performance condition 3b (in accordance with the GSA Standard Test Method for Glazing and
Window Systems Subject to Dynamic Loadings or Very Low Hazard (in accordance with ASTM
F 1642, Standard Test Method for Glazing or Glazing Systems Subject to Alr Blast LLoading) in
response to air blast load of 4 psif28 psi-msec.

If the Lessor chooses the Altemative Method, they shall provide a description of the shatter-
resistant window system and provide certification from a licensed professional engineer that the

system as offered meets the above standard. Prior to installation, this will be provided for
evaluation by the Government, whose approval shall not be unreasonably withheld.

OPERATIONS AND ADMINISTRATION

LESSOR TO WORK WITH FACILITY SECURITY COMMITTEE (FSC) (SHELL)
The Lessor shall cooperate and work with the buildings Facility Security Committee (FSC)
throughout the term of the lease.

Security Requirements (Level 1) (REV 4/10/13) Page 5
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ACCESS TO BUILDING INFORMATION (SHELL)

Building Information—including mechanical, electrical, vertical transport, fire and life safety,
security system plans and schematics, computer automation systems, and emergency
operations procedures—shall be strictly controlied. Such information shall be released to
authorized personnel only, approved by the Government, by the development of an access list
and controlled copy numbering. The Contracting Officer may direct that the names and
locations of -Government tenants not be disclosed in any publicly accessed document or record.
If that is the case, the Government may request that such information not be posted in the
building directory.

Lessor shall have emergency plans and associated documents readily available in the event of
an emergency.

Security Requirements (Level I1) (REV 4/10/13) Page 6

MAM “%P




EXHIBIT |

SECURITY UNIT PRICE LIST (FSL 1I)
REQUEST FOR LEASE PROPOSAL No. 6INO157

116/2017 R
River Ridge Five, LLC
Jeffersonville, IN
To be filled out with initial offer

The following security countermeasures are reguired by the Request for Proposals package. Using this form, the offeror shall quote
unit prices on all security countermeasures identified in the RLP package, and enter Lhe total costs on the GSA Form 1364 as
Building Specific Amortized Capital (BSAC). Upon lease award, BSAC pricing shall be fixed and nol subjecl to further negotiation.
Refer (o "Security Requlrements” attachment to the lease for additional details. This form mus! be submitted with ali offers.

Lease Security Standards Section UnitPrice | Quantity Total

FACILITY ENTRANCES
FACILITY ENTRANCES AND LOBBY

EMPLOYEE ACCESS CONTROL AT ENTRANCES _

COMMON AREAS, NON-PUBLIC, AND UTILITY AREAS

PUBLIC RESTROOM ACCESS

SECURING "CRITICAL AREAS®
VISITOR ACCESS CONTROL

INTERIOR OF SPACE (GOVERNMENT)

DESIGNATED ENTRANCES
IDENTITY VERIFICATION

|SITE AND EXTERIOR OF BUILDING
SIGNAGE

POSTING OF SIGNAGE IDENTIFYING THE SPACE AS
GOVERNMENTAL

POSTING OF REGULATORY SIGNAGE

w

[l,\/u\

INITIALS: LESSOR

g t? QOVT Page 1 of 2 Exhibit J - Security Unit Price List_Facility Securily Level (FSL) Il (2)
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LANDS CAPING AND ENTRANCES

LANDSCAPING REQUIREMENTS
CRIME PREVENTION THROUGH ENVIRONMENTAL DESIGN

I__,_,__ ———— _ 2
HAZMAT STORAGE

PLACEMENT OF RECEPTACLES, CONTAINERS, AND MAILBOXES

SECURITY SYSTEMS
CLOSED CIRCUIT TELEVISION

~ LESSOR PROVIDED DESIGN, INSTALLATION, AND
MAINTENANCE - LEVEL I

GOVERNMENT PROVIDED PRODUCT INSTALLATION AND
MAINTENANCE

INTRUSION DETECTION SYSTEM
I | SR £ et

LESSOR PROVIDED DESIGN INSTALLATION AND
MAINTENANCE LEVEL Il

GOVERNMENT PROVIDED PRODUCT INSTALLATION AND
MAINTENANCE

DURESS ALARM
" LESSOR PROVIDED DESIGN, INSTALLATION, AND B &
MAINTENANCE - LEVEL I

GOVERNMENT PROVIDED PRODUCT INSTALLATION AND
MAINTENANCE

STRUCTURE

WINDOWS
[ SHATTER-RESISTANT WINDOWPROTECTION s

OPERATIONS AND ADMINISTRATION

LESSOR TO WORK WITH THE FACILITY SECURITY COMMITTEE
(FSC)

ACCESS TO BUILDING INFORMAT ON

——— eee— —e ——y e —

~ TOTALCOSTS |

(M
INITIALS: ___ LESSOR
GOV'T Page 2 of 2 Exhiblt J - Securily Unit Price List_Fagcilily Security Level (FSL) Il (2)
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GENERAL SERVICES ADMINISTRATION LEASE AMENDMENT No. 1 i
PUBLIC BUILDINGS SERVICE

TO LEASE NO. GS-05P-LIN00290
LEASE AMENDMENT
ADDRESS OF PREMISES PDN Number:
, 100 Logistics Avenue
Jeffersonville, IN 47130-4672

I

THIS AMENDMENT is made and entered into between

River Ridge Five, LLC
whose address is 12910 Shelbyville Rd #200, Louisville, KY 40243-1594

hereinafter called the Lessor, and the UNITED STATES OF AMERICA, hereinafter called the Government

WHEREAS, the parties hereto desire to amend the above Lease to reduce the total square footage, establish Beneficial
Occupancy for Block A warehcuse Space, modify Percentage of Occupancy for Tax Adjustment, and modify Real Estate Tax
Base

NOW THEREFORE, these parties for good and valuable consideration, the receipt and sufficiency of which is hereby
acknowledged, covenant and agree that the said Lease is amended, effective upon execution of the Government as follows

[1] Paragraph 1.01 of the Lease is hereby deleted in its entirety and replaced with the following:

“1.01 THE PREMISES N

The Premises are described as follows

A Warehouse. Office and Related Space: 299,067 rentable square feet (RSF), yielding 299,067 ANSI/BOMA Office Area
ABOA) square feet (SF) of contiguous Space comprised of 279,871 ABOA SF Block A warehouse Space, and 19,196 ABOA
SF Block B of office and related Space located on ground floor of the Building, as depicted on the floor plan attached hereto as
Exhibit A

This Lease Amendment contains 5 pages: Lease Amendment (4 pages), and Exhibit A (1 page)

All other terms and conditions of tfie l[ease shall remain in force and effect
N WITNESS WHEREOF, the parties subscribed their names as of the below date

FOR THE LESSOR: ’ FOR THE GOVERNMENT:

Signature

Name L Ak Name: Eileen Khanloo

Title ' Title Lease Contracting Officer

Entity Name ' ] Fire ¢ GSA, Public Buildings Servige

Date - i Date 9/ /l/;// ,7

WITNESSED )
lame | ¢t B =

Title A C e P L

Date ) =19 /=

Lease Amendment Form 12/12



Lease Amendment No. 1 — GS-05P-LIN00220 Page 2 of 4
B Common Area Factor. The Common Area Factor (CAF) is established as 1.0 percent. This factor, which represents the

onversion from ABOA to rentable square feet, rounded to the nearest whole percentage, shall be used for purposes of rental
ents in accordance with the Payment Clause of the General Clauses

C INTENTIONALLY DELETED

[2] ‘The LEASE TERM is modified to read, "To Have and To Hold the said Premises with its appurtenances for the term
gust 2, 2017 for 279,871 ABOA SF Block A warehouse Space and continuing through August 1, 2021, subject

A Lease Amendment for 19,196 ABOA SF Block B of office and related Space will be set forth upon substantial completion
sceptance of the Space by the Government.”

[31 Paragraph 1.06 of the Lease is hereby deleted in its entirety and replaced with the following:

“1.06 RENT AND OTHER CONSIDERATION

.
The Government shall pay the Lessor annual rent, payable in monthly installments in arrears, at the following rates

Rental Rates in Annual Dollars

Firm Term Non-Firm Term
Year 1 Year 2 Year 4

Rent Period Start 8/2/2017

Rent Period End

Lease USF 279,871 X 279,871
Lease RSF 279,871 279,87 279,871 279,871

[ e N 1
Surface Parking 500 700 1,000 1,000

Shell Rent

| Operatin

Real Estate Tax

ts”

[

1

| Total Annual Rent| § 2,318,461.26 | § 2,476,964.26 | $ 2,635,468.26

Parking®

Rental Ratles per RSF/Parking Space per Yea

Firm Term Non-Firm Term
Yea Year 3 Year 4
I Rent Period Start 8/2/12017 8/2/2019 8/2/2020
Rent Period End 8/1/12018 8/1 8/1/202
| 279 87 279.87 70 87

Lease USF
¥

279 871

Lease RSF 279.871 278.6

Surface Parking 70 1.0( 1,000

Parking

NITIALS

Lease Amendment Form 12/12



Lease Amendment No. 1 — GS-05P-LIN00280 Page 3 of 4

B INTENTIONALLY DELETED

C INTENTIONALLY DELETED

D. INTENTIONALLY DELETED '

E INTENTIONALLY DELETED

F If the Government occupies the Premises for less than a full calendar month, then rent shall Be prorated based on the

actual number of days of occupancy for that month.

G. Rent shall be paid to Lessor by electronic funds transfer in accordance with the provisions of the General Clauses. Rent
shall be payable to the Payee designated by the Lessor in the System for Award Management (SAM). If the payee is different
from the Lessor, both payee and Lessor must be registered and active in SAM.

H Lessor shall provide to the Government, in exchange for the payment of rental and other specified consideration, the
following:

1 The leasehold interest in the Property described in the paragraph entitled “The Premises.”

2, All costs, expenses and fees to perform the work required for acceptance of the Premises in accordance with this

Lease, including all costs for labor, materials, and equipment, professional fees, contractor fees, attorney fees, permit fees,
inspection fees, and similar such fees, and all related expenses.

3. Performance or satisfaction of all other obligations set forth in this Lease; and all services, utilities (with the
exclusion of water, electricity, gas [for heating], and sewage), maintenance required for the proper operation of the Property,
the Building, and the Leased Premises, in accordance with the terms of the Lease, including, but not limited to, all inspections,
modifications, repairs, replacements and improvements required to be made thereto to meet the requirements of this Lease. The
Government shall be responsible for paying the cost of water, electricity, gas [for heating], and sewage directly to the utility
provider. The Lessor shall ensure that such utilities are separately metered. The Lessor has provided and installed as part of
shell rent, separate meters for utilities. Sub-meters are not acceptable. The Lessor has furnished in writing to the LCO, prior to
occupancy by the Government, a record of the meter numbers and verification that the meters measure Government usage only
Proration is not permissible. In addition, an automatic control system shall be provided to assure compliance with heating,
ventilation, and air conditioning requirements. -

l. (a) Parking shall be provided at Year 1 a rate o_ per parking space per month (surface/outside) for a total of
500 parking spaces, (b) Parking shall be provided at Year 2 a rate om per parking space per month (surface/outside)
for a total of 700 parking spaces; (c¢) Parking shall be provided at Year 3 a rate of per parking space per month
(surface/outside) for a total of 1,000 parking spaces; and (d) Parking shall be provided at Year 4 a rate of $ $0.00 per parking
space per month (surface/outside) for a total of 1,000 parking spaces.

J. INTENTIONALLY DELETED”

[4] Paragraph 1.15 of the lease is hereby deleted in its entirety and replaced with the following:
‘115 PERCENTAGE OF OCCUPANCY FOR TAX ADJUSTMENT
As of the date of execution of Lease Amendment No. 1, the Government's Percentage of Occupancy, as defined in the "Real

Estate Tax Adjustment” paragraph of this Lease is §5.97 percent. The Percentage of Occupancy is derived by dividing the total
Government Space of 279,871 RSF for Block A warehouse Space by the total Building space of 500,000 RSF."
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[6] Paragraph 1.16 of the lease is hereby deleted in its entirety and replaced with the following:

“1.16 REAL ESTATE TAX BASE

The Real Estate Tax Base, as defined in the “Real Estate Tax Adjustment” paragraph of the Lease is $134,496.49 ($0.480566 /
RSF) based on Government's Percentage of Occupancy of 55.97% percent of the entire Building underBlock A. The total
Building space is 500,000 RSF, and the Government Space is 279,871 RSF for Block A warehouse Space. Upon acceptance of
the space assignment under Block B, the Real Estate Tax Base shall be increased at a rate of $0.480566/RSF for the additional
Rentable Square Footage under Block B. Tax adjustments shall not occur until the tax year following lease commencement has
passed.”
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